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1.0 Introduction 

In January 2014, the Site Investigation Section (SIS) of the Florida Department of 

Environmental Protection (DEP) received a request for assistance from Investigator Gary 

Wiser with the DEP’s Office of Inspector General.  Investigator Wiser requested that SIS 

investigate a complaint about drinking water quality at the Villages of Bloomingdale, a 

townhouse and condominium community located in central Hillsborough County.  A 

Villages of Bloomingdale resident was concerned that the drinking water supplied by 

Hillsborough County was causing illness in residents of the community including herself.  

This resident believed that cross connections were occurring between the drinking water 

supply and non-potable sources of water such as irrigation wells or sanitary sewer lines.  

2.0  Site Background 

The Villages of Bloomingdale community is a private gated neighborhood 

consisting of townhomes and condominiums located within unincorporated central 

Hillsborough County southeast of the intersection of I-75 and Bloomingdale Avenue             

(Figure 1) in Section 7 of Township 30S, Range 20E.  Site elevations are between 20 and 

25 feet (National Geodetic Vertical Datum, 1929).  Potable water and sanitary sewer 

services are provided to the community by Hillsborough County. 

A review of historical aerial photos and Southwest Florida Water Management 

District records indicate that prior to development of the Villages of Bloomingdale the 

property consisted of a mixture of undeveloped wet prairie, shrub and brush land.   
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3.0 Site Investigation Section (SIS) Field Activities  

SIS staff arrived at the Villages of Bloomingdale the morning of April 10, 2014.  The 

scope of work for this site visit included the collection of drinking water samples from 

three residences and the Hillsborough County water main supplying potable water to the 

community.  These drinking water samples were designated S-1 through S-6.  The table 

below and Figure 2 provides the location of these samples. 

Sample ID Location Comments 

S-1 9720 Forestdale Court Collected after whole house water 
treatment system from kitchen sink 

S-2 6454 Cypressdale # 202 Kitchen sink 
S-3 6117 Olivedale Drive Outside spigot 
S-4 Not applicable equipment blank sample for 

QA/QC 
S-5 Valleydale Drive Hillsborough County water main 

prior to backflow preventer 
S-6 Valleydale Drive Duplicate sample of Hillsborough 

County water main prior to 
backflow preventer 

 

Drinking water samples were not collected from the residence of the individual 

that initiated the complaint with DEP as they had moved from the Villages by the time 

this study began. 

Drinking water samples were collected according to the DEP FS 2300 Drinking 

Water Sampling Standard Operating Procedure (SOP) manual.  Prior to sampling, the 

presence of total chlorine was measured using a test strip.  Typically, the presence of 

chlorine in a drinking water sample is indicative of a public water system as chlorine or 

chloramines are used as a disinfectants to inhibit microbiological growth in the water 

distribution system. 
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In addition to the presence of chlorine, SIS also measured water parameters 

including pH, temperature, specific conductance, dissolved oxygen, oxidation-reduction 

potential (ORP) and turbidity using calibrated water quality meters.  A summary of these 

parameters including total chlorine is provided in Table 1. 

After the drinking water samples were collected, they were preserved as required 

by the SOP and placed in a cooler with wet ice.  The sample names were recorded on a 

chain-of-custody form and the coolers containing the samples were then either delivered 

to the DEP Central Laboratory in Tallahassee for chemical analyses or Advanced 

Environmental Laboratories in Tampa for microbiological analyses.   

A comprehensive full suite of analyses was conducted on drinking water samples 

collected during this sampling event.  This suite included analytes that can be useful as 

potential indicators of wastewater discharges such as ammonia, boron, nitrate and 

sucralose (a widely used artificial sweetener) and microbiological parameters such as 

total coliform by SM 9222B and heterotrophic plate count by SM 9215B.  Provided 

below is a list of analytical methods utilized by the DEP Central Laboratory for the 

comprehensive full suite analyses: 

• Total Alpha by EPA Method 900.0; 

• Radium 226 and 228 by EPA Method 903.1; 

• Volatile Organic Compounds (VOCs) including benzene, 

tetrachloroethylene (PCE) and trichloroethylene (TCE) by EPA Method 

8260C; 

• Semi-Volatile Organic Compounds (SVOCs) including benzo(a) pyrene 

by EPA Method 8270D; 
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• Metals including boron, lead and arsenic by EPA Method 6020A; 

• Organochlorine pesticides including dieldrin, chlordane and DDT by DEP 

Standard Operating Procedure (SOP): GC-011-5 (based on EPA Methods 

608 and 617); 

• Organonitrogen and phosphorus pesticides including atrazine, bromacil 

and malathion by DEP SOP: GC-012-3 (based on EPA Methods 614, 619, 

622, 633 and 507); 

• Chlorinated herbicides by DEP SOP: LC-001-2;  

• Ammonia by EPA Method 350.1 Rev. 2.0; 

• Nitrite/Nitrate by EPA Method 353.2 Rev. 2.0; and 

• Sucralose by EPA Method 8321B. 

In addition to the water samples collected during the April sampling event, SIS 

also collected six soil samples from the S-1 location.  These soil samples were collected 

from 0-6 inches below land surface from the side and back yards of the residence.  

Samples were collected by removing the overlying sod and using a stainless steel spoon 

to fill the sample containers.  Soil samples were added to the chain-of-custody form, 

placed on wet ice in a cooler and then hand delivered to the DEP Central Laboratory for 

analyses.  Below are the analytical methods used for the soil samples: 

• VOCs including benzene, PCE  and TCE by EPA Method 8260C; 

• SVOCs including benzo(a) pyrene by EPA Method 8270D; 

• Metals including lead and arsenic by EPA Method 6020A; 

• Organochlorine pesticides including dieldrin, chlordane and DDT by EPA 

Method 8270D; 
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• Organonitrogen and phosphorus pesticides including atrazine, bromacil 

and malathion by EPA Method 8141B; 

• Chlorinated herbicides by DEP SOP: LC-001-2.  
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Collecting soil sample S-1 
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A summary of the chemistry analytical results for all drinking water and soil 

samples collected is presented in Table 2 and a discussion of the results is provided later 

in this report. 

The table below summarizes the results of the chlorine and waste water indicators 

in drinking water samples collected during the April 10 event. 

 

Sample 
ID 

Total 
Chlorine

mg/L 
 

Ammonia 
mg N/L 

Nitrate 
mg N/L 

Boron 
ug/L 

Sucralose 
ug/L 

Total 
Coliform

** 

HPC 
*** 

S-1 0.5 0.31 0.96 98.5 0.056 4 7900 
S-2 2 0.73 0.36 95.8 0.093 Absent Absent 
S-3 4 0.74 0.36 114 0.14 Absent Absent 
S-5 4 0.75 0.32 125 0.17 Absent Absent 
S-6 4 0.75 0.33 126 0.14 Absent Absent 

**#/100 ml; *** colonies/ml 
 

A review of the table above indicated anomalous data associated with drinking 

water sample S-1.  The positive total coliform and heterotrophic plate count 

microbiological tests and the diminished total chlorine level in sample S-1 stood out 

clearly from data collected at the other sample locations.  The chlorine level of 0.5 mg/L 

was significantly less than the Hillsborough County target level of 4 mg/L.  Although 

total coliform was detected in the S-1 sample, further analysis indicated that E-coli was 

absent from the sample.  E-coli is a type of coliform bacteria of which certain strains can 

cause serious illness. 

Heterotrophs are a group of microorganisms (bacteria, molds and yeasts) that use 

organic carbon sources for food and can be found in all types of water.  In fact, the 

majority of bacteria found in drinking water systems are considered heterotrophs. 

Heterotrophic plate count (HPC) is analytical method that measures colony formation on 
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culture media of heterotrophic bacteria in drinking water.  Thus the HPC test (also known 

as Standard Plate Count) can be used to measure the overall bacteriological quality of 

drinking water in public, semi-public and private water systems (1).  The EPA reports 

that the lower the concentration of bacteria in drinking water the better maintained the 

system is.  Further, the EPA has established a HPC treatment technique (TT) for public 

water systems of 500 colonies per milliliter or less (2). 

In response to these anomalous results, SIS conducted a second sampling event at 

the site on May 8, 2014.  During the first sampling event, SIS noted the presence of a GE 

Avanta Pure whole house water treatment system at the S-1 location.  This water 

treatment system was designed to reduce hardness of the water and remove chlorine to 

improve taste.  As the previous S-1 water sample was collected after the residential water 

treatment system, SIS collected both pre and post water treatment samples during this 

May sampling event.  In addition to the S-1 pre and post water samples, SIS also 

collected a drinking water sample from the Lithia Water Plant.  The Lithia Water Plant 

provides water to the central portion of Hillsborough County including the Villages of 

Bloomingdale.  This plant blends ground water, surface water from the Alafia River and 

desalination water on an as needed basis to provide potable water.  The drinking water 

samples from this second sampling event were analyzed for boron, fluoride, sucralose, 

total coliform and HPC.  The table below provides the results of these analyses. 

Sample ID Boron 
ug/L 

Fluoride 
Mg F/L 

Sucralose 
ug/L 

Total 
Coliform** 

HPC 
*** 

S-1 Pre 146 0.4 0.13 Absent Absent 
S-1 Post 131 0.4 0.07 Absent 1375 

Lithia POE 73.2 0.37 0.083 Absent 208 
**#/100 ml; *** colonies/ml 
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Although the S-1 pre sample indicated the absence of both total coliform and 

bacteria detected by the HPC test, the S-1 sample collected after the residential water 

treatment system once again indicated the presence of HPC bacteria above the EPA TT of 

500 colonies per milliliter.  HPC bacteria were also detected in the sampled collected 

from the Lithia POE but below the EPA TT criterion. 

On June 3, 2014, SIS returned to the Villages of Bloomingdale for the third time.  

SIS recollected drinking water samples from the S-1 (pre and post water treatment 

system), S-3 and S-5 (Hillsborough County water main) locations.  Additionally, SIS 

collected a drinking water sample designated S-7 from a residence located at 9516 

Newsdale Way (Figure 2).  These samples were analyzed for total coliform and HPC.  

The table below provides the results of these analyses. 

Sample ID Total 
Coliform** 

HPC 
*** 

S-1 Pre Absent Absent 
S-1 Post 4 Absent 

S-5 Absent Absent 
S-7 Absent Absent 

**#/100 ml; *** colonies/ml 
 

Results for the third sampling event indicated the absence of bacteria detected by 

the HPC test in the S-1 post sample and all other samples.  Prior to SIS’ third sampling 

event, an ultraviolet light had been added to the residence’s water treatment system.  The 

ultraviolet light is used to sterilize water as it exits the water treatment system.  Total 

coliform was detected in the S-1 post sample but again tested negative for the presence of 

e-coli. 
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4.0 Results of Investigation 

4.1 Florida Ground Water Cleanup Target Levels (GCTLs) and Soil Cleanup 

Target Levels (SCTLs) 

Table 1 in DEP’s Contaminant Cleanup Target Levels rule, Chapter 62-777, 

Florida Administrative Code (F.A.C.), lists the Ground Water Cleanup Target Levels 

(GCTLs) developed for contaminated sites in Florida.  GCTLs listed in Table 1 of 

Chapter 62-777, F.A.C. as “Primary Standard” or “Secondary Standard” correspond to 

the drinking water standards previously established in Chapter 62-550, F.A.C. (Drinking 

Water Standards, Monitoring, and Reporting), and referenced in Chapter 62-520, F.A.C. 

(Ground Water Classes, Standards, and Exemptions).  State of Florida Primary Drinking 

Water Standards (FPDWS) are health-based standards and establish maximum 

contaminant levels (MCLs) in drinking water for chemicals such as benzene and 

toxaphene.  Florida Secondary Drinking Water Standards (FSDWS) are not health-based 

standards, but are based instead on organoleptic (pertaining to the senses) properties such 

as taste, odor, or color of the water.  Examples of elements with secondary standards 

include iron, aluminum and manganese.  In addition to the Florida Primary and 

Secondary Drinking Water Standards, Table 1 of Chapter 62-777, F.A.C. includes 

GCTLs developed specifically for the cleanup of contaminated sites.  These GCTLs are 

denoted as minimum criteria and are also either health-based or based on organoleptic 

criteria.  Health-based GCTLs are established to protect people from carcinogens or 

systemic toxicants.  Organoleptic–based GCTLs are established to prevent problems in 

ground water such as unpleasant taste and odor.  
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DEP’s Soil Cleanup Target Levels (SCTLs) list can be found in Table 2 of 

Chapter 62-777, F.A.C.  SCTLs are used to determine when cleanup is complete at a site 

where there has been a discharge of contaminants to the environment.  The SCTLs are 

established to limit a person’s increased cancer risk due to exposure to contaminants to 

one in one million and to prevent non-cancer health effects.  These values were 

developed taking into account an individual’s exposure to contaminants in soil through 

ingestion, dermal absorption and inhalation of dust or vapors over a period of 30 years.  

SCTLS have been calculated for both unrestricted residential land use and 

commercial/industrial settings.  Table 2 also provides an SCTL value based on 

leachability to ground water.  Exceeding a leachability-based SCTL indicates a 

contaminant could leach out of the soil and into shallow ground water in concentrations 

exceeding its GCTL.    

In summary: 

Florida Primary Drinking Water Standards (FPDWS) are health-based standards 

defined in Chapter 62-550, F.A.C., and listed in Table 1 of Chapter 62-777, F.A.C.. 

Florida Secondary Drinking Water Standards (FSDWS) are not health-based 

standards, but are based on organoleptic criteria (taste, odor, or color).  FSDWS are 

defined in Chapter 62-550, F.A.C., and listed in Table 1 of Chapter 62-777, F.A.C.. 

Ground Water Cleanup Target Levels (GCTLs) are defined in Chapter 62-777, 

F.A.C., and are subdivided into health-based and organoleptic criteria. 

Soil Cleanup Target Levels (SCTLs) are defined in Chapter 62-777, F.A.C.  

SCTLs are health-based values used to evaluate cleanup at a contaminated site.  SCTLs 
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are provided for both unrestricted residential and commercial/industrial land uses.  

Leachability-based SCTL values are also provided. 

Table 1 in DEP’s Contaminant Cleanup Target Levels rule, Chapter 62-777, 

Florida Administrative Code (F.A.C.) lists the Groundwater Cleanup Target Levels 

(GCTLs) developed for contaminated sites in Florida.  GCTLs annotated in Table 1 of 

Chapter 62-777, F.A.C.,  as “Primary Standard” or “Secondary Standard” correspond to 

the drinking water standards previously established in Chapter 62-550, F.A.C. (Drinking 

Water Standards, Monitoring, and Reporting) and referenced in Chapter 62-520, F.A.C. 

(Ground Water Classes, Standards, and Exemptions).  Florida Primary Drinking Water 

Standards (FPDWS) are health-based standards and establish maximum contaminant 

levels (MCLs) in drinking water for chemicals such as benzene and toxaphene.  Florida 

Secondary Drinking Water Standards (FSDWS) are not health-based standards, but are 

based instead on organoleptic (pertaining to the senses) properties such as taste, odor, or 

color of the water.  Examples of elements with secondary standards include iron, 

aluminum and manganese.  In addition to the Florida Primary and Secondary Drinking 

Water Standards, Table 1 of Chapter 62-777, F.A.C., includes GCTLs developed 

specifically for 62-777, F.A.C.  These GCTLs are annotated as minimum criteria and are 

also either health-based or based on organoleptic criteria.  Health-based GCTLs are 

established to protect people from carcinogens or systemic toxicants.  Organoleptic–

based GCTLs are established to prevent problems in ground water such as unpleasant 

taste and odor.  

In summary: 
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• Florida Primary Drinking Water Standards (FPDWS) are health-based standards 

established in F.A.C. Chapter 62-550 and listed in Table 1 of F.A.C. Chapter 62-

777; 

• Florida Secondary Drinking Water Standards (FSDWS) are not health-based 

standards, but are based on organoleptic criteria (taste, odor or color of the water).  

FSDWS are established in F.A.C. Chapter 62-550 and listed in Table 1 of F.A.C. 

Chapter 62-777; 

• Ground Water Cleanup Target Levels (GCTLs) are defined in F.A.C. Chapter 62-

777 and are subdivided into health based (GCTLs) and organoleptic (GCTLs) 

criteria; and 

• Table 7 of F.A.C. Chapter 62-777 provides health-based GCTLs for some 

analytes defined in Table 1 as organoleptic of FSDWS.                                           

4.2 Drinking Water Sampling Results 

With the exception of the first two of three samples collected from the S-1 post 

location, all drinking water samples collected during this investigation met all applicable 

guideline values and standards including Florida Primary Drinking Water Standards 

(FPDWS).  As noted previously, the HPC test in the first two sample events indicated the 

presence of bacteria above the recommended EPA treatment technique of 500 colonies 

per milliliter in the S-1 post sample.  After an ultraviolet light was added to the 

residence’s water treatment system, the HPC test indicated the absence of bacteria in the 

S-1 post sample.  It is the opinion of SIS that the bacteria detected by the HPC test in the 

first two sampling events was a function of microbiological growth in the residence’s 

water treatment system.   
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During the course of this investigation, DEP and the Florida Department of 

Health (DOH) became aware of several cases of Methicillin-resistant Staphylococcus 

aureus (MRSA) infection in Villages of Bloomingdale residents.  MRSA is caused by a 

strain of staph bacteria that are resistant to the antibiotics commonly used to treat staph 

infections.  The Center for Disease Control reports that properly chlorinated water 

sources are not known to carry MRSA.  Additionally, the HPC tests conducted on 

drinking water samples during this study would have reported a positive on representative 

samples as the test is able to detect the presence of Staphylococcus aureus bacteria (3).  

Also noted in the first sampling event for the S-1 post sample was the presence of 

bis (2-ethylhexyl) phthalate at 21 ug/L.  This exceeds the FPDWS of 6 ug/L.  Bis (2-

ethylhexyl) phthalate is a chemical used as a plasticizer including the manufacture of 

PVC piping.  As bis (2-ethylhexyl) phthalate was absent in any of the other water 

samples collected during the first sampling event, it is the opinion of SIS that the 

residence’s water treatment system is also he likely source of this analyte.   

 The disinfection byproducts (bromodichloromethane, bromoform, chloroform, 

dibromochloromethane) were detected in all drinking water samples collected during the 

first sampling event.  Disinfection byproducts (DBP) are created when chlorine is added 

to the drinking water as a disinfectant and reacts with organic matter present in the water.  

The summed concentrations of DBP noted in the drinking water samples did not exceed 

the EPA maximum concentration level (MCL) of 80 ug/L. With the exception of the 

disinfection byproducts noted above and methylene chloride detected at 1.2 ug/L in 

sample S-3 no Volatile Organic Compounds were detected in the drinking water samples.   
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With the exception of the bis (2-ethylhexyl) phthalate detected in sample S-1 post, 

no Semi-Volatile Organic Compounds or pesticides or herbicides were detected in the 

drinking water samples.   

Detectable but low levels of metals, radionuclides, ammonia, nitrate and sucralose 

were detected in all the water samples tested for these analytes.  These detections are 

indicative of either naturally occurring analytes such as radium or analytes of 

anthropogenic origin such as sucralose.   

The wastewater indicators such as ammonia, boron, nitrate and sucralose and 

microbiological parameters such as total coliform and HPC did not provide any evidence 

that cross connections were occurring between the Villages of Bloomingdale drinking 

water system and non-potable sources of water.  For example, total coliform and bacteria 

associated with the HPC test were absent in all representative drinking water samples 

collected from the Hillsborough County water main and Village of Bloomingdale 

residences.   Additionally boron and sucralose are both present in the Hillsborough 

County water distribution system at the Lithia Water Plant point-of-entry and in the water 

main at comparable levels to boron and sucralose detected at residences in the Villages of 

Bloomingdale.  If a cross connection with a non-potable water source were present we 

would expect to see concentrations of ammonia, boron, nitrate and sucralose to 

significantly increase along with the presence of total coliform and bacteria detected by 

the HPC test.   

Hillsborough County reports that boron is present in all the water sources blended 

together at the Lithia plant with the highest concentrations detected in surface water and 

desalination water.  Based on the fact that surface water would be more likely impacted 
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by wastewater discharges from adjacent septic systems than ground water, it seems 

reasonable that surface water would also contain the highest concentrations of sucralose. 

4.3 Soil Sample Results 
 

The six soil samples collected from the side and back yard of the S-1 location had 

detectable levels of pesticides and some metals.  Also the plasticizer bis (2-ethylhexyl) 

phthalate was detected in soil samples SL-1 and SL-5 at concentrations of 0.6 and 0.5 

mg/Kg respectively.   None of these analytes exceeded their respective SCTLs. The table 

below summarizes the pesticides and metals with applicable SCTLs detected in the soil 

samples.  

Analyte 
mg/Kg 
 

SCTL 
mg/Kg* 

SL-1 SL-2 SL-3 SL-4 SL-5 SL-6 

Arsenic 2.1 0.44 0.51 0.36 0.19 0.72 0.63 
Barium 120 14.5 28.4 14.5 10.7 48.9 42.1 
Cadmium 82 0.19 0.14 0.16 ND 0.11 0.11 
Chlordane 2.8 0.0021 0.003 0.0017 0.0021 0.0033 0.0038 
Chromium 210 4.81 6.55 5.33 3.86 10.2 9.11 
DDE-p,p’ 2.9 0.00005 0.00006 0.00004 0.00005 0.00006 0.00007 
Dicofol 2.2 0.00012 0.00008 0.00036 0.00035 0.00053 0.00060 
Dieldrin 0.06 0.00033 0.00089 0.00074 0.00080 0.001 0.0013 
Lead 400 2.3 3.5 2.3 2.2 5.1 4.9 
Selenium 440 0.32 0.33 0.25 0.28 0.38 0.33 
Silver 410 0.040 0.035 0.018 0.021 0.036 0.040 

*Residential SCTL for direct exposure scenarios 
 
 

The concentrations of pesticides and metals detected in the soil samples are 

unremarkable.  Most of the pesticides detected were used as insecticides and termiticides 

however, their use was banned due to their toxicity and persistence in the environment. 
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5.0 Conclusions 

 
The water quality data collected during this assessment indicates that 

Hillsborough County is providing clean potable water to the Villages of Bloomingdale.  

Water quality data did not provide any evidence that cross connections were occurring 

between the Villages of Bloomingdale drinking water system and non-potable sources of 

water.  There is no evidence that MRSA cases in Villages of Bloomingdale residents are 

related to the drinking water supply.   

Soil samples collected at one residence indicated the presence of low levels of 

some metals and chlorinated pesticides.  Concentrations of these analytes were very low 

and meet applicable SCTL guidelines.  
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Table 1:  Total Chlorine and Drinking Water Parameters
Villages of Bloomingdale

Hillsborough County
DEP-Site Investigation Section

1

FIELD ID turbidity 
NTUs

pH standard 
units

temperature      
° C

specific 
conductance 

µS/cm

dissolved 
oxygen       

%

oxidation-
reduction potential 

(ORP) millivolts

total 
chlorine     

mg/L

S-1 0.63 7.55 24.1 560 163 340 0.5
S-2 0.88 7.73 24 566 118 348 2
S-3 0.44 7.65 25 587 86 360 4
S-5 1.16 8.05 25 606 76.3 292 4

No Parameters collected for S-4 (Equipment Blank) and Locations S-6 (Duplicate Sample) and S-7



Table 2:  Summary of Detected Chemical Analytes
Villages of Bloomingdale

Hillsborough County
DEP-Site Investigation Section

1

FIELD ID COMPONENT RESULT MDL UNITS REMARK
Lithia POE* Boron 73.2 2 ug/L
Lithia POE* Fluoride 0.37 0.035 mg F/L
Lithia POE* Sucralose 0.083 0.01 ug/L

S-1 Post Alpha-Counting Error 1.7 2.3 pCi/L
S-1 Post Aluminum 11 5 ug/L I
S-1 Post Ammonia-N 0.31 0.01 mg N/L
S-1 Post Barium 1.5 0.2 ug/L
S-1 Post Bis(2-ethylhexyl)phthalate 21 1.9 ug/L J
S-1 Post Boron 98.5 2 ug/L
S-1 Post Bromodichloromethane 4 0.2 ug/L
S-1 Post Bromoform 1.5 0.2 ug/L
S-1 Post Chloroform 6.9 0.2 ug/L
S-1 Post Cobalt 0.031 0.03 ug/L I
S-1 Post Copper 139 0.5 ug/L
S-1 Post Dibromochloromethane 3 0.2 ug/L
S-1 Post Manganese 0.23 0.2 ug/L I
S-1 Post Molybdenum 7.21 0.15 ug/L
S-1 Post NO2NO3-N 0.96 0.008 mg N/L
S-1 Post Radium 226 0.4 0.1 pCi/L
S-1 Post Radium 226-Counting Error 0.1 0.1 pCi/L
S-1 Post Radium 228-Counting Error 0.7 1.1 pCi/L
S-1 Post Sucralose 0.056 0.01 ug/L J
S-1 Post Zinc 52 5 ug/L

S-1 Post* Boron 131 2 ug/L
S-1 Post* Fluoride 0.4 0.035 mg F/L
S-1 Post* Sucralose 0.071 0.01 ug/L
S-1 Pre* Boron 146 2 ug/L
S-1 Pre* Fluoride 0.4 0.035 mg F/L
S-1 Pre* Sucralose 0.13 0.01 ug/L

S-2 Alpha-Counting Error 1.7 2.5 pCi/L
S-2 Aluminum 14 5 ug/L I
S-2 Ammonia-N 0.73 0.02 mg N/L
S-2 Arsenic 0.28 0.25 ug/L I
S-2 Barium 26.7 0.2 ug/L
S-2 Boron 95.8 2 ug/L
S-2 Bromodichloromethane 4.3 0.2 ug/L
S-2 Bromoform 2.1 0.2 ug/L
S-2 Chloroform 6.4 0.2 ug/L
S-2 Cobalt 0.1 0.03 ug/L I
S-2 Copper 2.83 0.5 ug/L
S-2 Dibromochloromethane 3.8 0.2 ug/L
S-2 Manganese 1.22 0.2 ug/L
S-2 Molybdenum 7.39 0.15 ug/L



Table 2:  Summary of Detected Chemical Analytes
Villages of Bloomingdale

Hillsborough County
DEP-Site Investigation Section

2

FIELD ID COMPONENT RESULT MDL UNITS REMARK
S-2 NO2NO3-N 0.36 0.004 mg N/L
S-2 Nickel 0.89 0.25 ug/L I
S-2 Radium 226 0.8 0.2 pCi/L
S-2 Radium 226-Counting Error 0.2 0.2 pCi/L
S-2 Radium 228-Counting Error 0.6 1 pCi/L
S-2 Sucralose 0.093 0.01 ug/L
S-3 Alpha-Counting Error 1.2 1.9 pCi/L
S-3 Aluminum 13 5 ug/L I
S-3 Ammonia-N 0.74 0.02 mg N/L
S-3 Barium 26.3 0.2 ug/L
S-3 Boron 114 2 ug/L
S-3 Bromodichloromethane 3.8 0.2 ug/L
S-3 Bromoform 2.5 0.2 ug/L
S-3 Chloroform 5.2 0.2 ug/L
S-3 Cobalt 0.11 0.03 ug/L I
S-3 Copper 2.44 0.5 ug/L
S-3 Dibromochloromethane 3.7 0.2 ug/L
S-3 Lead 0.23 0.2 ug/L I
S-3 Manganese 1.61 0.2 ug/L
S-3 Methylene chloride 1.2 1 ug/L I
S-3 Molybdenum 6.03 0.15 ug/L
S-3 NO2NO3-N 0.36 0.004 mg N/L
S-3 Nickel 0.88 0.25 ug/L I
S-3 Radium 226 0.2 0.1 pCi/L
S-3 Radium 226-Counting Error 0.1 0.1 pCi/L
S-3 Radium 228-Counting Error 0.6 1 pCi/L
S-3 Sucralose 0.14 0.01 ug/L
S-3 Zinc 6.5 5 ug/L I
S-4 Alpha-Counting Error 0.6 0.8 pCi/L
S-4 Boron 2.8 2 ug/L I
S-4 Radium 226-Counting Error 0.1 0.2 pCi/L
S-4 Radium 228-Counting Error 0.5 0.9 pCi/L
S-5 Alpha-Counting Error 2 2.6 pCi/L
S-5 Aluminum 21 5 ug/L
S-5 Ammonia-N 0.75 0.02 mg N/L
S-5 Barium 26.8 0.2 ug/L
S-5 Boron 125 2 ug/L
S-5 Bromodichloromethane 2.3 0.2 ug/L
S-5 Bromoform 2.2 0.2 ug/L
S-5 Chloroform 2.7 0.2 ug/L
S-5 Cobalt 0.15 0.03 ug/L
S-5 Copper 15.2 0.5 ug/L
S-5 Dibromochloromethane 2.7 0.2 ug/L
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3

FIELD ID COMPONENT RESULT MDL UNITS REMARK
S-5 Lead 1.14 0.2 ug/L
S-5 Manganese 6.31 0.2 ug/L
S-5 Molybdenum 5.79 0.15 ug/L
S-5 NO2NO3-N 0.32 0.004 mg N/L
S-5 Nickel 1.14 0.25 ug/L
S-5 Radium 226 1 0.1 pCi/L
S-5 Radium 226-Counting Error 0.2 0.1 pCi/L
S-5 Radium 228-Counting Error 0.6 0.9 pCi/L
S-5 Sucralose 0.17 0.01 ug/L
S-5 Zinc 5.2 5 ug/L I
S-6 Alpha-Counting Error 1.4 2 pCi/L
S-6 Aluminum 17 5 ug/L I
S-6 Ammonia-N 0.75 0.02 mg N/L
S-6 Barium 26.4 0.2 ug/L
S-6 Boron 126 2 ug/L
S-6 Bromodichloromethane 2.5 0.2 ug/L
S-6 Bromoform 2.4 0.2 ug/L
S-6 Chloroform 2.8 0.2 ug/L
S-6 Cobalt 0.13 0.03 ug/L
S-6 Copper 15.6 0.5 ug/L
S-6 Dibromochloromethane 2.8 0.2 ug/L
S-6 Lead 1.07 0.2 ug/L
S-6 Manganese 4.41 0.2 ug/L
S-6 Molybdenum 5.75 0.15 ug/L
S-6 NO2NO3-N 0.33 0.004 mg N/L
S-6 Nickel 1.05 0.25 ug/L
S-6 Radium 226 0.7 0.2 pCi/L
S-6 Radium 226-Counting Error 0.2 0.2 pCi/L
S-6 Radium 228-Counting Error 0.6 0.9 pCi/L
S-6 Sucralose 0.14 0.01 ug/L
S-6 Zinc 5.4 5 ug/L I
SL-1 Alpha-Chlordane 0.043 0.041 ug/Kg I
SL-1 Arsenic 0.44 0.093 mg/Kg
SL-1 Barium 14.5 0.23 mg/Kg
SL-1 Bis(2-ethylhexyl)phthalate 630 440 ug/kg IJ
SL-1 Cadmium 0.19 0.046 mg/Kg
SL-1 Chlordane 2.1 0.41 ug/Kg
SL-1 Chromium 4.81 0.23 mg/Kg
SL-1 DDE-p,p' 0.051 0.027 ug/Kg I
SL-1 Dicofol 0.12 0.081 ug/Kg IJ
SL-1 Dieldrin 0.33 0.16 ug/Kg I
SL-1 Gamma-Chlordane 0.03 0.041 ug/Kg T
SL-1 Lead 2.3 0.35 mg/Kg
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FIELD ID COMPONENT RESULT MDL UNITS REMARK
SL-1 Mirex 0.38 0.081 ug/Kg
SL-1 Selenium 0.32 0.14 mg/Kg I
SL-1 Silver 0.04 0.012 mg/Kg I
SL-2 Alpha-Chlordane 0.048 0.04 ug/Kg I
SL-2 Arsenic 0.51 0.092 mg/Kg
SL-2 Barium 28.4 0.23 mg/Kg
SL-2 Cadmium 0.14 0.046 mg/Kg I
SL-2 Chlordane 3 0.4 ug/Kg
SL-2 Chromium 6.55 0.23 mg/Kg
SL-2 DDE-p,p' 0.061 0.027 ug/Kg I
SL-2 Dicofol 0.085 0.08 ug/Kg IJ
SL-2 Dieldrin 0.89 0.16 ug/Kg
SL-2 Gamma-Chlordane 0.044 0.04 ug/Kg I
SL-2 Lead 3.5 0.34 mg/Kg
SL-2 Mirex 0.5 0.08 ug/Kg
SL-2 Selenium 0.33 0.14 mg/Kg I
SL-2 Silver 0.035 0.011 mg/Kg I
SL-3 Alpha-Chlordane 0.043 0.038 ug/Kg I
SL-3 Arsenic 0.36 0.086 mg/Kg
SL-3 Barium 14.5 0.22 mg/Kg
SL-3 Cadmium 0.16 0.043 mg/Kg I
SL-3 Chlordane 1.7 0.38 ug/Kg
SL-3 Chromium 5.33 0.22 mg/Kg
SL-3 DDE-p,p' 0.045 0.025 ug/Kg I
SL-3 Dicofol 0.36 0.075 ug/Kg J
SL-3 Dieldrin 0.74 0.15 ug/Kg
SL-3 Gamma-Chlordane 0.035 0.038 ug/Kg T
SL-3 Imidacloprid 1.2 1.1 ug/kg I
SL-3 Lead 2.3 0.32 mg/Kg
SL-3 Mirex 0.3 0.075 ug/Kg
SL-3 Selenium 0.25 0.13 mg/Kg I
SL-3 Silver 0.018 0.011 mg/Kg I
SL-4 Alpha-Chlordane 0.039 0.038 ug/Kg I
SL-4 Arsenic 0.19 0.097 mg/Kg I
SL-4 Barium 10.7 0.24 mg/Kg
SL-4 Chlordane 2.1 0.38 ug/Kg
SL-4 Chromium 3.86 0.24 mg/Kg
SL-4 DDE-p,p' 0.053 0.025 ug/Kg I
SL-4 Dicofol 0.35 0.077 ug/Kg J
SL-4 Dieldrin 0.8 0.15 ug/Kg
SL-4 Gamma-Chlordane 0.032 0.038 ug/Kg T
SL-4 Lead 2.2 0.36 mg/Kg
SL-4 Mirex 0.31 0.077 ug/Kg
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FIELD ID COMPONENT RESULT MDL UNITS REMARK
SL-4 Selenium 0.28 0.15 mg/Kg I
SL-4 Silver 0.021 0.012 mg/Kg I
SL-5 Alpha-Chlordane 0.071 0.043 ug/Kg I
SL-5 Arsenic 0.72 0.098 mg/Kg
SL-5 Barium 48.9 0.24 mg/Kg
SL-5 Bis(2-ethylhexyl)phthalate 520 460 ug/kg IJ
SL-5 Cadmium 0.11 0.049 mg/Kg I
SL-5 Chlordane 3.3 0.43 ug/Kg
SL-5 Chromium 10.2 0.24 mg/Kg
SL-5 Chrysene 8.5 8.5 ug/kg I
SL-5 DDE-p,p' 0.063 0.028 ug/Kg I
SL-5 Dicofol 0.53 0.085 ug/Kg J
SL-5 Dieldrin 1 0.17 ug/Kg
SL-5 Gamma-Chlordane 0.061 0.043 ug/Kg I
SL-5 Lead 5.1 0.37 mg/Kg
SL-5 Mirex 0.47 0.085 ug/Kg
SL-5 Selenium 0.38 0.15 mg/Kg I
SL-5 Silver 0.036 0.012 mg/Kg I
SL-6 Alpha-Chlordane 0.072 0.039 ug/Kg I
SL-6 Arsenic 0.63 0.093 mg/Kg
SL-6 Barium 42.1 0.23 mg/Kg
SL-6 Cadmium 0.11 0.047 mg/Kg I
SL-6 Chlordane 3.8 0.39 ug/Kg J
SL-6 Chromium 9.11 0.23 mg/Kg
SL-6 DDE-p,p' 0.075 0.025 ug/Kg I
SL-6 Dicofol 0.6 0.077 ug/Kg J
SL-6 Dieldrin 1.3 0.15 ug/Kg
SL-6 Gamma-Chlordane 0.06 0.039 ug/Kg I
SL-6 Lead 4.9 0.35 mg/Kg
SL-6 Mirex 0.44 0.077 ug/Kg
SL-6 Selenium 0.33 0.14 mg/Kg I
SL-6 Silver 0.04 0.012 mg/Kg I

* Sample Collection date of 05-07-14.  All other samples collected on 04-10-14
I: The reported value is between the laboratory method detection limit and the practical quantitaion limit         
J : Estimated Value                                                                                                                                                                 
T: Value reported is less than the criterion of detection
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26-MAR-2014

NEWTON_J On: 26-MAR-2014
Send Coolers To:

Phone: 850-245-8947

Attn: Bill Martin

2600 Blair Stone Road

Twin Towers Bldg. MS# 4515

Tallahassee, FL  32399

Send Final Report To:

Chemistry Request Reviewed By:

Date of Request:

Created By:

Modified By: HOLLAND_K On: 07-APR-2014

Customer: SIS

Project: SIS-INVEST

Division:

District:

Villages of BloomingdaleSampling Event:

2600 Blair Stone Road

Twin Towers Bldg. MS# 4515

Tallahassee, FL  32399

Attn: Bill Martin

Program Module Number: 0160

Priority: 3

Event Status: R

Criminal Investigation: NO

HOLLAND_K On: 07-APR-2014

Biology Request Reviewed By: HOLLAND_K On: 07-APR-2014

Sampling Kit Required: YES Ship on: 07-APR-2014

Sampling Kit Shipped: YES On: 08-APR-2014

Sampling Kit Packed By: WHITE_I

Date to Receive Samples: 10-APR-2014

Received By: RAKESTRA_M On: 11-APR-2014

Comments: Need kit Monday 4/7 afternoon

Authorization Log:

Report Type: Final Only

FTP Data: NO

QC Report:

Date Log:

YES

NO

NO

Suite A (Water) With 6 Samples:
Bottle Type: Number of Bottles: 18 Preserved With: ICE

EN24-QT-CL Template: DEFAULT (Enterolert/QT)  Enterococci by Enterolert QuantiTray method using 24 hour mEI agar-chlorinated
water systems

*Enterococci-Quanti-Tray
PLATECOUNT Template: DEFAULT (SM 9215 B)  Standard heterotrophic plate count

*Heterotrophic plate count
TC-MF-CL Template: DEFAULT (SM 9222 B)  Total coliforms by membrane filter method-chlorinated water systems

Total Coliforms-Membrane Filter
Bottle Type: 3-G-40ML Number of Bottles: 6 Preserved With: Ice and HCL Pre-Preserved

W-VOC-A-R Template: DFLT-RCRA (EPA 8260C)  Volatile organic pollutants in acid preserved water matrices using GC/MS
1,1,1-Trichloroethane
1,1,2,2-Tetrachloroethane
1,1,2-Trichloroethane
1,1-Dichloroethane
1,1-Dichloroethene
1,2-Dichlorobenzene
1,2-Dichloroethane
1,2-Dichloropropane
1,3-Dichlorobenzene
1,4-Dichlorobenzene
2-Butanone
Benzene
Bromodichloromethane
Bromoform
Bromomethane
Carbon tetrachloride
Chlorobenzene
Chloroethane
Chloroform
Chloromethane
cis-1,2-Dichloroethene
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Suite A (Water) With 6 Samples:
Bottle Type: 3-G-40ML Number of Bottles: 6 Preserved With: Ice and HCL Pre-Preserved

W-VOC-A-R Template: DFLT-RCRA (EPA 8260C)  Volatile organic pollutants in acid preserved water matrices using GC/MS
cis-1,3-Dichloropropene
Dibromochloromethane
Ethylbenzene
m,p-Xylene
Methylene chloride
Methyl-t-butyl ether
o-Xylene
Tetrachloroethene
Toluene
trans-1,2-Dichloroethene
trans-1,3-Dichloropropene
Trichloroethene
Trichlorofluoromethane
Vinyl chloride

Bottle Type: P-1L Number of Bottles: 6 Preserved With: HNO3
OV-ALPHA Template: DEFAULT (EPA 900.0)  Gross Alpha in water by Florida Radiochemistry Services, Inc.

Alpha, Total
Alpha-Counting Error

Bottle Type: P-1L Number of Bottles: 12 Preserved With: HNO3
OV-RADIUM Template: DEFAULT (EPA 903.1 and Ra-05)  Radium 226 (903.1) and 228 (Ra-05) by Florida Radiochemistry Services

Radium 226
Radium 226-Counting Error
Radium 228
Radium 228-Counting Error

Bottle Type: BG-1L Number of Bottles: 7 Preserved With: ICE
W-AHB-AA-R Template: DEFAULT (DEP SOP: LC-001-2 (based on EPA 8321B))  Chlorinated (phenoxy acid) herbicides in water

matrices by HPLC/MS/MS
2,4,5-T
2,4-D
Acifluorfen
Bentazon
Silvex

W-UHB-AA-R Template: DEFAULT (DEP SOP: LC-001-2 (based on EPA 8321B))  Urea herbicides and Imidacloprid in water matrices
by HPLC/MS/MS

Diuron
Imidacloprid
Linuron

Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE
W-BNA-R Template: DEFAULT (EPA 8270D)  EPA Method 8270, Semi-volatile organic pollutants including PAHs, excluding PCBs

and Toxaphene, in water matrices by GC/MS.
*Azobenzene/1,2-Diphenylhydrazine
*Dinoseb
*Pentachloroethane
1,2,4,5-Tetrachlorobenzene
1,2,4-Trichlorobenzene
1,3,5-Trinitrobenzene
1,3-Dinitrobenzene
1-Naphthylamine
2,3,4,6-Tetrachlorophenol
2,4,5-Trichlorophenol
2,4,6-Trichlorophenol
2,4-Dichlorophenol
2,4-Dimethylphenol
2,4-Dinitrophenol
2,4-Dinitrotoluene
2,6-Dichlorophenol
2,6-Dinitrotoluene
2-Acetylaminofluorene
2-Chloronaphthalene
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Suite A (Water) With 6 Samples:
Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE

W-BNA-R Template: DEFAULT (EPA 8270D)  EPA Method 8270, Semi-volatile organic pollutants including PAHs, excluding PCBs
and Toxaphene, in water matrices by GC/MS.

2-Chlorophenol
2-Methyl-4,6-dinitrophenol
2-Methylnaphthalene
2-Naphthylamine
2-Nitroaniline
2-Nitrophenol
2-Picoline
3,3'-Dichlorobenzidine
4-Aminobiphenyl
4-Bromophenyl phenyl ether
4-Chloro-3-methylphenol
4-Chlorophenyl phenyl ether
4-Nitrophenol
5-Nitro-o-toluidine
7,12-Dimethylbenz(a)anthracene
Acenaphthene
Acenaphthylene
Acetophenone
Aniline
Anthracene
Benzidine
Benzo(a)anthracene
Benzo(a)pyrene
Benzo(b)fluoranthene
Benzo(g,h,i)perylene
Benzo(k)fluoranthene
Benzyl alcohol
Bis(2-chloroethoxy)methane
Bis(2-chloroethyl)ether
Bis(2-chloroisopropyl)ether
Bis(2-ethylhexyl)phthalate
Butyl benzyl phthalate
Chrysene
Dibenzo(a,h)anthracene
Dibenzofuran
Diethyl phthalate
Dimethyl phthalate
Dimethylaminoazobenzene
Di-n-butyl phthalate
Di-n-octyl phthalate
Ethyl methanesulfonate
Fluoranthene
Fluorene
Hexachlorobenzene
Hexachlorobutadiene
Hexachlorocyclopentadiene
Hexachloroethane
Hexachloropropene
Indeno(1,2,3-cd)pyrene
Isophorone
Isosafrole
m,p-Cresols
Naphthalene
Nitrobenzene
N-Nitrosodiethylamine
N-Nitrosodimethylamine
N-Nitrosodi-n-propylamine
N-Nitrosodiphenylamine/ Diphenylamine
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Suite A (Water) With 6 Samples:
Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE

W-BNA-R Template: DEFAULT (EPA 8270D)  EPA Method 8270, Semi-volatile organic pollutants including PAHs, excluding PCBs
and Toxaphene, in water matrices by GC/MS.

N-Nitrosomethylethylamine
N-Nitrosomorpholine
N-Nitrosopiperidine
N-Nitrosopyrrolidine
o-Cresol
o-Toluidine
Pentachlorobenzene
Pentachloronitrobenzene
Pentachlorophenol
Phenacetin
Phenanthrene
Phenol
Pyrene
Pyridine
Safrole

Bottle Type: P-500ML Number of Bottles: 6 Preserved With: HNO3
W-ICPMS-R Template: (EPA 6020A)  Total Recoverable Metals analysis using ICP-MS for aqueous samples supporting

RCRA Projects
*Aluminum
*Boron
Antimony
Arsenic
Barium
Beryllium
Cadmium
Chromium
Cobalt
Copper
Lead
Manganese
Molybdenum
Nickel
Selenium
Silver
Thallium
Zinc

Bottle Type: P-125ML Number of Bottles: 6 Preserved With: ICE And H2SO4
W-NH3 Template: DEFAULT (EPA 350.1 Rev. 2.0)  Ammonia in aqueous matrices as mg N/L

Ammonia-N
W-NO2NO3 Template: DEFAULT (EPA 353.2 Rev. 2.0)  Nitrite/Nitrate in aqueous matrices as mg N/L

NO2NO3-N
Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE

W-NP-AA-SF Template: DEFAULT (DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507))  Organonitrogen and
phosphorus pesticides (low level) in water matrices by GC/NPD.

Alachlor
Ametryn
Atrazine
Atrazine Desethyl
Atrazine Desisopropyl
Azinphos Methyl
Bromacil
Butylate
Chlorpyrifos Ethyl
Chlorpyrifos Methyl
Demeton
Diazinon
Disulfoton
Ethion
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Suite A (Water) With 6 Samples:
Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE

W-NP-AA-SF Template: DEFAULT (DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507))  Organonitrogen and
phosphorus pesticides (low level) in water matrices by GC/NPD.

Ethoprop
Fenamiphos
Fonofos
Hexazinone
Malathion
Metalaxyl
Metolachlor
Metribuzin
Mevinphos
Naled
Norflurazon
Parathion Ethyl
Parathion Methyl
Phorate
Prometon
Prometryn
Simazine

W-PC-AA-SF Template: DEFAULT (DEP SOP: GC-011-5 (based on EPA 608 and 617))  Organochlorine pesticides (low levels) in water
matrices by GC/ECD.

Aldrin
Alpha-BHC
Beta-BHC
Carbophenothion
Chlordane
Chlorothalonil
Cypermethrin
DDD-p,p'
DDE-p,p'
DDT-p,p'
Delta-BHC
Dicofol
Dieldrin
Endosulfan I
Endosulfan II
Endosulfan Sulfate
Endrin
Endrin Aldehyde
Gamma-BHC
Heptachlor
Heptachlor Epoxide
Methoxychlor
Mirex
PCB-1016
PCB-1221
PCB-1232
PCB-1242
PCB-1248
PCB-1254
PCB-1260
Permethrin
Toxaphene
Trifluralin

Bottle Type: BG-1L Number of Bottles: 14 Preserved With: ICE
W-SUC-AA-R Template: DEFAULT (DEP SOP: LC-001-2 (based on EPA 8321B))  Analysis of sucralose in water matrices by

HPLC/MS/MS
*Sucralose

Suite B (Soil/Sediment/Waste) With 6 Samples:
Bottle Type: GJ-500ML Number of Bottles: 6 Preserved With: ICE
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Suite B (Soil/Sediment/Waste) With 6 Samples:
Bottle Type: GJ-500ML Number of Bottles: 6 Preserved With: ICE

S-AHERB-AA Template: DEFAULT (DEP SOP: LC-001-2 (based on EPA 8321B))  Chlorinated (phenoxy acid) herbicides in sediment
matrices by HPLC/MS/MS

2,4,5-T
2,4-D
Acifluorfen
Silvex

S-BNA Template: DEFAULT (EPA 8270D)  Semi-volatile organic pollutants, excluding PCBs and Toxaphene, in soil/sediments by
GC/MS.

1,2,4-Trichlorobenzene
2,4,6-Trichlorophenol
2,4-Dichlorophenol
2,4-Dimethylphenol
2,4-Dinitrophenol
2,4-Dinitrotoluene
2,6-Dinitrotoluene
2-Chloronaphthalene
2-Chlorophenol
2-Methyl-4,6-dinitrophenol
2-Nitrophenol
3,3'-Dichlorobenzidine
4-Bromophenyl phenyl ether
4-Chloro-3-methylphenol
4-Chlorophenyl phenyl ether
4-Nitrophenol
Acenaphthene
Acenaphthylene
Anthracene
Azobenzene/1,2-Diphenylhydrazine
Benzidine
Benzo(a)anthracene
Benzo(a)pyrene
Benzo(b)fluoranthene
Benzo(g,h,i)perylene
Benzo(k)fluoranthene
Bis(2-chloroethoxy)methane
Bis(2-chloroethyl)ether
Bis(2-chloroisopropyl)ether
Bis(2-ethylhexyl)phthalate
Butyl benzyl phthalate
Chrysene
Dibenzo(a,h)anthracene
Diethyl phthalate
Dimethyl phthalate
Di-n-butyl phthalate
Di-n-octyl phthalate
Fluoranthene
Fluorene
Hexachlorobenzene
Hexachlorobutadiene
Hexachlorocyclopentadiene
Hexachloroethane
Indeno(1,2,3-cd)pyrene
Isophorone
Naphthalene
Nitrobenzene
N-Nitrosodimethylamine
N-Nitrosodi-n-propylamine
N-Nitrosodiphenylamine/ Diphenylamine
Pentachlorophenol
Phenanthrene
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Suite B (Soil/Sediment/Waste) With 6 Samples:
Bottle Type: GJ-500ML Number of Bottles: 6 Preserved With: ICE

S-BNA Template: DEFAULT (EPA 8270D)  Semi-volatile organic pollutants, excluding PCBs and Toxaphene, in soil/sediments by
GC/MS.

Phenol
Pyrene

S-ICPMS Template: RCRA (EPA 6020A)  Metals, total recoverable, in solid samples using ICP mass spectrometry
Arsenic
Barium
Cadmium
Chromium
Lead
Selenium
Silver

S-PEST-CL Template: DEFAULT (EPA 8081B)  Organochlorine pesticides in sediment matrices by GC/ECD.
Aldrin
Alpha-BHC
Beta-BHC
Chlordane
DDD-p,p'
DDE-p,p'
DDT-p,p'
Delta-BHC
Dieldrin
Endosulfan I
Endosulfan II
Endosulfan Sulfate
Endrin
Endrin Aldehyde
Gamma-BHC
Heptachlor
Heptachlor Epoxide
Methoxychlor
Toxaphene

S-PEST-NP Template: DEFAULT (EPA 8141B)  Organonitrogen and phosphorus pesticides in sediment matrices by GC/NPD.
*Methamidophos
Alachlor
Ametryn
Atrazine
Azinphos Methyl
Bromacil
Chlorpyrifos Ethyl
Chlorpyrifos Methyl
Diazinon
Ethion
Ethoprop
Fenamiphos
Fonofos
Hexazinone
Malathion
Metolachlor
Metribuzin
Mevinphos
Monocrotophos
Naled
Norflurazon
Parathion Ethyl
Parathion Methyl
Phorate
Prometryn
Simazine
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Suite B (Soil/Sediment/Waste) With 6 Samples:
Bottle Type: GJ-500ML Number of Bottles: 6 Preserved With: ICE

S-UHERB-AA Template: DEFAULT (DEP SOP: LC-001-2 (based on EPA 8321B))  Urea herbicides in sediment/solid matrices by
HPLC/MS/MS

Diuron
Imidacloprid
Linuron

Bottle Type: 5035-KIT Number of Bottles: 6 Preserved With: ICE
S-VOC-MS Template: DEFAULT (EPA 8260C)  Volatile organic pollutants in sediment matrices using GC/MS

1,1,1-Trichloroethane
1,1,2,2-Tetrachloroethane
1,1,2-Trichloroethane
1,1-Dichloroethane
1,1-Dichloroethene
1,2-Dichlorobenzene
1,2-Dichloroethane
1,2-Dichloropropane
1,3-Dichlorobenzene
1,4-Dichlorobenzene
2-Butanone
Benzene
Bromodichloromethane
Bromoform
Bromomethane
Carbon tetrachloride
Chlorobenzene
Chloroethane
Chloroform
Chloromethane
cis-1,2-Dichloroethene
cis-1,3-Dichloropropene
Dibromochloromethane
Ethylbenzene
m,p-Xylene
Methylene chloride
Methyl-t-butyl ether
o-Xylene
Tetrachloroethene
Toluene
trans-1,2-Dichloroethene
trans-1,3-Dichloropropene
Trichloroethene
Trichlorofluoromethane
Vinyl chloride

* - The laboratory is not NELAP certified for this analyte/method, or certification is not applicable.
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Chemical Analysis Report
SIS-2014-04-11-01

Overflow Analyses Performed By:
Florida Radiochemistry Services, Inc.
5456 Hoffner Ave., Suite 201
Orlando, FL 32812
DOH Accreditation E83033

Florida Department of Environmental Protection
Central Laboratory
2600 Blair Stone Road
Tallahassee, FL  32399-2400
DOH Accreditation E31780

Villages of BloomingdaleEvent Description:

RQ-2014-04-07-50Request ID:

SISCustomer:

SIS-INVESTProject ID:

For additional information please contact
Timothy W. Fitzpatrick
Liang-Tsair Lin, Ph.D.
Colin Wright, Ph.D.
Thekkekalathil Chandrasekhar, PhD, QA Officer
Phone (850) 245-8085

Send Reports to:
FL Dept. of Environmental Protection
2600 Blair Stone Road
Twin Towers Bldg. MS# 4515
Tallahassee, FL 32399
Attn: Bill Martin

Certified by:  Timothy Fitzpatrick, Program Administrator Date Certified: 07-MAY-2014 15:18
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Job: TLH-2014-04-11-30          Group: Overflow

Job: TLH-2014-04-11-36          Group: Pesticides

Job: TLH-2014-04-11-40          Group: Priority Organic Pollutants

Job: TLH-2014-04-11-41          Group: Metals

Job: TLH-2014-04-11-44          Group: Pesticides

Job: TLH-2014-04-11-45          Group: Priority Organic Pollutants

Job: TLH-2014-04-11-46          Group: Pesticides

Job: TLH-2014-04-11-47          Group: Priority Organic Pollutants

Job: TLH-2014-04-11-48          Group: Metals

Job: TLH-2014-04-11-49          Group: Nutrients

Job: TLH-2014-04-11-50          Group: Pesticides

Job: TLH-2014-04-11-51          Group: Priority Organic Pollutants

Job: TLH-2014-04-11-54          Group: Priority Organic Pollutants
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 09:30 AM

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592883 EPA 900.0 Alpha, Total 2.3 U pCi/L  

Alpha-Counting Error 1.7 pCi/L  

1592889 EPA 903.1 and Ra-05 Radium 226 0.4 pCi/L  

Radium 226-Counting Error 0.1 pCi/L  

Radium 228 1.1 U pCi/L  

Radium 228-Counting Error 0.7 pCi/L  

1592957 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 UJ ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272

Bentazon 0.0020 UJ ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272

1592963 Sucralose** 0.056 J ug/L MS, SURP266454

1592969 EPA 8270D Acenaphthene 0.19 U ug/L  P266384

Acenaphthylene 0.19 U ug/L  P266384

Acetophenone 0.95 U ug/L  P266384

2-Acetylaminofluorene 0.95 U ug/L  P266384

4-Aminobiphenyl 3.8 UJ ug/L CCV, LCSP266384

Aniline 0.95 U ug/L  P266384

Anthracene 0.19 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.95 U ug/L  P266384

Benzidine 95 UJ ug/L RPDP266384

Benzo(a)anthracene 0.19 U ug/L  P266384

Benzo(a)pyrene 0.19 U ug/L  P266384

Benzo(b)fluoranthene 0.19 U ug/L  P266384

Benzo(k)fluoranthene 0.19 UJ ug/L RPDP266384

Benzo(g,h,i)perylene 0.19 U ug/L  P266384

Benzyl alcohol 0.95 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.95 U ug/L  P266384

Bis(2-chloroethyl)ether 0.95 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 21 J ug/L MS, RPDP266384

Butyl benzyl phthalate 0.95 U ug/L  P266384

4-Bromophenyl phenyl ether 0.95 U ug/L  P266384

2-Chloronaphthalene 0.95 U ug/L  P266384

4-Chlorophenyl phenyl ether 1.9 U ug/L  P266384

Chrysene 0.19 U ug/L  P266384

m,p-Cresols 1.9 U ug/L  P266384

o-Cresol 1.9 U ug/L  P266384

Di-n-butyl phthalate 0.95 U ug/L  P266384

Di-n-octyl phthalate 0.95 U ug/L  P266384
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592969 EPA 8270D Dibenzo(a,h)anthracene 0.19 U ug/L  P266384

Dibenzofuran 0.95 U ug/L  P266384

3,3'-Dichlorobenzidine 38 U ug/L  P266384

Diethyl phthalate 0.95 U ug/L  P266384

Dimethyl phthalate 0.95 U ug/L  P266384

Dimethylaminoazobenzene 0.95 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.95 UJ ug/L MSP266384

1,3-Dinitrobenzene 1.9 U ug/L  P266384

2,4-Dinitrotoluene 0.95 U ug/L  P266384

2,6-Dinitrotoluene 0.95 U ug/L  P266384

Dinoseb** 3.8 U ug/L  P266384

Ethyl methanesulfonate 0.95 U ug/L  P266384

Fluoranthene 0.19 U ug/L  P266384

Fluorene 0.19 U ug/L  P266384

Hexachlorobenzene 0.95 U ug/L  P266384

Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 1.9 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.19 U ug/L  P266384

Isophorone 0.95 U ug/L  P266384

Isosafrole 0.95 U ug/L  P266384

2-Methylnaphthalene 0.19 U ug/L  P266384

Naphthalene 0.19 U ug/L  P266384

1-Naphthylamine 9.5 U ug/L  P266384

2-Naphthylamine 9.5 U ug/L  P266384

2-Nitroaniline 0.95 U ug/L  P266384

Nitrobenzene 1.9 U ug/L  P266384

5-Nitro-o-toluidine 0.95 U ug/L  P266384

N-Nitrosodiethylamine 0.95 U ug/L  P266384

N-Nitrosodimethylamine 1.9 U ug/L  P266384

N-Nitrosodi-n-propylamine 1.9 U ug/L  P266384

N-Nitrosomethylethylamine 1.9 U ug/L  P266384

N-Nitrosomorpholine 0.95 U ug/L  P266384

N-Nitrosopiperidine 0.95 U ug/L  P266384

N-Nitrosopyrrolidine 1.9 U ug/L  P266384

Pentachlorobenzene 0.95 U ug/L  P266384

Pentachloroethane** 48 U ug/L  P266384

Pentachloronitrobenzene 0.95 U ug/L  P266384

Phenacetin 3.8 U ug/L  P266384

Phenanthrene 0.19 U ug/L  P266384

2-Picoline 0.95 U ug/L  P266384

Pyrene 0.19 U ug/L  P266384

Pyridine 3.8 U ug/L  P266384

Safrole 0.95 U ug/L  P266384
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592969 EPA 8270D 1,2,4,5-Tetrachlorobenzene 0.95 U ug/L  P266384

o-Toluidine 0.95 U ug/L  P266384

1,2,4-Trichlorobenzene 0.95 U ug/L  P266384

1,3,5-Trinitrobenzene 3.8 U ug/L  P266384

4-Chloro-3-methylphenol 0.95 U ug/L  P266384

2-Chlorophenol 0.95 U ug/L  P266384

2,4-Dichlorophenol 0.95 U ug/L  P266384

2,6-Dichlorophenol 0.95 U ug/L  P266384

2,4-Dimethylphenol 9.5 U ug/L  P266384

2,4-Dinitrophenol 14 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.95 U ug/L  P266384

4-Nitrophenol 14 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.95 U ug/L  P266384

2,3,4,6-Tetrachlorophenol 1.9 U ug/L  P266384

2,4,5-Trichlorophenol 0.95 U ug/L  P266384

2,4,6-Trichlorophenol 0.38 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592975 EPA 6020A Aluminum** 11 I ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.25 U ug/L  P266585

Barium 1.50 ug/L  P266856

Beryllium 0.025 U ug/L  P266585

Boron** 98.5 ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585

Cobalt 0.031 I ug/L  P266585

Copper 139 ug/L  P266585

Lead 0.20 U ug/L  P266585

Manganese 0.23 I ug/L  P266585

Molybdenum 7.21 ug/L  P266585

Nickel 0.25 U ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 52 ug/L  P266585

1592981 EPA 350.1 Rev. 2.0 Ammonia-N 0.31 mg N/L  P266286

EPA 353.2 Rev. 2.0 NO2NO3-N 0.96 mg N/L  P266356

1592987 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0020 U ug/L  P266246

Alpha-BHC 0.0020 U ug/L  P266246

Beta-BHC 0.0020 U ug/L  P266246

Delta-BHC 0.0020 U ug/L  P266246
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592987 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Gamma-BHC 0.0020 U ug/L  P266246

Carbophenothion 0.0060 UJ ug/L CCVP266246

Chlordane 0.020 U ug/L  P266246

Chlorothalonil 0.0080 U ug/L  P266246

Cypermethrin 0.012 U ug/L  P266246

DDD-p,p' 0.0040 U ug/L  P266246

DDE-p,p' 0.0040 U ug/L  P266246

DDT-p,p' 0.0040 U ug/L  P266246

Dicofol 0.024 UJ ug/L CCVP266246

Dieldrin 0.0020 U ug/L  P266246

Endosulfan I 0.0020 U ug/L  P266246

Endosulfan II 0.0020 U ug/L  P266246

Endosulfan Sulfate 0.0040 U ug/L  P266246

Endrin 0.0040 UJ ug/L CCVP266246

Endrin Aldehyde 0.0040 U ug/L  P266246

Heptachlor 0.0020 U ug/L  P266246

Heptachlor Epoxide 0.0020 U ug/L  P266246

Methoxychlor 0.010 U ug/L  P266246

Mirex 0.0040 U ug/L  P266246

Permethrin 0.010 U ug/L  P266246

Toxaphene 0.10 U ug/L  P266246

PCB-1016 0.020 U ug/L  P266246

PCB-1221 0.020 U ug/L  P266246

PCB-1232 0.020 U ug/L  P266246

PCB-1242 0.020 U ug/L  P266246

PCB-1248 0.020 U ug/L  P266246

PCB-1254 0.020 U ug/L  P266246

PCB-1260 0.020 U ug/L  P266246

Trifluralin 0.0080 U ug/L  P266246

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.060 U ug/L  P266246

Ametryn 0.010 U ug/L  P266246

Atrazine 0.010 U ug/L  P266246

Azinphos Methyl 0.020 U ug/L  P266246

Bromacil 0.040 U ug/L  P266246

Butylate 0.020 U ug/L  P266246

Chlorpyrifos Ethyl 0.010 U ug/L  P266246

Chlorpyrifos Methyl 0.010 U ug/L  P266246

Demeton 0.024 U ug/L  P266246

Diazinon 0.010 U ug/L  P266246

Disulfoton 0.0050 U ug/L  P266246

Ethion 0.010 U ug/L  P266246

Ethoprop 0.0050 U ug/L  P266246

Fenamiphos 0.030 U ug/L  P266246
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592987 DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Fonofos 0.010 U ug/L  P266246

Hexazinone 0.030 U ug/L  P266246

Malathion 0.010 U ug/L  P266246

Metalaxyl 0.040 U ug/L  P266246

Metolachlor 0.060 U ug/L  P266246

Metribuzin 0.020 U ug/L  P266246

Mevinphos 0.010 U ug/L  P266246

Naled 0.040 UJ ug/L CCVP266246

Norflurazon 0.030 U ug/L  P266246

Parathion Ethyl 0.020 U ug/L  P266246

Parathion Methyl 0.010 U ug/L  P266246

Phorate 0.0050 U ug/L  P266246

Prometryn 0.020 U ug/L  P266246

Simazine 0.010 U ug/L  P266246

Atrazine Desethyl 0.010 U ug/L  P266246

Atrazine Desisopropyl 0.010 U ug/L  P266246

Prometon 0.020 U ug/L  P266246

1592993 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 4.0 ug/L  P266500

Bromoform 1.5 ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 6.9 ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 3.0 ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-1 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592993 EPA 8260C 1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Quality control failure(s) observed.

DEP SOP: LC-001-2 (based on EPA 8321B):  "J" - estimation due to sucralose-d6 surrogate spike recovery out of control limits. Results confirmed in

re-extraction.  Quality control failure(s) observed.

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 10:30 AM

Field ID: S-2 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592884 EPA 900.0 Alpha, Total 2.5 U pCi/L  

Alpha-Counting Error 1.7 pCi/L  

1592890 EPA 903.1 and Ra-05 Radium 226 0.8 pCi/L  

Radium 226-Counting Error 0.2 pCi/L  

Radium 228 1.0 U pCi/L  

Radium 228-Counting Error 0.6 pCi/L  

1592958 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 U ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272

Bentazon 0.0020 U ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272

1592964 Sucralose** 0.093 ug/L MSP266454

1592970 EPA 8270D Acenaphthene 0.20 U ug/L  P266384

Acenaphthylene 0.20 U ug/L  P266384

Acetophenone 0.98 U ug/L  P266384

2-Acetylaminofluorene 0.98 U ug/L  P266384

4-Aminobiphenyl 3.9 UJ ug/L CCV, LCSP266384

Aniline 0.98 U ug/L  P266384

Anthracene 0.20 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.98 U ug/L  P266384

Benzidine 98 U ug/L RPDP266384

Benzo(a)anthracene 0.20 U ug/L  P266384

Benzo(a)pyrene 0.20 U ug/L  P266384



Page 9 of 128

SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-2 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592970 EPA 8270D Benzo(b)fluoranthene 0.20 U ug/L  P266384

Benzo(k)fluoranthene 0.20 U ug/L RPDP266384

Benzo(g,h,i)perylene 0.20 U ug/L  P266384

Benzyl alcohol 0.98 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.98 U ug/L  P266384

Bis(2-chloroethyl)ether 0.98 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 2.0 U ug/L MS, RPDP266384

Butyl benzyl phthalate 0.98 U ug/L  P266384

4-Bromophenyl phenyl ether 0.98 U ug/L  P266384

2-Chloronaphthalene 0.98 U ug/L  P266384

4-Chlorophenyl phenyl ether 2.0 U ug/L  P266384

Chrysene 0.20 U ug/L  P266384

m,p-Cresols 2.0 U ug/L  P266384

o-Cresol 2.0 U ug/L  P266384

Di-n-butyl phthalate 0.98 U ug/L  P266384

Di-n-octyl phthalate 0.98 U ug/L  P266384

Dibenzo(a,h)anthracene 0.20 U ug/L  P266384

Dibenzofuran 0.98 U ug/L  P266384

3,3'-Dichlorobenzidine 39 U ug/L  P266384

Diethyl phthalate 0.98 U ug/L  P266384

Dimethyl phthalate 0.98 U ug/L  P266384

Dimethylaminoazobenzene 0.98 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.98 U ug/L MSP266384

1,3-Dinitrobenzene 2.0 U ug/L  P266384

2,4-Dinitrotoluene 0.98 U ug/L  P266384

2,6-Dinitrotoluene 0.98 U ug/L  P266384

Dinoseb** 3.9 U ug/L  P266384

Ethyl methanesulfonate 0.98 U ug/L  P266384

Fluoranthene 0.20 U ug/L  P266384

Fluorene 0.20 U ug/L  P266384

Hexachlorobenzene 0.98 U ug/L  P266384

Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 2.0 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.20 U ug/L  P266384

Isophorone 0.98 U ug/L  P266384

Isosafrole 0.98 U ug/L  P266384

2-Methylnaphthalene 0.20 U ug/L  P266384

Naphthalene 0.20 U ug/L  P266384

1-Naphthylamine 9.8 U ug/L  P266384

2-Naphthylamine 9.8 U ug/L  P266384

2-Nitroaniline 0.98 U ug/L  P266384

Nitrobenzene 2.0 U ug/L  P266384
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: S-2 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592970 EPA 8270D 5-Nitro-o-toluidine 0.98 U ug/L  P266384

N-Nitrosodiethylamine 0.98 U ug/L  P266384

N-Nitrosodimethylamine 2.0 U ug/L  P266384

N-Nitrosodi-n-propylamine 2.0 U ug/L  P266384

N-Nitrosomethylethylamine 2.0 U ug/L  P266384

N-Nitrosomorpholine 0.98 U ug/L  P266384

N-Nitrosopiperidine 0.98 U ug/L  P266384

N-Nitrosopyrrolidine 2.0 U ug/L  P266384

Pentachlorobenzene 0.98 U ug/L  P266384

Pentachloroethane** 49 U ug/L  P266384

Pentachloronitrobenzene 0.98 U ug/L  P266384

Phenacetin 3.9 U ug/L  P266384

Phenanthrene 0.20 U ug/L  P266384

2-Picoline 0.98 U ug/L  P266384

Pyrene 0.20 U ug/L  P266384

Pyridine 3.9 U ug/L  P266384

Safrole 0.98 U ug/L  P266384

1,2,4,5-Tetrachlorobenzene 0.98 U ug/L  P266384

o-Toluidine 0.98 U ug/L  P266384

1,2,4-Trichlorobenzene 0.98 U ug/L  P266384

1,3,5-Trinitrobenzene 3.9 U ug/L  P266384

4-Chloro-3-methylphenol 0.98 U ug/L  P266384

2-Chlorophenol 0.98 U ug/L  P266384

2,4-Dichlorophenol 0.98 U ug/L  P266384

2,6-Dichlorophenol 0.98 U ug/L  P266384

2,4-Dimethylphenol 9.8 U ug/L  P266384

2,4-Dinitrophenol 15 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.98 U ug/L  P266384

4-Nitrophenol 15 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.98 U ug/L  P266384

2,3,4,6-Tetrachlorophenol 2.0 U ug/L  P266384

2,4,5-Trichlorophenol 0.98 U ug/L  P266384

2,4,6-Trichlorophenol 0.39 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592976 EPA 6020A Aluminum** 14 I ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.28 I ug/L  P266585

Barium 26.7 ug/L  P266585

Beryllium 0.025 U ug/L  P266585

Boron** 95.8 ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585
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Field ID: S-2 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592976 EPA 6020A Cobalt 0.10 I ug/L  P266585

Copper 2.83 ug/L  P266585

Lead 0.20 U ug/L  P266585

Manganese 1.22 ug/L  P266585

Molybdenum 7.39 ug/L  P266585

Nickel 0.89 I ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 5.0 U ug/L  P266585

1592982 EPA 350.1 Rev. 2.0 Ammonia-N 0.73 mg N/L  P266286

EPA 353.2 Rev. 2.0 NO2NO3-N 0.36 mg N/L  P266357

1592988 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0019 U ug/L  P266246

Alpha-BHC 0.0019 U ug/L  P266246

Beta-BHC 0.0019 U ug/L  P266246

Delta-BHC 0.0019 U ug/L  P266246

Gamma-BHC 0.0019 U ug/L  P266246

Carbophenothion 0.0057 UJ ug/L CCVP266246

Chlordane 0.019 U ug/L  P266246

Chlorothalonil 0.0077 U ug/L  P266246

Cypermethrin 0.011 U ug/L  P266246

DDD-p,p' 0.0038 U ug/L  P266246

DDE-p,p' 0.0038 U ug/L  P266246

DDT-p,p' 0.0038 U ug/L  P266246

Dicofol 0.023 UJ ug/L CCVP266246

Dieldrin 0.0019 U ug/L  P266246

Endosulfan I 0.0019 U ug/L  P266246

Endosulfan II 0.0019 U ug/L  P266246

Endosulfan Sulfate 0.0038 U ug/L  P266246

Endrin 0.0038 UJ ug/L CCVP266246

Endrin Aldehyde 0.0038 U ug/L  P266246

Heptachlor 0.0019 U ug/L  P266246

Heptachlor Epoxide 0.0019 U ug/L  P266246

Methoxychlor 0.0096 U ug/L  P266246

Mirex 0.0038 U ug/L  P266246

Permethrin 0.0096 U ug/L  P266246

Toxaphene 0.096 U ug/L  P266246

PCB-1016 0.019 U ug/L  P266246

PCB-1221 0.019 U ug/L  P266246

PCB-1232 0.019 U ug/L  P266246

PCB-1242 0.019 U ug/L  P266246

PCB-1248 0.019 U ug/L  P266246

PCB-1254 0.019 U ug/L  P266246

PCB-1260 0.019 U ug/L  P266246
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1592988 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Trifluralin 0.0077 U ug/L  P266246

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.057 U ug/L  P266246

Ametryn 0.0096 U ug/L  P266246

Atrazine 0.0096 U ug/L  P266246

Azinphos Methyl 0.019 U ug/L  P266246

Bromacil 0.038 U ug/L  P266246

Butylate 0.019 U ug/L  P266246

Chlorpyrifos Ethyl 0.0096 U ug/L  P266246

Chlorpyrifos Methyl 0.0096 U ug/L  P266246

Demeton 0.023 U ug/L  P266246

Diazinon 0.0096 U ug/L  P266246

Disulfoton 0.0048 U ug/L  P266246

Ethion 0.0096 U ug/L  P266246

Ethoprop 0.0048 U ug/L  P266246

Fenamiphos 0.029 U ug/L  P266246

Fonofos 0.0096 U ug/L  P266246

Hexazinone 0.029 U ug/L  P266246

Malathion 0.0096 U ug/L  P266246

Metalaxyl 0.038 U ug/L  P266246

Metolachlor 0.057 U ug/L  P266246

Metribuzin 0.019 U ug/L  P266246

Mevinphos 0.0096 U ug/L  P266246

Naled 0.038 UJ ug/L CCVP266246

Norflurazon 0.029 U ug/L  P266246

Parathion Ethyl 0.019 U ug/L  P266246

Parathion Methyl 0.0096 U ug/L  P266246

Phorate 0.0048 U ug/L  P266246

Prometryn 0.019 U ug/L  P266246

Simazine 0.0096 U ug/L  P266246

Atrazine Desethyl 0.0096 U ug/L  P266246

Atrazine Desisopropyl 0.0096 U ug/L  P266246

Prometon 0.019 U ug/L  P266246

1592994 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 4.3 ug/L  P266500

Bromoform 2.1 ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 6.4 ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 3.8 ug/L  P266500
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592994 EPA 8260C 1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500

1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Results confirmed in re-extraction.

DEP SOP: LC-001-2 (based on EPA 8321B):  Sucralose result confirmed in re-extraction.

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 11:00 AM

Field ID: S-3 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592885 EPA 900.0 Alpha, Total 1.9 U pCi/L  

Alpha-Counting Error 1.2 pCi/L  

1592891 EPA 903.1 and Ra-05 Radium 226 0.2 pCi/L  

Radium 226-Counting Error 0.1 pCi/L  

Radium 228 1.0 U pCi/L  

Radium 228-Counting Error 0.6 pCi/L  

1592959 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 U ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272
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1592959 DEP SOP: LC-001-2 (based

on EPA 8321B)

Bentazon 0.0020 U ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272

1592965 Sucralose** 0.14 ug/L MSP266454

1592971 EPA 8270D Acenaphthene 0.20 U ug/L  P266384

Acenaphthylene 0.20 U ug/L  P266384

Acetophenone 0.98 U ug/L  P266384

2-Acetylaminofluorene 0.98 U ug/L  P266384

4-Aminobiphenyl 3.9 UJ ug/L CCV, LCSP266384

Aniline 0.98 U ug/L  P266384

Anthracene 0.20 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.98 U ug/L  P266384

Benzidine 98 U ug/L RPDP266384

Benzo(a)anthracene 0.20 U ug/L  P266384

Benzo(a)pyrene 0.20 U ug/L  P266384

Benzo(b)fluoranthene 0.20 U ug/L  P266384

Benzo(k)fluoranthene 0.20 U ug/L RPDP266384

Benzo(g,h,i)perylene 0.20 U ug/L  P266384

Benzyl alcohol 0.98 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.98 U ug/L  P266384

Bis(2-chloroethyl)ether 0.98 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 2.0 U ug/L MS, RPDP266384

Butyl benzyl phthalate 0.98 U ug/L  P266384

4-Bromophenyl phenyl ether 0.98 U ug/L  P266384

2-Chloronaphthalene 0.98 U ug/L  P266384

4-Chlorophenyl phenyl ether 2.0 U ug/L  P266384

Chrysene 0.20 U ug/L  P266384

m,p-Cresols 2.0 U ug/L  P266384

o-Cresol 2.0 U ug/L  P266384

Di-n-butyl phthalate 0.98 U ug/L  P266384

Di-n-octyl phthalate 0.98 U ug/L  P266384

Dibenzo(a,h)anthracene 0.20 U ug/L  P266384

Dibenzofuran 0.98 U ug/L  P266384

3,3'-Dichlorobenzidine 39 U ug/L  P266384

Diethyl phthalate 0.98 U ug/L  P266384

Dimethyl phthalate 0.98 U ug/L  P266384

Dimethylaminoazobenzene 0.98 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.98 U ug/L MSP266384

1,3-Dinitrobenzene 2.0 U ug/L  P266384

2,4-Dinitrotoluene 0.98 U ug/L  P266384

2,6-Dinitrotoluene 0.98 U ug/L  P266384

Dinoseb** 3.9 U ug/L  P266384

Ethyl methanesulfonate 0.98 U ug/L  P266384
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592971 EPA 8270D Fluoranthene 0.20 U ug/L  P266384

Fluorene 0.20 U ug/L  P266384

Hexachlorobenzene 0.98 U ug/L  P266384

Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 2.0 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.20 U ug/L  P266384

Isophorone 0.98 U ug/L  P266384

Isosafrole 0.98 U ug/L  P266384

2-Methylnaphthalene 0.20 U ug/L  P266384

Naphthalene 0.20 U ug/L  P266384

1-Naphthylamine 9.8 U ug/L  P266384

2-Naphthylamine 9.8 U ug/L  P266384

2-Nitroaniline 0.98 U ug/L  P266384

Nitrobenzene 2.0 U ug/L  P266384

5-Nitro-o-toluidine 0.98 U ug/L  P266384

N-Nitrosodiethylamine 0.98 U ug/L  P266384

N-Nitrosodimethylamine 2.0 U ug/L  P266384

N-Nitrosodi-n-propylamine 2.0 U ug/L  P266384

N-Nitrosomethylethylamine 2.0 U ug/L  P266384

N-Nitrosomorpholine 0.98 U ug/L  P266384

N-Nitrosopiperidine 0.98 U ug/L  P266384

N-Nitrosopyrrolidine 2.0 U ug/L  P266384

Pentachlorobenzene 0.98 U ug/L  P266384

Pentachloroethane** 49 U ug/L  P266384

Pentachloronitrobenzene 0.98 U ug/L  P266384

Phenacetin 3.9 U ug/L  P266384

Phenanthrene 0.20 U ug/L  P266384

2-Picoline 0.98 U ug/L  P266384

Pyrene 0.20 U ug/L  P266384

Pyridine 3.9 U ug/L  P266384

Safrole 0.98 U ug/L  P266384

1,2,4,5-Tetrachlorobenzene 0.98 U ug/L  P266384

o-Toluidine 0.98 U ug/L  P266384

1,2,4-Trichlorobenzene 0.98 U ug/L  P266384

1,3,5-Trinitrobenzene 3.9 U ug/L  P266384

4-Chloro-3-methylphenol 0.98 U ug/L  P266384

2-Chlorophenol 0.98 U ug/L  P266384

2,4-Dichlorophenol 0.98 U ug/L  P266384

2,6-Dichlorophenol 0.98 U ug/L  P266384

2,4-Dimethylphenol 9.8 U ug/L  P266384

2,4-Dinitrophenol 15 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.98 U ug/L  P266384
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1592971 EPA 8270D 4-Nitrophenol 15 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.98 U ug/L  P266384

2,3,4,6-Tetrachlorophenol 2.0 U ug/L  P266384

2,4,5-Trichlorophenol 0.98 U ug/L  P266384

2,4,6-Trichlorophenol 0.39 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592977 EPA 6020A Aluminum** 13 I ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.25 U ug/L  P266585

Barium 26.3 ug/L  P266585

Beryllium 0.025 U ug/L  P266585

Boron** 114 ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585

Cobalt 0.11 I ug/L  P266585

Copper 2.44 ug/L  P266585

Lead 0.23 I ug/L  P266585

Manganese 1.61 ug/L  P266585

Molybdenum 6.03 ug/L  P266585

Nickel 0.88 I ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 6.5 I ug/L  P266585

1592983 EPA 350.1 Rev. 2.0 Ammonia-N 0.74 mg N/L  P266286

EPA 353.2 Rev. 2.0 NO2NO3-N 0.36 mg N/L  P266357

1592989 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0020 U ug/L  P266246

Alpha-BHC 0.0020 U ug/L  P266246

Beta-BHC 0.0020 U ug/L  P266246

Delta-BHC 0.0020 U ug/L  P266246

Gamma-BHC 0.0020 U ug/L  P266246

Carbophenothion 0.0060 UJ ug/L CCVP266246

Chlordane 0.020 U ug/L  P266246

Chlorothalonil 0.0080 U ug/L  P266246

Cypermethrin 0.012 U ug/L  P266246

DDD-p,p' 0.0040 U ug/L  P266246

DDE-p,p' 0.0040 U ug/L  P266246

DDT-p,p' 0.0040 U ug/L  P266246

Dicofol 0.024 UJ ug/L CCVP266246

Dieldrin 0.0020 U ug/L  P266246

Endosulfan I 0.0020 U ug/L  P266246

Endosulfan II 0.0020 U ug/L  P266246
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1592989 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Endosulfan Sulfate 0.0040 U ug/L  P266246

Endrin 0.0040 UJ ug/L CCVP266246

Endrin Aldehyde 0.0040 U ug/L  P266246

Heptachlor 0.0020 U ug/L  P266246

Heptachlor Epoxide 0.0020 U ug/L  P266246

Methoxychlor 0.010 U ug/L  P266246

Mirex 0.0040 U ug/L  P266246

Permethrin 0.010 U ug/L  P266246

Toxaphene 0.10 U ug/L  P266246

PCB-1016 0.020 U ug/L  P266246

PCB-1221 0.020 U ug/L  P266246

PCB-1232 0.020 U ug/L  P266246

PCB-1242 0.020 U ug/L  P266246

PCB-1248 0.020 U ug/L  P266246

PCB-1254 0.020 U ug/L  P266246

PCB-1260 0.020 U ug/L  P266246

Trifluralin 0.0080 U ug/L  P266246

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.060 U ug/L  P266246

Ametryn 0.010 U ug/L  P266246

Atrazine 0.010 U ug/L  P266246

Azinphos Methyl 0.020 U ug/L  P266246

Bromacil 0.040 U ug/L  P266246

Butylate 0.020 U ug/L  P266246

Chlorpyrifos Ethyl 0.010 U ug/L  P266246

Chlorpyrifos Methyl 0.010 U ug/L  P266246

Demeton 0.024 U ug/L  P266246

Diazinon 0.010 U ug/L  P266246

Disulfoton 0.0050 U ug/L  P266246

Ethion 0.010 U ug/L  P266246

Ethoprop 0.0050 U ug/L  P266246

Fenamiphos 0.030 U ug/L  P266246

Fonofos 0.010 U ug/L  P266246

Hexazinone 0.030 U ug/L  P266246

Malathion 0.010 U ug/L  P266246

Metalaxyl 0.040 U ug/L  P266246

Metolachlor 0.060 U ug/L  P266246

Metribuzin 0.020 U ug/L  P266246

Mevinphos 0.010 U ug/L  P266246

Naled 0.040 UJ ug/L CCVP266246

Norflurazon 0.030 U ug/L  P266246

Parathion Ethyl 0.020 U ug/L  P266246

Parathion Methyl 0.010 U ug/L  P266246

Phorate 0.0050 U ug/L  P266246
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1592989 DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Prometryn 0.020 U ug/L  P266246

Simazine 0.010 U ug/L  P266246

Atrazine Desethyl 0.010 U ug/L  P266246

Atrazine Desisopropyl 0.010 U ug/L  P266246

Prometon 0.020 U ug/L  P266246

1592995 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 3.8 ug/L  P266500

Bromoform 2.5 ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 5.2 ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 3.7 ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.2 I ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500

1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 11:30 AM

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592886 EPA 900.0 Alpha, Total 0.8 U pCi/L  

Alpha-Counting Error 0.6 pCi/L  

1592892 EPA 903.1 and Ra-05 Radium 226 0.2 U pCi/L  

Radium 226-Counting Error 0.1 pCi/L  

Radium 228 0.9 U pCi/L  

Radium 228-Counting Error 0.5 pCi/L  

1592960 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 U ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272

Bentazon 0.0020 U ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272

1592966 Sucralose** 0.010 U ug/L MSP266454

1592972 EPA 8270D Acenaphthene 0.19 U ug/L  P266384

Acenaphthylene 0.19 U ug/L  P266384

Acetophenone 0.96 U ug/L  P266384

2-Acetylaminofluorene 0.96 U ug/L  P266384

4-Aminobiphenyl 3.8 UJ ug/L CCV, LCSP266384

Aniline 0.96 U ug/L  P266384

Anthracene 0.19 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.96 U ug/L  P266384

Benzidine 96 U ug/L RPDP266384

Benzo(a)anthracene 0.19 U ug/L  P266384

Benzo(a)pyrene 0.19 U ug/L  P266384

Benzo(b)fluoranthene 0.19 U ug/L  P266384

Benzo(k)fluoranthene 0.19 U ug/L RPDP266384

Benzo(g,h,i)perylene 0.19 U ug/L  P266384

Benzyl alcohol 0.96 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.96 U ug/L  P266384

Bis(2-chloroethyl)ether 0.96 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 1.9 U ug/L MS, RPDP266384

Butyl benzyl phthalate 0.96 U ug/L  P266384

4-Bromophenyl phenyl ether 0.96 U ug/L  P266384

2-Chloronaphthalene 0.96 U ug/L  P266384

4-Chlorophenyl phenyl ether 1.9 U ug/L  P266384

Chrysene 0.19 U ug/L  P266384

m,p-Cresols 1.9 U ug/L  P266384

o-Cresol 1.9 U ug/L  P266384

Di-n-butyl phthalate 0.96 U ug/L  P266384

Di-n-octyl phthalate 0.96 U ug/L  P266384
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Serial Number: 0073282

Chemical Analysis Report

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592972 EPA 8270D Dibenzo(a,h)anthracene 0.19 U ug/L  P266384

Dibenzofuran 0.96 U ug/L  P266384

3,3'-Dichlorobenzidine 38 U ug/L  P266384

Diethyl phthalate 0.96 U ug/L  P266384

Dimethyl phthalate 0.96 U ug/L  P266384

Dimethylaminoazobenzene 0.96 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.96 U ug/L MSP266384

1,3-Dinitrobenzene 1.9 U ug/L  P266384

2,4-Dinitrotoluene 0.96 U ug/L  P266384

2,6-Dinitrotoluene 0.96 U ug/L  P266384

Dinoseb** 3.8 U ug/L  P266384

Ethyl methanesulfonate 0.96 U ug/L  P266384

Fluoranthene 0.19 U ug/L  P266384

Fluorene 0.19 U ug/L  P266384

Hexachlorobenzene 0.96 U ug/L  P266384

Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 1.9 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.19 U ug/L  P266384

Isophorone 0.96 U ug/L  P266384

Isosafrole 0.96 U ug/L  P266384

2-Methylnaphthalene 0.19 U ug/L  P266384

Naphthalene 0.19 U ug/L  P266384

1-Naphthylamine 9.6 U ug/L  P266384

2-Naphthylamine 9.6 U ug/L  P266384

2-Nitroaniline 0.96 U ug/L  P266384

Nitrobenzene 1.9 U ug/L  P266384

5-Nitro-o-toluidine 0.96 U ug/L  P266384

N-Nitrosodiethylamine 0.96 U ug/L  P266384

N-Nitrosodimethylamine 1.9 U ug/L  P266384

N-Nitrosodi-n-propylamine 1.9 U ug/L  P266384

N-Nitrosomethylethylamine 1.9 U ug/L  P266384

N-Nitrosomorpholine 0.96 U ug/L  P266384

N-Nitrosopiperidine 0.96 U ug/L  P266384

N-Nitrosopyrrolidine 1.9 U ug/L  P266384

Pentachlorobenzene 0.96 U ug/L  P266384

Pentachloroethane** 48 U ug/L  P266384

Pentachloronitrobenzene 0.96 U ug/L  P266384

Phenacetin 3.8 U ug/L  P266384

Phenanthrene 0.19 U ug/L  P266384

2-Picoline 0.96 U ug/L  P266384

Pyrene 0.19 U ug/L  P266384

Pyridine 3.8 U ug/L  P266384

Safrole 0.96 U ug/L  P266384
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Serial Number: 0073282

Chemical Analysis Report

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592972 EPA 8270D 1,2,4,5-Tetrachlorobenzene 0.96 U ug/L  P266384

o-Toluidine 0.96 U ug/L  P266384

1,2,4-Trichlorobenzene 0.96 U ug/L  P266384

1,3,5-Trinitrobenzene 3.8 U ug/L  P266384

4-Chloro-3-methylphenol 0.96 U ug/L  P266384

2-Chlorophenol 0.96 U ug/L  P266384

2,4-Dichlorophenol 0.96 U ug/L  P266384

2,6-Dichlorophenol 0.96 U ug/L  P266384

2,4-Dimethylphenol 9.6 U ug/L  P266384

2,4-Dinitrophenol 14 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.96 U ug/L  P266384

4-Nitrophenol 14 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.96 U ug/L  P266384

2,3,4,6-Tetrachlorophenol 1.9 U ug/L  P266384

2,4,5-Trichlorophenol 0.96 U ug/L  P266384

2,4,6-Trichlorophenol 0.38 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592978 EPA 6020A Aluminum** 5.0 U ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.25 U ug/L  P266585

Barium 0.20 U ug/L  P266856

Beryllium 0.025 U ug/L  P266585

Boron** 2.8 I ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585

Cobalt 0.030 U ug/L  P266585

Copper 0.50 U ug/L  P266585

Lead 0.20 U ug/L  P266585

Manganese 0.20 U ug/L  P266585

Molybdenum 0.15 U ug/L  P266585

Nickel 0.25 U ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 5.0 U ug/L  P266585

1592984 EPA 350.1 Rev. 2.0 Ammonia-N 0.002 U mg N/L  P266433

EPA 353.2 Rev. 2.0 NO2NO3-N 0.004 U mg N/L  P266357

1592990 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0019 U ug/L  P266246

Alpha-BHC 0.0019 U ug/L  P266246

Beta-BHC 0.0019 U ug/L  P266246

Delta-BHC 0.0019 U ug/L  P266246
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Serial Number: 0073282

Chemical Analysis Report

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592990 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Gamma-BHC 0.0019 U ug/L  P266246

Carbophenothion 0.0057 UJ ug/L CCVP266246

Chlordane 0.019 U ug/L  P266246

Chlorothalonil 0.0076 U ug/L  P266246

Cypermethrin 0.011 U ug/L  P266246

DDD-p,p' 0.0038 U ug/L  P266246

DDE-p,p' 0.0038 U ug/L  P266246

DDT-p,p' 0.0038 U ug/L  P266246

Dicofol 0.023 UJ ug/L CCVP266246

Dieldrin 0.0019 U ug/L  P266246

Endosulfan I 0.0019 U ug/L  P266246

Endosulfan II 0.0019 U ug/L  P266246

Endosulfan Sulfate 0.0038 U ug/L  P266246

Endrin 0.0038 UJ ug/L CCVP266246

Endrin Aldehyde 0.0038 U ug/L  P266246

Heptachlor 0.0019 U ug/L  P266246

Heptachlor Epoxide 0.0019 U ug/L  P266246

Methoxychlor 0.0095 U ug/L  P266246

Mirex 0.0038 U ug/L  P266246

Permethrin 0.0095 U ug/L  P266246

Toxaphene 0.095 U ug/L  P266246

PCB-1016 0.019 U ug/L  P266246

PCB-1221 0.019 U ug/L  P266246

PCB-1232 0.019 U ug/L  P266246

PCB-1242 0.019 U ug/L  P266246

PCB-1248 0.019 U ug/L  P266246

PCB-1254 0.019 U ug/L  P266246

PCB-1260 0.019 U ug/L  P266246

Trifluralin 0.0076 U ug/L  P266246

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.057 U ug/L  P266246

Ametryn 0.0095 U ug/L  P266246

Atrazine 0.0095 U ug/L  P266246

Azinphos Methyl 0.019 U ug/L  P266246

Bromacil 0.038 U ug/L  P266246

Butylate 0.019 U ug/L  P266246

Chlorpyrifos Ethyl 0.0095 U ug/L  P266246

Chlorpyrifos Methyl 0.0095 U ug/L  P266246

Demeton 0.023 U ug/L  P266246

Diazinon 0.0095 U ug/L  P266246

Disulfoton 0.0047 U ug/L  P266246

Ethion 0.0095 U ug/L  P266246

Ethoprop 0.0047 U ug/L  P266246

Fenamiphos 0.028 U ug/L  P266246
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Serial Number: 0073282

Chemical Analysis Report

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592990 DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Fonofos 0.0095 U ug/L  P266246

Hexazinone 0.028 U ug/L  P266246

Malathion 0.0095 U ug/L  P266246

Metalaxyl 0.038 U ug/L  P266246

Metolachlor 0.057 U ug/L  P266246

Metribuzin 0.019 U ug/L  P266246

Mevinphos 0.0095 U ug/L  P266246

Naled 0.038 UJ ug/L CCVP266246

Norflurazon 0.028 U ug/L  P266246

Parathion Ethyl 0.019 U ug/L  P266246

Parathion Methyl 0.0095 U ug/L  P266246

Phorate 0.0047 U ug/L  P266246

Prometryn 0.019 U ug/L  P266246

Simazine 0.0095 U ug/L  P266246

Atrazine Desethyl 0.0095 U ug/L  P266246

Atrazine Desisopropyl 0.0095 U ug/L  P266246

Prometon 0.019 U ug/L  P266246

1592996 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 0.20 U ug/L  P266500

Bromoform 0.20 U ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 0.20 U ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 0.20 U ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500
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Chemical Analysis Report

Field ID: S-4 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592996 EPA 8260C 1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 01:30 PM

Field ID: S-5 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592887 EPA 900.0 Alpha, Total 2.6 U pCi/L  

Alpha-Counting Error 2.0 pCi/L  

1592893 EPA 903.1 and Ra-05 Radium 226 1.0 pCi/L  

Radium 226-Counting Error 0.2 pCi/L  

Radium 228 0.9 U pCi/L  

Radium 228-Counting Error 0.6 pCi/L  

1592961 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 U ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272

Bentazon 0.0020 U ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272

1592967 Sucralose** 0.17 ug/L MSP266454

1592973 EPA 8270D Acenaphthene 0.19 U ug/L  P266384

Acenaphthylene 0.19 U ug/L  P266384

Acetophenone 0.96 U ug/L  P266384

2-Acetylaminofluorene 0.96 U ug/L  P266384

4-Aminobiphenyl 3.8 UJ ug/L CCV, LCSP266384

Aniline 0.96 U ug/L  P266384

Anthracene 0.19 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.96 U ug/L  P266384

Benzidine 96 U ug/L RPDP266384

Benzo(a)anthracene 0.19 U ug/L  P266384

Benzo(a)pyrene 0.19 U ug/L  P266384

Benzo(b)fluoranthene 0.19 U ug/L  P266384

Benzo(k)fluoranthene 0.19 U ug/L RPDP266384
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Chemical Analysis Report

Field ID: S-5 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592973 EPA 8270D Benzo(g,h,i)perylene 0.19 U ug/L  P266384

Benzyl alcohol 0.96 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.96 U ug/L  P266384

Bis(2-chloroethyl)ether 0.96 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 1.9 U ug/L MS, RPDP266384

Butyl benzyl phthalate 0.96 U ug/L  P266384

4-Bromophenyl phenyl ether 0.96 U ug/L  P266384

2-Chloronaphthalene 0.96 U ug/L  P266384

4-Chlorophenyl phenyl ether 1.9 U ug/L  P266384

Chrysene 0.19 U ug/L  P266384

m,p-Cresols 1.9 U ug/L  P266384

o-Cresol 1.9 U ug/L  P266384

Di-n-butyl phthalate 0.96 U ug/L  P266384

Di-n-octyl phthalate 0.96 U ug/L  P266384

Dibenzo(a,h)anthracene 0.19 U ug/L  P266384

Dibenzofuran 0.96 U ug/L  P266384

3,3'-Dichlorobenzidine 38 U ug/L  P266384

Diethyl phthalate 0.96 U ug/L  P266384

Dimethyl phthalate 0.96 U ug/L  P266384

Dimethylaminoazobenzene 0.96 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.96 U ug/L MSP266384

1,3-Dinitrobenzene 1.9 U ug/L  P266384

2,4-Dinitrotoluene 0.96 U ug/L  P266384

2,6-Dinitrotoluene 0.96 U ug/L  P266384

Dinoseb** 3.8 U ug/L  P266384

Ethyl methanesulfonate 0.96 U ug/L  P266384

Fluoranthene 0.19 U ug/L  P266384

Fluorene 0.19 U ug/L  P266384

Hexachlorobenzene 0.96 U ug/L  P266384

Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 1.9 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.19 U ug/L  P266384

Isophorone 0.96 U ug/L  P266384

Isosafrole 0.96 U ug/L  P266384

2-Methylnaphthalene 0.19 U ug/L  P266384

Naphthalene 0.19 U ug/L  P266384

1-Naphthylamine 9.6 U ug/L  P266384

2-Naphthylamine 9.6 U ug/L  P266384

2-Nitroaniline 0.96 U ug/L  P266384

Nitrobenzene 1.9 U ug/L  P266384

5-Nitro-o-toluidine 0.96 U ug/L  P266384

N-Nitrosodiethylamine 0.96 U ug/L  P266384
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Chemical Analysis Report

Field ID: S-5 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592973 EPA 8270D N-Nitrosodimethylamine 1.9 U ug/L  P266384

N-Nitrosodi-n-propylamine 1.9 U ug/L  P266384

N-Nitrosomethylethylamine 1.9 U ug/L  P266384

N-Nitrosomorpholine 0.96 U ug/L  P266384

N-Nitrosopiperidine 0.96 U ug/L  P266384

N-Nitrosopyrrolidine 1.9 U ug/L  P266384

Pentachlorobenzene 0.96 U ug/L  P266384

Pentachloroethane** 48 U ug/L  P266384

Pentachloronitrobenzene 0.96 U ug/L  P266384

Phenacetin 3.8 U ug/L  P266384

Phenanthrene 0.19 U ug/L  P266384

2-Picoline 0.96 U ug/L  P266384

Pyrene 0.19 U ug/L  P266384

Pyridine 3.8 U ug/L  P266384

Safrole 0.96 U ug/L  P266384

1,2,4,5-Tetrachlorobenzene 0.96 U ug/L  P266384

o-Toluidine 0.96 U ug/L  P266384

1,2,4-Trichlorobenzene 0.96 U ug/L  P266384

1,3,5-Trinitrobenzene 3.8 U ug/L  P266384

4-Chloro-3-methylphenol 0.96 U ug/L  P266384

2-Chlorophenol 0.96 U ug/L  P266384

2,4-Dichlorophenol 0.96 U ug/L  P266384

2,6-Dichlorophenol 0.96 U ug/L  P266384

2,4-Dimethylphenol 9.6 U ug/L  P266384

2,4-Dinitrophenol 14 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.96 U ug/L  P266384

4-Nitrophenol 14 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.96 U ug/L  P266384

2,3,4,6-Tetrachlorophenol 1.9 U ug/L  P266384

2,4,5-Trichlorophenol 0.96 U ug/L  P266384

2,4,6-Trichlorophenol 0.38 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592979 EPA 6020A Aluminum** 21 ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.25 U ug/L  P266585

Barium 26.8 ug/L  P266585

Beryllium 0.025 U ug/L  P266585

Boron** 125 ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585

Cobalt 0.15 ug/L  P266585

Copper 15.2 ug/L  P266585
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Field ID: S-5 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592979 EPA 6020A Lead 1.14 ug/L  P266585

Manganese 6.31 ug/L  P266585

Molybdenum 5.79 ug/L  P266585

Nickel 1.14 ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 5.2 I ug/L  P266585

1592985 EPA 350.1 Rev. 2.0 Ammonia-N 0.75 mg N/L  P266433

EPA 353.2 Rev. 2.0 NO2NO3-N 0.32 mg N/L  P266357

1592991 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0019 U ug/L  P266246

Alpha-BHC 0.0019 U ug/L  P266246

Beta-BHC 0.0019 U ug/L  P266246

Delta-BHC 0.0019 U ug/L  P266246

Gamma-BHC 0.0019 U ug/L  P266246

Carbophenothion 0.0057 UJ ug/L CCVP266246

Chlordane 0.019 U ug/L  P266246

Chlorothalonil 0.0076 U ug/L  P266246

Cypermethrin 0.011 U ug/L  P266246

DDD-p,p' 0.0038 U ug/L  P266246

DDE-p,p' 0.0038 U ug/L  P266246

DDT-p,p' 0.0038 U ug/L  P266246

Dicofol 0.023 UJ ug/L CCVP266246

Dieldrin 0.0019 U ug/L  P266246

Endosulfan I 0.0019 U ug/L  P266246

Endosulfan II 0.0019 U ug/L  P266246

Endosulfan Sulfate 0.0038 U ug/L  P266246

Endrin 0.0038 UJ ug/L CCVP266246

Endrin Aldehyde 0.0038 U ug/L  P266246

Heptachlor 0.0019 U ug/L  P266246

Heptachlor Epoxide 0.0019 U ug/L  P266246

Methoxychlor 0.0095 U ug/L  P266246

Mirex 0.0038 U ug/L  P266246

Permethrin 0.0095 U ug/L  P266246

Toxaphene 0.095 U ug/L  P266246

PCB-1016 0.019 U ug/L  P266246

PCB-1221 0.019 U ug/L  P266246

PCB-1232 0.019 U ug/L  P266246

PCB-1242 0.019 U ug/L  P266246

PCB-1248 0.019 U ug/L  P266246

PCB-1254 0.019 U ug/L  P266246

PCB-1260 0.019 U ug/L  P266246

Trifluralin 0.0076 U ug/L  P266246
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592991 DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.057 U ug/L  P266246

Ametryn 0.0095 U ug/L  P266246

Atrazine 0.0095 U ug/L  P266246

Azinphos Methyl 0.019 U ug/L  P266246

Bromacil 0.038 U ug/L  P266246

Butylate 0.019 U ug/L  P266246

Chlorpyrifos Ethyl 0.0095 U ug/L  P266246

Chlorpyrifos Methyl 0.0095 U ug/L  P266246

Demeton 0.023 U ug/L  P266246

Diazinon 0.0095 U ug/L  P266246

Disulfoton 0.0047 U ug/L  P266246

Ethion 0.0095 U ug/L  P266246

Ethoprop 0.0047 U ug/L  P266246

Fenamiphos 0.028 U ug/L  P266246

Fonofos 0.0095 U ug/L  P266246

Hexazinone 0.028 U ug/L  P266246

Malathion 0.0095 U ug/L  P266246

Metalaxyl 0.038 U ug/L  P266246

Metolachlor 0.057 U ug/L  P266246

Metribuzin 0.019 U ug/L  P266246

Mevinphos 0.0095 U ug/L  P266246

Naled 0.038 UJ ug/L CCVP266246

Norflurazon 0.028 U ug/L  P266246

Parathion Ethyl 0.019 U ug/L  P266246

Parathion Methyl 0.0095 U ug/L  P266246

Phorate 0.0047 U ug/L  P266246

Prometryn 0.019 U ug/L  P266246

Simazine 0.0095 U ug/L  P266246

Atrazine Desethyl 0.0095 U ug/L  P266246

Atrazine Desisopropyl 0.0095 U ug/L  P266246

Prometon 0.019 U ug/L  P266246

1592997 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 2.3 ug/L  P266500

Bromoform 2.2 ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 2.7 ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 2.7 ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592997 EPA 8260C 1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500

1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 02:00 PM

Field ID: S-6 Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592888 EPA 900.0 Alpha, Total 2.0 U pCi/L  

Alpha-Counting Error 1.4 pCi/L  

1592894 EPA 903.1 and Ra-05 Radium 226 0.7 pCi/L  

Radium 226-Counting Error 0.2 pCi/L  

Radium 228 0.9 U pCi/L  

Radium 228-Counting Error 0.6 pCi/L  

1592962 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 0.0020 U ug/L  P266272

Diuron 0.0020 U ug/L MSP266272

2,4,5-T 0.0020 U ug/L  P266272

Acifluorfen 0.0020 U ug/L  P266272

Imidacloprid 0.0020 U ug/L  P266272

Bentazon 0.0020 U ug/L MS, RPDP266272

Linuron 0.0020 U ug/L  P266272

Silvex 0.0020 U ug/L  P266272
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1592968 DEP SOP: LC-001-2 (based

on EPA 8321B)

Sucralose** 0.14 ug/L MSP266454

1592974 EPA 8270D Acenaphthene 0.19 U ug/L  P266384

Acenaphthylene 0.19 U ug/L  P266384

Acetophenone 0.95 U ug/L  P266384

2-Acetylaminofluorene 0.95 U ug/L  P266384

4-Aminobiphenyl 3.8 UJ ug/L CCV, LCSP266384

Aniline 0.95 U ug/L  P266384

Anthracene 0.19 U ug/L  P266384

Azobenzene/1,2-Diphenylhydrazine** 0.95 U ug/L  P266384

Benzidine 95 U ug/L RPDP266384

Benzo(a)anthracene 0.19 U ug/L  P266384

Benzo(a)pyrene 0.19 U ug/L  P266384

Benzo(b)fluoranthene 0.19 U ug/L  P266384

Benzo(k)fluoranthene 0.19 U ug/L RPDP266384

Benzo(g,h,i)perylene 0.19 U ug/L  P266384

Benzyl alcohol 0.95 U ug/L  P266384

Bis(2-chloroethoxy)methane 0.95 U ug/L  P266384

Bis(2-chloroethyl)ether 0.95 U ug/L  P266384

Bis(2-chloroisopropyl)ether 2.9 U ug/L  P266384

Bis(2-ethylhexyl)phthalate 1.9 U ug/L MS, RPDP266384

Butyl benzyl phthalate 0.95 U ug/L  P266384

4-Bromophenyl phenyl ether 0.95 U ug/L  P266384

2-Chloronaphthalene 0.95 U ug/L  P266384

4-Chlorophenyl phenyl ether 1.9 U ug/L  P266384

Chrysene 0.19 U ug/L  P266384

m,p-Cresols 1.9 U ug/L  P266384

o-Cresol 1.9 U ug/L  P266384

Di-n-butyl phthalate 0.95 U ug/L  P266384

Di-n-octyl phthalate 0.95 U ug/L  P266384

Dibenzo(a,h)anthracene 0.19 U ug/L  P266384

Dibenzofuran 0.95 U ug/L  P266384

3,3'-Dichlorobenzidine 38 U ug/L  P266384

Diethyl phthalate 0.95 U ug/L  P266384

Dimethyl phthalate 0.95 U ug/L  P266384

Dimethylaminoazobenzene 0.95 U ug/L  P266384

7,12-Dimethylbenz(a)anthracene 0.95 U ug/L MSP266384

1,3-Dinitrobenzene 1.9 U ug/L  P266384

2,4-Dinitrotoluene 0.95 U ug/L  P266384

2,6-Dinitrotoluene 0.95 U ug/L  P266384

Dinoseb** 3.8 U ug/L  P266384

Ethyl methanesulfonate 0.95 U ug/L  P266384

Fluoranthene 0.19 U ug/L  P266384

Fluorene 0.19 U ug/L  P266384

Hexachlorobenzene 0.95 U ug/L  P266384
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592974 EPA 8270D Hexachlorobutadiene 2.9 U ug/L  P266384

Hexachlorocyclopentadiene 2.9 U ug/L  P266384

Hexachloroethane 2.9 U ug/L  P266384

Hexachloropropene 1.9 U ug/L  P266384

Indeno(1,2,3-cd)pyrene 0.19 U ug/L  P266384

Isophorone 0.95 U ug/L  P266384

Isosafrole 0.95 U ug/L  P266384

2-Methylnaphthalene 0.19 U ug/L  P266384

Naphthalene 0.19 U ug/L  P266384

1-Naphthylamine 9.5 U ug/L  P266384

2-Naphthylamine 9.5 U ug/L  P266384

2-Nitroaniline 0.95 U ug/L  P266384

Nitrobenzene 1.9 U ug/L  P266384

5-Nitro-o-toluidine 0.95 U ug/L  P266384

N-Nitrosodiethylamine 0.95 U ug/L  P266384

N-Nitrosodimethylamine 1.9 U ug/L  P266384

N-Nitrosodi-n-propylamine 1.9 U ug/L  P266384

N-Nitrosomethylethylamine 1.9 U ug/L  P266384

N-Nitrosomorpholine 0.95 U ug/L  P266384

N-Nitrosopiperidine 0.95 U ug/L  P266384

N-Nitrosopyrrolidine 1.9 U ug/L  P266384

Pentachlorobenzene 0.95 U ug/L  P266384

Pentachloroethane** 48 U ug/L  P266384

Pentachloronitrobenzene 0.95 U ug/L  P266384

Phenacetin 3.8 U ug/L  P266384

Phenanthrene 0.19 U ug/L  P266384

2-Picoline 0.95 U ug/L  P266384

Pyrene 0.19 U ug/L  P266384

Pyridine 3.8 U ug/L  P266384

Safrole 0.95 U ug/L  P266384

1,2,4,5-Tetrachlorobenzene 0.95 U ug/L  P266384

o-Toluidine 0.95 U ug/L  P266384

1,2,4-Trichlorobenzene 0.95 U ug/L  P266384

1,3,5-Trinitrobenzene 3.8 U ug/L  P266384

4-Chloro-3-methylphenol 0.95 U ug/L  P266384

2-Chlorophenol 0.95 U ug/L  P266384

2,4-Dichlorophenol 0.95 U ug/L  P266384

2,6-Dichlorophenol 0.95 U ug/L  P266384

2,4-Dimethylphenol 9.5 U ug/L  P266384

2,4-Dinitrophenol 14 UJ ug/L CCVP266384

2-Methyl-4,6-dinitrophenol 2.9 U ug/L  P266384

2-Nitrophenol 0.95 U ug/L  P266384

4-Nitrophenol 14 U ug/L  P266384

Pentachlorophenol 2.9 U ug/L  P266384

Phenol 0.95 U ug/L  P266384
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1592974 EPA 8270D 2,3,4,6-Tetrachlorophenol 1.9 U ug/L  P266384

2,4,5-Trichlorophenol 0.95 U ug/L  P266384

2,4,6-Trichlorophenol 0.38 U ug/L  P266384

N-Nitrosodiphenylamine/

Diphenylamine

2.9 U ug/L  P266384

1592980 EPA 6020A Aluminum** 17 I ug/L  P266585

Antimony 0.25 U ug/L  P266585

Arsenic 0.25 U ug/L  P266585

Barium 26.4 ug/L  P266585

Beryllium 0.025 U ug/L  P266585

Boron** 126 ug/L  P266585

Cadmium 0.050 U ug/L  P266585

Chromium 0.30 U ug/L  P266585

Cobalt 0.13 ug/L  P266585

Copper 15.6 ug/L  P266585

Lead 1.07 ug/L  P266585

Manganese 4.41 ug/L  P266585

Molybdenum 5.75 ug/L  P266585

Nickel 1.05 ug/L  P266585

Selenium 0.20 U ug/L  P266585

Silver 0.025 U ug/L  P266585

Thallium 0.10 U ug/L  P266585

Zinc 5.4 I ug/L  P266585

1592986 EPA 350.1 Rev. 2.0 Ammonia-N 0.75 mg N/L  P266433

EPA 353.2 Rev. 2.0 NO2NO3-N 0.33 mg N/L  P266357

1592992 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Aldrin 0.0020 U ug/L  P266246

Alpha-BHC 0.0020 U ug/L  P266246

Beta-BHC 0.0020 U ug/L  P266246

Delta-BHC 0.0020 U ug/L  P266246

Gamma-BHC 0.0020 U ug/L  P266246

Carbophenothion 0.0059 UJ ug/L CCVP266246

Chlordane 0.020 U ug/L  P266246

Chlorothalonil 0.0079 U ug/L  P266246

Cypermethrin 0.012 U ug/L  P266246

DDD-p,p' 0.0039 U ug/L  P266246

DDE-p,p' 0.0039 U ug/L  P266246

DDT-p,p' 0.0039 U ug/L  P266246

Dicofol 0.024 UJ ug/L CCVP266246

Dieldrin 0.0020 U ug/L  P266246

Endosulfan I 0.0020 U ug/L  P266246

Endosulfan II 0.0020 U ug/L  P266246

Endosulfan Sulfate 0.0039 U ug/L  P266246

Endrin 0.0039 UJ ug/L CCVP266246

Endrin Aldehyde 0.0039 U ug/L  P266246
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1592992 DEP SOP: GC-011-5

(based on EPA 608 and

617)

Heptachlor 0.0020 U ug/L  P266246

Heptachlor Epoxide 0.0020 U ug/L  P266246

Methoxychlor 0.0098 U ug/L  P266246

Mirex 0.0039 U ug/L  P266246

Permethrin 0.0098 U ug/L  P266246

Toxaphene 0.098 U ug/L  P266246

PCB-1016 0.020 U ug/L  P266246

PCB-1221 0.020 U ug/L  P266246

PCB-1232 0.020 U ug/L  P266246

PCB-1242 0.020 U ug/L  P266246

PCB-1248 0.020 U ug/L  P266246

PCB-1254 0.020 U ug/L  P266246

PCB-1260 0.020 U ug/L  P266246

Trifluralin 0.0079 U ug/L  P266246

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Alachlor 0.059 U ug/L  P266246

Ametryn 0.0098 U ug/L  P266246

Atrazine 0.0098 U ug/L  P266246

Azinphos Methyl 0.020 U ug/L  P266246

Bromacil 0.039 U ug/L  P266246

Butylate 0.020 U ug/L  P266246

Chlorpyrifos Ethyl 0.0098 U ug/L  P266246

Chlorpyrifos Methyl 0.0098 U ug/L  P266246

Demeton 0.024 U ug/L  P266246

Diazinon 0.0098 U ug/L  P266246

Disulfoton 0.0049 U ug/L  P266246

Ethion 0.0098 U ug/L  P266246

Ethoprop 0.0049 U ug/L  P266246

Fenamiphos 0.029 U ug/L  P266246

Fonofos 0.0098 U ug/L  P266246

Hexazinone 0.029 U ug/L  P266246

Malathion 0.0098 U ug/L  P266246

Metalaxyl 0.039 U ug/L  P266246

Metolachlor 0.059 U ug/L  P266246

Metribuzin 0.020 U ug/L  P266246

Mevinphos 0.0098 U ug/L  P266246

Naled 0.039 UJ ug/L CCVP266246

Norflurazon 0.029 U ug/L  P266246

Parathion Ethyl 0.020 U ug/L  P266246

Parathion Methyl 0.0098 U ug/L  P266246

Phorate 0.0049 U ug/L  P266246

Prometryn 0.020 U ug/L  P266246

Simazine 0.0098 U ug/L  P266246

Atrazine Desethyl 0.0098 U ug/L  P266246
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592992 DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507)

Atrazine Desisopropyl 0.0098 U ug/L  P266246

Prometon 0.020 U ug/L  P266246

1592998 EPA 8260C Benzene 0.20 U ug/L  P266500

Bromodichloromethane 2.5 ug/L  P266500

Bromoform 2.4 ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500

Chloroform 2.8 ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 2.8 ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500

1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Ref. Method and Comment:

EPA 8270D:  Accuracy and precision for the compound bis(2-ethylhexyl)phthalate is out of routine statistical limits due to variation in the compound's

concentration among the sampling bottles.  Quality control failure(s) observed.

DEP SOP: GC-011-5 (based on EPA 608 and 617):  Quality control failure(s) observed.

DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507):  Quality control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:00 PM
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Field ID: SL-1 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592915 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 7.9 U ug/kg  P266957

Diuron 1.2 U ug/kg  P266902

2,4,5-T 7.9 U ug/kg  P266957

Linuron 1.2 U ug/kg  P266902

Acifluorfen 7.9 U ug/kg MSP266957

Imidacloprid 1.2 U ug/kg  P266902

Silvex 7.9 U ug/kg  P266957

1592923 EPA 8270D Acenaphthene 8.1 U ug/kg  P266919

Acenaphthylene 8.1 U ug/kg  P266919

Anthracene 8.1 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 73 U ug/kg  P266919

Benzidine 1.6E+03 U ug/kg MSP266919

Benzo(a)anthracene 8.1 U ug/kg  P266919

Benzo(a)pyrene 8.1 U ug/kg  P266919

Benzo(b)fluoranthene 8.1 U ug/kg  P266919

Benzo(k)fluoranthene 8.1 U ug/kg  P266919

Benzo(g,h,i)perylene 8.1 U ug/kg  P266919

Bis(2-chloroethoxy)methane 73 U ug/kg  P266919

Bis(2-chloroethyl)ether 73 U ug/kg  P266919

Bis(2-chloroisopropyl)ether 73 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 630 IJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 73 U ug/kg  P266919

4-Bromophenyl phenyl ether 73 U ug/kg  P266919

2-Chloronaphthalene 73 U ug/kg  P266919

4-Chlorophenyl phenyl ether 73 U ug/kg  P266919

Chrysene 8.1 U ug/kg  P266919

Di-n-butyl phthalate 440 U ug/kg  P266919

Di-n-octyl phthalate 73 U ug/kg  P266919

Dibenzo(a,h)anthracene 8.1 U ug/kg  P266919

3,3'-Dichlorobenzidine 4.4E+03 U ug/kg  P266919

Diethyl phthalate 73 U ug/kg  P266919

Dimethyl phthalate 73 U ug/kg  P266919

2,4-Dinitrotoluene 73 U ug/kg  P266919

2,6-Dinitrotoluene 73 U ug/kg  P266919

Fluoranthene 8.1 U ug/kg  P266919

Fluorene 8.1 U ug/kg  P266919

Hexachlorobenzene 73 U ug/kg  P266919

Hexachlorobutadiene 220 U ug/kg  P266919

Hexachlorocyclopentadiene 73 U ug/kg MSP266919

Hexachloroethane 220 U ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 8.1 U ug/kg  P266919

Isophorone 73 U ug/kg  P266919

Naphthalene 8.1 U ug/kg  P266919

Nitrobenzene 73 U ug/kg  P266919
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Field ID: SL-1 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592923 EPA 8270D N-Nitrosodimethylamine 440 U ug/kg  P266919

N-Nitrosodi-n-propylamine 73 U ug/kg  P266919

Phenanthrene 8.1 U ug/kg  P266919

Pyrene 8.1 U ug/kg  P266919

1,2,4-Trichlorobenzene 220 U ug/kg  P266919

4-Chloro-3-methylphenol 73 U ug/kg  P266919

2-Chlorophenol 220 U ug/kg  P266919

2,4-Dichlorophenol 73 U ug/kg  P266919

2,4-Dimethylphenol 440 U ug/kg  P266919

2,4-Dinitrophenol 440 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 73 U ug/kg  P266919

2-Nitrophenol 73 U ug/kg  P266919

4-Nitrophenol 73 U ug/kg  P266919

Pentachlorophenol 73 U ug/kg  P266919

Phenol 73 U ug/kg  P266919

2,4,6-Trichlorophenol 73 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

73 U ug/kg  P266919

1592937 EPA 6020A Arsenic 0.44 mg/Kg  P266663

Barium 14.5 mg/Kg  P266663

Cadmium 0.19 mg/Kg  P266663

Chromium 4.81 mg/Kg  P266663

Lead 2.3 mg/Kg  P266663

Selenium 0.32 I mg/Kg  P266663

Silver 0.040 I mg/Kg  P266663

1592945 EPA 8141B Alachlor 15 U ug/kg  P266893

Ametryn 2.0 U ug/kg  P266893

Atrazine 2.0 U ug/kg  P266893

Azinphos Methyl 6.1 UJ ug/kg CCVP266893

Bromacil 12 UJ ug/kg CCV, MSP266893

Chlorpyrifos Ethyl 2.0 U ug/kg  P266893

Chlorpyrifos Methyl 2.0 U ug/kg  P266893

Diazinon 2.0 U ug/kg  P266893

Ethion 2.0 U ug/kg  P266893

Ethoprop 1.0 U ug/kg  P266893

Fenamiphos 4.1 U ug/kg  P266893

Fonofos 1.0 U ug/kg  P266893

Hexazinone 6.1 U ug/kg  P266893

Malathion 2.0 U ug/kg  P266893

Methamidophos** 8.1 UJ ug/kg RPDP266893

Metolachlor 12 U ug/kg  P266893

Metribuzin 4.1 U ug/kg  P266893

Mevinphos 2.0 U ug/kg  P266893

Monocrotophos 2.4 UJ ug/kg CCV, MS,

RPD

P266893

Naled 8.1 U ug/kg  P266893
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592945 EPA 8141B Norflurazon 6.1 U ug/kg  P266893

Parathion Ethyl 2.0 U ug/kg  P266893

Parathion Methyl 2.0 U ug/kg  P266893

Phorate 1.0 U ug/kg  P266893

Prometryn 4.1 U ug/kg  P266893

Simazine 2.0 U ug/kg  P266893

EPA 8270D Aldrin 0.081 U ug/Kg  P266422

Alpha-BHC 0.041 U ug/Kg  P266422

Beta-BHC 0.041 U ug/Kg  P266422

Delta-BHC 0.027 U ug/Kg  P266422

Gamma-BHC 0.041 U ug/Kg  P266422

Carbophenothion 0.12 U ug/Kg  P266422

Alpha-Chlordane 0.043 I ug/Kg  P266422

Gamma-Chlordane 0.030 T ug/Kg  P266422

Chlorothalonil 0.16 U ug/Kg  P266422

Cypermethrin 0.20 U ug/Kg  P266422

DDD-p,p' 0.041 U ug/Kg  P266422

DDE-p,p' 0.051 I ug/Kg  P266422

DDT-p,p' 0.098 U ug/Kg  P266422

Dicofol 0.12 IJ ug/Kg  P266422

Dieldrin 0.33 I ug/Kg  P266422

Endosulfan I 0.16 U ug/Kg  P266422

Endosulfan II 0.16 U ug/Kg  P266422

Endrin 0.16 U ug/Kg  P266422

Endrin Aldehyde 0.33 U ug/Kg  P266422

Endosulfan Sulfate 0.081 U ug/Kg  P266422

Endrin Ketone 0.33 U ug/Kg  P266422

Heptachlor 0.041 U ug/Kg  P266422

Heptachlor Epoxide 0.081 U ug/Kg  P266422

Methoxychlor 0.041 U ug/Kg  P266422

Mirex 0.38 ug/Kg  P266422

Permethrin 0.098 U ug/Kg  P266422

Trifluralin 0.065 U ug/Kg  P266422

EPA 8276 Chlordane 2.1 ug/Kg MSP266422

Toxaphene 4.1 U ug/Kg  P266422

1592951 EPA 8260C Benzene 2.4 U ug/kg  P266801

Bromodichloromethane 2.4 U ug/kg  P266801

Bromoform 2.4 UJ ug/kg MSP266801

Bromomethane 2.4 U ug/kg  P266801

2-Butanone 12 U ug/kg  P266801

Carbon tetrachloride 2.4 U ug/kg  P266801

Chlorobenzene 2.4 U ug/kg  P266801

Chloroethane 2.4 U ug/kg  P266801

Chloroform 2.4 U ug/kg  P266801

Chloromethane 2.4 U ug/kg  P266801
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592951 EPA 8260C Dibromochloromethane 2.4 UJ ug/kg MSP266801

1,2-Dichlorobenzene 2.4 UJ ug/kg MSP266801

1,3-Dichlorobenzene 2.4 UJ ug/kg MSP266801

1,4-Dichlorobenzene 2.4 UJ ug/kg MSP266801

1,1-Dichloroethane 2.4 U ug/kg  P266801

1,2-Dichloroethane 2.4 U ug/kg  P266801

1,1-Dichloroethene 2.4 U ug/kg  P266801

cis-1,2-Dichloroethene 2.4 U ug/kg  P266801

trans-1,2-Dichloroethene 2.4 U ug/kg  P266801

1,2-Dichloropropane 2.4 U ug/kg  P266801

cis-1,3-Dichloropropene 2.4 UJ ug/kg MSP266801

trans-1,3-Dichloropropene 2.4 UJ ug/kg MSP266801

Ethylbenzene 2.4 U ug/kg  P266801

Methylene chloride 9.5 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.4 UJ ug/kg MSP266801

Tetrachloroethene 2.4 U ug/kg  P266801

Toluene 2.4 U ug/kg  P266801

1,1,1-Trichloroethane 2.4 U ug/kg  P266801

1,1,2-Trichloroethane 2.4 U ug/kg  P266801

Trichloroethene 2.4 U ug/kg  P266801

Trichlorofluoromethane 2.4 U ug/kg  P266801

Vinyl chloride 2.4 U ug/kg  P266801

Methyl-t-butyl ether 2.4 U ug/kg  P266801

o-Xylene 2.4 U ug/kg  P266801

m,p-Xylene 2.4 U ug/kg  P266801

1593005 SM 2540 G (20th) % Solid** 81.9 A %  P266390

Ref. Method and Comment:

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.  Quality

control failure(s) observed.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:05 PM

Field ID: SL-2 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592916 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 7.8 U ug/kg  P266957

Diuron 1.2 U ug/kg  P266902

2,4,5-T 7.8 U ug/kg  P266957

Linuron 1.2 U ug/kg  P266902

Acifluorfen 7.8 U ug/kg MSP266957

Imidacloprid 1.2 U ug/kg  P266902

Silvex 7.8 U ug/kg  P266957

1592924 EPA 8270D Acenaphthene 8.0 U ug/kg  P266919

Acenaphthylene 8.0 U ug/kg  P266919



Page 39 of 128

SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: SL-2 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592924 EPA 8270D Anthracene 8.0 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 72 U ug/kg  P266919

Benzidine 1.6E+03 U ug/kg MSP266919

Benzo(a)anthracene 8.0 U ug/kg  P266919

Benzo(a)pyrene 8.0 U ug/kg  P266919

Benzo(b)fluoranthene 8.0 U ug/kg  P266919

Benzo(k)fluoranthene 8.0 U ug/kg  P266919

Benzo(g,h,i)perylene 8.0 U ug/kg  P266919

Bis(2-chloroethoxy)methane 72 U ug/kg  P266919

Bis(2-chloroethyl)ether 72 U ug/kg  P266919

Bis(2-chloroisopropyl)ether 72 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 430 UJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 72 U ug/kg  P266919

4-Bromophenyl phenyl ether 72 U ug/kg  P266919

2-Chloronaphthalene 72 U ug/kg  P266919

4-Chlorophenyl phenyl ether 72 U ug/kg  P266919

Chrysene 8.0 U ug/kg  P266919

Di-n-butyl phthalate 430 U ug/kg  P266919

Di-n-octyl phthalate 72 U ug/kg  P266919

Dibenzo(a,h)anthracene 8.0 U ug/kg  P266919

3,3'-Dichlorobenzidine 4.3E+03 U ug/kg  P266919

Diethyl phthalate 72 U ug/kg  P266919

Dimethyl phthalate 72 U ug/kg  P266919

2,4-Dinitrotoluene 72 U ug/kg  P266919

2,6-Dinitrotoluene 72 U ug/kg  P266919

Fluoranthene 8.0 U ug/kg  P266919

Fluorene 8.0 U ug/kg  P266919

Hexachlorobenzene 72 U ug/kg  P266919

Hexachlorobutadiene 220 U ug/kg  P266919

Hexachlorocyclopentadiene 72 U ug/kg MSP266919

Hexachloroethane 220 U ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 8.0 U ug/kg  P266919

Isophorone 72 U ug/kg  P266919

Naphthalene 8.0 U ug/kg  P266919

Nitrobenzene 72 U ug/kg  P266919

N-Nitrosodimethylamine 430 U ug/kg  P266919

N-Nitrosodi-n-propylamine 72 U ug/kg  P266919

Phenanthrene 8.0 U ug/kg  P266919

Pyrene 8.0 U ug/kg  P266919

1,2,4-Trichlorobenzene 220 U ug/kg  P266919

4-Chloro-3-methylphenol 72 U ug/kg  P266919

2-Chlorophenol 220 U ug/kg  P266919

2,4-Dichlorophenol 72 U ug/kg  P266919

2,4-Dimethylphenol 430 U ug/kg  P266919
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Field ID: SL-2 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592924 EPA 8270D 2,4-Dinitrophenol 430 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 72 U ug/kg  P266919

2-Nitrophenol 72 U ug/kg  P266919

4-Nitrophenol 72 U ug/kg  P266919

Pentachlorophenol 72 U ug/kg  P266919

Phenol 72 U ug/kg  P266919

2,4,6-Trichlorophenol 72 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

72 U ug/kg  P266919

1592938 EPA 6020A Arsenic 0.51 mg/Kg  P266663

Barium 28.4 mg/Kg  P266663

Cadmium 0.14 I mg/Kg  P266663

Chromium 6.55 mg/Kg  P266663

Lead 3.5 mg/Kg  P266663

Selenium 0.33 I mg/Kg  P266663

Silver 0.035 I mg/Kg  P266663

1592946 EPA 8141B Alachlor 14 U ug/kg  P266893

Ametryn 2.0 U ug/kg  P266893

Atrazine 2.0 U ug/kg  P266893

Azinphos Methyl 6.0 UJ ug/kg CCVP266893

Bromacil 12 UJ ug/kg CCV, MSP266893

Chlorpyrifos Ethyl 2.0 U ug/kg  P266893

Chlorpyrifos Methyl 2.0 U ug/kg  P266893

Diazinon 2.0 U ug/kg  P266893

Ethion 2.0 U ug/kg  P266893

Ethoprop 1.0 U ug/kg  P266893

Fenamiphos 4.0 U ug/kg  P266893

Fonofos 1.0 U ug/kg  P266893

Hexazinone 6.0 U ug/kg  P266893

Malathion 2.0 U ug/kg  P266893

Methamidophos** 8.0 UJ ug/kg RPDP266893

Metolachlor 12 U ug/kg  P266893

Metribuzin 4.0 U ug/kg  P266893

Mevinphos 2.0 U ug/kg  P266893

Monocrotophos 2.4 UJ ug/kg CCV, MS,

RPD

P266893

Naled 8.0 U ug/kg  P266893

Norflurazon 6.0 U ug/kg  P266893

Parathion Ethyl 2.0 U ug/kg  P266893

Parathion Methyl 2.0 U ug/kg  P266893

Phorate 1.0 U ug/kg  P266893

Prometryn 4.0 U ug/kg  P266893

Simazine 2.0 U ug/kg  P266893

EPA 8270D Aldrin 0.080 U ug/Kg  P266422

Alpha-BHC 0.040 U ug/Kg  P266422

Beta-BHC 0.040 U ug/Kg  P266422
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1592946 EPA 8270D Delta-BHC 0.027 U ug/Kg  P266422

Gamma-BHC 0.040 U ug/Kg  P266422

Carbophenothion 0.12 U ug/Kg  P266422

Alpha-Chlordane 0.048 I ug/Kg  P266422

Gamma-Chlordane 0.044 I ug/Kg  P266422

Chlorothalonil 0.16 U ug/Kg  P266422

Cypermethrin 0.20 U ug/Kg  P266422

DDD-p,p' 0.040 U ug/Kg  P266422

DDE-p,p' 0.061 I ug/Kg  P266422

DDT-p,p' 0.096 U ug/Kg  P266422

Dicofol 0.085 IJ ug/Kg CCVP266422

Dieldrin 0.89 ug/Kg  P266422

Endosulfan I 0.16 U ug/Kg  P266422

Endosulfan II 0.16 U ug/Kg  P266422

Endrin 0.16 U ug/Kg  P266422

Endrin Aldehyde 0.32 U ug/Kg  P266422

Endosulfan Sulfate 0.080 U ug/Kg  P266422

Endrin Ketone 0.32 U ug/Kg  P266422

Heptachlor 0.040 U ug/Kg  P266422

Heptachlor Epoxide 0.080 U ug/Kg  P266422

Methoxychlor 0.040 U ug/Kg  P266422

Mirex 0.50 ug/Kg  P266422

Permethrin 0.096 U ug/Kg  P266422

Trifluralin 0.064 U ug/Kg  P266422

EPA 8276 Chlordane 3.0 ug/Kg MSP266422

Toxaphene 4.0 U ug/Kg  P266422

1592952 EPA 8260C Benzene 2.4 U ug/kg  P266801

Bromodichloromethane 2.4 U ug/kg  P266801

Bromoform 2.4 U ug/kg MSP266801

Bromomethane 2.4 U ug/kg  P266801

2-Butanone 12 U ug/kg  P266801

Carbon tetrachloride 2.4 U ug/kg  P266801

Chlorobenzene 2.4 U ug/kg  P266801

Chloroethane 2.4 U ug/kg  P266801

Chloroform 2.4 U ug/kg  P266801

Chloromethane 2.4 U ug/kg  P266801

Dibromochloromethane 2.4 U ug/kg MSP266801

1,2-Dichlorobenzene 2.4 U ug/kg MSP266801

1,3-Dichlorobenzene 2.4 U ug/kg MSP266801

1,4-Dichlorobenzene 2.4 U ug/kg MSP266801

1,1-Dichloroethane 2.4 U ug/kg  P266801

1,2-Dichloroethane 2.4 U ug/kg  P266801

1,1-Dichloroethene 2.4 U ug/kg  P266801

cis-1,2-Dichloroethene 2.4 U ug/kg  P266801

trans-1,2-Dichloroethene 2.4 U ug/kg  P266801
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Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592952 EPA 8260C 1,2-Dichloropropane 2.4 U ug/kg  P266801

cis-1,3-Dichloropropene 2.4 U ug/kg MSP266801

trans-1,3-Dichloropropene 2.4 U ug/kg MSP266801

Ethylbenzene 2.4 U ug/kg  P266801

Methylene chloride 9.6 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.4 U ug/kg MSP266801

Tetrachloroethene 2.4 U ug/kg  P266801

Toluene 2.4 U ug/kg  P266801

1,1,1-Trichloroethane 2.4 U ug/kg  P266801

1,1,2-Trichloroethane 2.4 U ug/kg  P266801

Trichloroethene 2.4 U ug/kg  P266801

Trichlorofluoromethane 2.4 U ug/kg  P266801

Vinyl chloride 2.4 U ug/kg  P266801

Methyl-t-butyl ether 2.4 U ug/kg  P266801

o-Xylene 2.4 U ug/kg  P266801

m,p-Xylene 2.4 U ug/kg  P266801

1593006 SM 2540 G (20th) % Solid** 83.0 %  P266390

Ref. Method and Comment:

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:10 PM

Field ID: SL-3 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592917 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 7.3 U ug/kg  P266957

Diuron 1.1 U ug/kg  P266902

2,4,5-T 7.3 U ug/kg  P266957

Linuron 1.1 U ug/kg  P266902

Acifluorfen 7.3 U ug/kg MSP266957

Imidacloprid 1.2 I ug/kg  P266902

Silvex 7.3 U ug/kg  P266957

1592925 EPA 8270D Acenaphthene 7.5 U ug/kg  P266919

Acenaphthylene 7.5 U ug/kg  P266919

Anthracene 7.5 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 68 U ug/kg  P266919

Benzidine 1.5E+03 UJ ug/kg MSP266919

Benzo(a)anthracene 7.5 U ug/kg  P266919

Benzo(a)pyrene 7.5 U ug/kg  P266919

Benzo(b)fluoranthene 7.5 U ug/kg  P266919

Benzo(k)fluoranthene 7.5 U ug/kg  P266919

Benzo(g,h,i)perylene 7.5 U ug/kg  P266919

Bis(2-chloroethoxy)methane 68 U ug/kg  P266919

Bis(2-chloroethyl)ether 68 U ug/kg  P266919



Page 43 of 128

SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: SL-3 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592925 EPA 8270D Bis(2-chloroisopropyl)ether 68 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 410 UJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 68 U ug/kg  P266919

4-Bromophenyl phenyl ether 68 U ug/kg  P266919

2-Chloronaphthalene 68 U ug/kg  P266919

4-Chlorophenyl phenyl ether 68 U ug/kg  P266919

Chrysene 7.5 U ug/kg  P266919

Di-n-butyl phthalate 410 U ug/kg  P266919

Di-n-octyl phthalate 68 U ug/kg  P266919

Dibenzo(a,h)anthracene 7.5 U ug/kg  P266919

3,3'-Dichlorobenzidine 4.1E+03 U ug/kg  P266919

Diethyl phthalate 68 U ug/kg  P266919

Dimethyl phthalate 68 U ug/kg  P266919

2,4-Dinitrotoluene 68 U ug/kg  P266919

2,6-Dinitrotoluene 68 U ug/kg  P266919

Fluoranthene 7.5 U ug/kg  P266919

Fluorene 7.5 U ug/kg  P266919

Hexachlorobenzene 68 U ug/kg  P266919

Hexachlorobutadiene 200 U ug/kg  P266919

Hexachlorocyclopentadiene 68 UJ ug/kg MSP266919

Hexachloroethane 200 UJ ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 7.5 U ug/kg  P266919

Isophorone 68 U ug/kg  P266919

Naphthalene 7.5 U ug/kg  P266919

Nitrobenzene 68 U ug/kg  P266919

N-Nitrosodimethylamine 410 U ug/kg  P266919

N-Nitrosodi-n-propylamine 68 U ug/kg  P266919

Phenanthrene 7.5 U ug/kg  P266919

Pyrene 7.5 U ug/kg  P266919

1,2,4-Trichlorobenzene 200 U ug/kg  P266919

4-Chloro-3-methylphenol 68 U ug/kg  P266919

2-Chlorophenol 200 U ug/kg  P266919

2,4-Dichlorophenol 68 U ug/kg  P266919

2,4-Dimethylphenol 410 U ug/kg  P266919

2,4-Dinitrophenol 410 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 68 U ug/kg  P266919

2-Nitrophenol 68 U ug/kg  P266919

4-Nitrophenol 68 U ug/kg  P266919

Pentachlorophenol 68 U ug/kg  P266919

Phenol 68 U ug/kg  P266919

2,4,6-Trichlorophenol 68 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

68 U ug/kg  P266919

1592939 EPA 6020A Arsenic 0.36 mg/Kg  P266663

Barium 14.5 mg/Kg  P266663
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1592939 EPA 6020A Cadmium 0.16 I mg/Kg  P266663

Chromium 5.33 mg/Kg  P266663

Lead 2.3 mg/Kg  P266663

Selenium 0.25 I mg/Kg  P266663

Silver 0.018 I mg/Kg  P266663

1592947 EPA 8141B Alachlor 14 U ug/kg  P266893

Ametryn 1.9 U ug/kg  P266893

Atrazine 1.9 U ug/kg  P266893

Azinphos Methyl 5.6 UJ ug/kg CCVP266893

Bromacil 11 UJ ug/kg CCV, MSP266893

Chlorpyrifos Ethyl 1.9 U ug/kg  P266893

Chlorpyrifos Methyl 1.9 U ug/kg  P266893

Diazinon 1.9 U ug/kg  P266893

Ethion 1.9 U ug/kg  P266893

Ethoprop 0.94 U ug/kg  P266893

Fenamiphos 3.8 U ug/kg  P266893

Fonofos 0.94 U ug/kg  P266893

Hexazinone 5.6 U ug/kg  P266893

Malathion 1.9 U ug/kg  P266893

Methamidophos** 7.5 UJ ug/kg RPDP266893

Metolachlor 11 U ug/kg  P266893

Metribuzin 3.8 U ug/kg  P266893

Mevinphos 1.9 U ug/kg  P266893

Monocrotophos 2.3 UJ ug/kg CCV, MS,

RPD

P266893

Naled 7.5 U ug/kg  P266893

Norflurazon 5.6 U ug/kg  P266893

Parathion Ethyl 1.9 U ug/kg  P266893

Parathion Methyl 1.9 U ug/kg  P266893

Phorate 0.94 U ug/kg  P266893

Prometryn 3.8 U ug/kg  P266893

Simazine 1.9 U ug/kg  P266893

EPA 8270D Aldrin 0.075 U ug/Kg  P266422

Alpha-BHC 0.038 U ug/Kg  P266422

Beta-BHC 0.038 U ug/Kg  P266422

Delta-BHC 0.025 U ug/Kg  P266422

Gamma-BHC 0.038 U ug/Kg  P266422

Carbophenothion 0.11 U ug/Kg  P266422

Alpha-Chlordane 0.043 I ug/Kg  P266422

Gamma-Chlordane 0.035 T ug/Kg  P266422

Chlorothalonil 0.15 U ug/Kg  P266422

Cypermethrin 0.19 U ug/Kg  P266422

DDD-p,p' 0.038 U ug/Kg  P266422

DDE-p,p' 0.045 I ug/Kg  P266422

DDT-p,p' 0.090 U ug/Kg  P266422
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1592947 EPA 8270D Dicofol 0.36 J ug/Kg CCVP266422

Dieldrin 0.74 ug/Kg  P266422

Endosulfan I 0.15 U ug/Kg  P266422

Endosulfan II 0.15 U ug/Kg  P266422

Endrin 0.15 U ug/Kg  P266422

Endrin Aldehyde 0.30 U ug/Kg  P266422

Endosulfan Sulfate 0.075 U ug/Kg  P266422

Endrin Ketone 0.30 U ug/Kg  P266422

Heptachlor 0.038 U ug/Kg  P266422

Heptachlor Epoxide 0.075 U ug/Kg  P266422

Methoxychlor 0.038 U ug/Kg  P266422

Mirex 0.30 ug/Kg  P266422

Permethrin 0.090 U ug/Kg  P266422

Trifluralin 0.060 U ug/Kg  P266422

EPA 8276 Chlordane 1.7 ug/Kg MSP266422

Toxaphene 3.8 U ug/Kg  P266422

1592953 EPA 8260C Benzene 2.2 U ug/kg  P266801

Bromodichloromethane 2.2 U ug/kg  P266801

Bromoform 2.2 U ug/kg MSP266801

Bromomethane 2.2 U ug/kg  P266801

2-Butanone 11 U ug/kg  P266801

Carbon tetrachloride 2.2 U ug/kg  P266801

Chlorobenzene 2.2 U ug/kg  P266801

Chloroethane 2.2 U ug/kg  P266801

Chloroform 2.2 U ug/kg  P266801

Chloromethane 2.2 U ug/kg  P266801

Dibromochloromethane 2.2 U ug/kg MSP266801

1,2-Dichlorobenzene 2.2 U ug/kg MSP266801

1,3-Dichlorobenzene 2.2 U ug/kg MSP266801

1,4-Dichlorobenzene 2.2 U ug/kg MSP266801

1,1-Dichloroethane 2.2 U ug/kg  P266801

1,2-Dichloroethane 2.2 U ug/kg  P266801

1,1-Dichloroethene 2.2 U ug/kg  P266801

cis-1,2-Dichloroethene 2.2 U ug/kg  P266801

trans-1,2-Dichloroethene 2.2 U ug/kg  P266801

1,2-Dichloropropane 2.2 U ug/kg  P266801

cis-1,3-Dichloropropene 2.2 U ug/kg MSP266801

trans-1,3-Dichloropropene 2.2 U ug/kg MSP266801

Ethylbenzene 2.2 U ug/kg  P266801

Methylene chloride 8.7 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.2 U ug/kg MSP266801

Tetrachloroethene 2.2 U ug/kg  P266801

Toluene 2.2 U ug/kg  P266801

1,1,1-Trichloroethane 2.2 U ug/kg  P266801

1,1,2-Trichloroethane 2.2 U ug/kg  P266801
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1592953 EPA 8260C Trichloroethene 2.2 U ug/kg  P266801

Trichlorofluoromethane 2.2 U ug/kg  P266801

Vinyl chloride 2.2 U ug/kg  P266801

Methyl-t-butyl ether 2.2 U ug/kg  P266801

o-Xylene 2.2 U ug/kg  P266801

m,p-Xylene 2.2 U ug/kg  P266801

1593007 SM 2540 G (20th) % Solid** 88.6 %  P266390

Ref. Method and Comment:

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:15 PM

Field ID: SL-4 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592918 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 7.5 U ug/kg  P266957

Diuron 1.1 U ug/kg  P266902

2,4,5-T 7.5 U ug/kg  P266957

Linuron 1.1 U ug/kg  P266902

Acifluorfen 7.5 U ug/kg MSP266957

Imidacloprid 1.1 U ug/kg  P266902

Silvex 7.5 U ug/kg  P266957

1592926 EPA 8270D Acenaphthene 7.7 U ug/kg  P266919

Acenaphthylene 7.7 U ug/kg  P266919

Anthracene 7.7 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 69 U ug/kg  P266919

Benzidine 1.5E+03 U ug/kg MSP266919

Benzo(a)anthracene 7.7 U ug/kg  P266919

Benzo(a)pyrene 7.7 U ug/kg  P266919

Benzo(b)fluoranthene 7.7 U ug/kg  P266919

Benzo(k)fluoranthene 7.7 U ug/kg  P266919

Benzo(g,h,i)perylene 7.7 U ug/kg  P266919

Bis(2-chloroethoxy)methane 69 U ug/kg  P266919

Bis(2-chloroethyl)ether 69 U ug/kg  P266919

Bis(2-chloroisopropyl)ether 69 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 410 UJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 69 U ug/kg  P266919

4-Bromophenyl phenyl ether 69 U ug/kg  P266919

2-Chloronaphthalene 69 U ug/kg  P266919

4-Chlorophenyl phenyl ether 69 U ug/kg  P266919

Chrysene 7.7 U ug/kg  P266919

Di-n-butyl phthalate 410 U ug/kg  P266919

Di-n-octyl phthalate 69 U ug/kg  P266919

Dibenzo(a,h)anthracene 7.7 U ug/kg  P266919
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1592926 EPA 8270D 3,3'-Dichlorobenzidine 4.1E+03 U ug/kg  P266919

Diethyl phthalate 69 U ug/kg  P266919

Dimethyl phthalate 69 U ug/kg  P266919

2,4-Dinitrotoluene 69 U ug/kg  P266919

2,6-Dinitrotoluene 69 U ug/kg  P266919

Fluoranthene 7.7 U ug/kg  P266919

Fluorene 7.7 U ug/kg  P266919

Hexachlorobenzene 69 U ug/kg  P266919

Hexachlorobutadiene 210 U ug/kg  P266919

Hexachlorocyclopentadiene 69 U ug/kg MSP266919

Hexachloroethane 210 U ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 7.7 U ug/kg  P266919

Isophorone 69 U ug/kg  P266919

Naphthalene 7.7 U ug/kg  P266919

Nitrobenzene 69 U ug/kg  P266919

N-Nitrosodimethylamine 410 U ug/kg  P266919

N-Nitrosodi-n-propylamine 69 U ug/kg  P266919

Phenanthrene 7.7 U ug/kg  P266919

Pyrene 7.7 U ug/kg  P266919

1,2,4-Trichlorobenzene 210 U ug/kg  P266919

4-Chloro-3-methylphenol 69 U ug/kg  P266919

2-Chlorophenol 210 U ug/kg  P266919

2,4-Dichlorophenol 69 U ug/kg  P266919

2,4-Dimethylphenol 410 U ug/kg  P266919

2,4-Dinitrophenol 410 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 69 U ug/kg  P266919

2-Nitrophenol 69 U ug/kg  P266919

4-Nitrophenol 69 U ug/kg  P266919

Pentachlorophenol 69 U ug/kg  P266919

Phenol 69 U ug/kg  P266919

2,4,6-Trichlorophenol 69 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

69 U ug/kg  P266919

1592940 EPA 6020A Arsenic 0.19 I mg/Kg  P266663

Barium 10.7 mg/Kg  P266663

Cadmium 0.049 U mg/Kg  P266663

Chromium 3.86 mg/Kg  P266663

Lead 2.2 mg/Kg  P266663

Selenium 0.28 I mg/Kg  P266663

Silver 0.021 I mg/Kg  P266663

1592948 EPA 8141B Alachlor 14 U ug/kg  P266893

Ametryn 1.9 U ug/kg  P266893

Atrazine 1.9 U ug/kg  P266893

Azinphos Methyl 5.7 UJ ug/kg CCVP266893

Bromacil 11 UJ ug/kg CCV, MSP266893
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1592948 EPA 8141B Chlorpyrifos Ethyl 1.9 U ug/kg  P266893

Chlorpyrifos Methyl 1.9 U ug/kg  P266893

Diazinon 1.9 U ug/kg  P266893

Ethion 1.9 U ug/kg  P266893

Ethoprop 0.96 U ug/kg  P266893

Fenamiphos 3.8 U ug/kg  P266893

Fonofos 0.96 U ug/kg  P266893

Hexazinone 5.7 U ug/kg  P266893

Malathion 1.9 U ug/kg  P266893

Methamidophos** 7.7 UJ ug/kg RPDP266893

Metolachlor 11 U ug/kg  P266893

Metribuzin 3.8 U ug/kg  P266893

Mevinphos 1.9 U ug/kg  P266893

Monocrotophos 2.3 UJ ug/kg CCV, MS,

RPD

P266893

Naled 7.7 U ug/kg  P266893

Norflurazon 5.7 U ug/kg  P266893

Parathion Ethyl 1.9 U ug/kg  P266893

Parathion Methyl 1.9 U ug/kg  P266893

Phorate 0.96 U ug/kg  P266893

Prometryn 3.8 U ug/kg  P266893

Simazine 1.9 U ug/kg  P266893

EPA 8270D Aldrin 0.077 U ug/Kg  P266422

Alpha-BHC 0.038 U ug/Kg  P266422

Beta-BHC 0.038 U ug/Kg  P266422

Delta-BHC 0.025 U ug/Kg  P266422

Gamma-BHC 0.038 U ug/Kg  P266422

Carbophenothion 0.11 U ug/Kg  P266422

Alpha-Chlordane 0.039 I ug/Kg  P266422

Gamma-Chlordane 0.032 T ug/Kg  P266422

Chlorothalonil 0.15 U ug/Kg  P266422

Cypermethrin 0.19 U ug/Kg  P266422

DDD-p,p' 0.038 U ug/Kg  P266422

DDE-p,p' 0.053 I ug/Kg  P266422

DDT-p,p' 0.092 U ug/Kg  P266422

Dicofol 0.35 J ug/Kg CCVP266422

Dieldrin 0.80 ug/Kg  P266422

Endosulfan I 0.15 U ug/Kg  P266422

Endosulfan II 0.15 U ug/Kg  P266422

Endrin 0.15 U ug/Kg  P266422

Endrin Aldehyde 0.31 U ug/Kg  P266422

Endosulfan Sulfate 0.077 U ug/Kg  P266422

Endrin Ketone 0.31 U ug/Kg  P266422

Heptachlor 0.038 U ug/Kg  P266422

Heptachlor Epoxide 0.077 U ug/Kg  P266422
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1592948 EPA 8270D Methoxychlor 0.038 U ug/Kg  P266422

Mirex 0.31 ug/Kg  P266422

Permethrin 0.092 U ug/Kg  P266422

Trifluralin 0.061 U ug/Kg  P266422

EPA 8276 Chlordane 2.1 ug/Kg MSP266422

Toxaphene 3.8 U ug/Kg  P266422

1592954 EPA 8260C Benzene 2.2 U ug/kg  P266801

Bromodichloromethane 2.2 U ug/kg  P266801

Bromoform 2.2 U ug/kg MSP266801

Bromomethane 2.2 U ug/kg  P266801

2-Butanone 11 U ug/kg  P266801

Carbon tetrachloride 2.2 U ug/kg  P266801

Chlorobenzene 2.2 U ug/kg  P266801

Chloroethane 2.2 U ug/kg  P266801

Chloroform 2.2 U ug/kg  P266801

Chloromethane 2.2 U ug/kg  P266801

Dibromochloromethane 2.2 U ug/kg MSP266801

1,2-Dichlorobenzene 2.2 U ug/kg MSP266801

1,3-Dichlorobenzene 2.2 U ug/kg MSP266801

1,4-Dichlorobenzene 2.2 U ug/kg MSP266801

1,1-Dichloroethane 2.2 U ug/kg  P266801

1,2-Dichloroethane 2.2 U ug/kg  P266801

1,1-Dichloroethene 2.2 U ug/kg  P266801

cis-1,2-Dichloroethene 2.2 U ug/kg  P266801

trans-1,2-Dichloroethene 2.2 U ug/kg  P266801

1,2-Dichloropropane 2.2 U ug/kg  P266801

cis-1,3-Dichloropropene 2.2 U ug/kg MSP266801

trans-1,3-Dichloropropene 2.2 U ug/kg MSP266801

Ethylbenzene 2.2 U ug/kg  P266801

Methylene chloride 8.8 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.2 U ug/kg MSP266801

Tetrachloroethene 2.2 U ug/kg  P266801

Toluene 2.2 U ug/kg  P266801

1,1,1-Trichloroethane 2.2 U ug/kg  P266801

1,1,2-Trichloroethane 2.2 U ug/kg  P266801

Trichloroethene 2.2 U ug/kg  P266801

Trichlorofluoromethane 2.2 U ug/kg  P266801

Vinyl chloride 2.2 U ug/kg  P266801

Methyl-t-butyl ether 2.2 U ug/kg  P266801

o-Xylene 2.2 U ug/kg  P266801

m,p-Xylene 2.2 U ug/kg  P266801

1593008 SM 2540 G (20th) % Solid** 87.1 %  P266390



Page 50 of 128

SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Field ID: SL-4 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

Ref. Method and Comment:

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:20 PM

Field ID: SL-5 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592919 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 8.3 U ug/kg  P266957

Diuron 1.3 U ug/kg  P266902

2,4,5-T 8.3 U ug/kg  P266957

Linuron 1.3 U ug/kg  P266902

Acifluorfen 8.3 U ug/kg MSP266957

Imidacloprid 1.3 U ug/kg  P266902

Silvex 8.3 U ug/kg  P266957

1592927 EPA 8270D Acenaphthene 8.5 U ug/kg  P266919

Acenaphthylene 8.5 U ug/kg  P266919

Anthracene 8.5 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 77 U ug/kg  P266919

Benzidine 1.7E+03 U ug/kg MSP266919

Benzo(a)anthracene 8.5 U ug/kg  P266919

Benzo(a)pyrene 8.5 U ug/kg  P266919

Benzo(b)fluoranthene 8.5 U ug/kg  P266919

Benzo(k)fluoranthene 8.5 U ug/kg  P266919

Benzo(g,h,i)perylene 8.5 U ug/kg  P266919

Bis(2-chloroethoxy)methane 77 U ug/kg  P266919

Bis(2-chloroethyl)ether 77 U ug/kg  P266919

Bis(2-chloroisopropyl)ether 77 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 520 IJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 77 U ug/kg  P266919

4-Bromophenyl phenyl ether 77 U ug/kg  P266919

2-Chloronaphthalene 77 U ug/kg  P266919

4-Chlorophenyl phenyl ether 77 U ug/kg  P266919

Chrysene 8.5 I ug/kg  P266919

Di-n-butyl phthalate 460 U ug/kg  P266919

Di-n-octyl phthalate 77 U ug/kg  P266919

Dibenzo(a,h)anthracene 8.5 U ug/kg  P266919

3,3'-Dichlorobenzidine 4.6E+03 U ug/kg  P266919

Diethyl phthalate 77 U ug/kg  P266919

Dimethyl phthalate 77 U ug/kg  P266919

2,4-Dinitrotoluene 77 U ug/kg  P266919

2,6-Dinitrotoluene 77 U ug/kg  P266919

Fluoranthene 8.5 U ug/kg  P266919

Fluorene 8.5 U ug/kg  P266919
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1592927 EPA 8270D Hexachlorobenzene 77 U ug/kg  P266919

Hexachlorobutadiene 230 U ug/kg  P266919

Hexachlorocyclopentadiene 77 U ug/kg MSP266919

Hexachloroethane 230 U ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 8.5 U ug/kg  P266919

Isophorone 77 U ug/kg  P266919

Naphthalene 8.5 U ug/kg  P266919

Nitrobenzene 77 U ug/kg  P266919

N-Nitrosodimethylamine 460 U ug/kg  P266919

N-Nitrosodi-n-propylamine 77 U ug/kg  P266919

Phenanthrene 8.5 U ug/kg  P266919

Pyrene 8.5 U ug/kg  P266919

1,2,4-Trichlorobenzene 230 U ug/kg  P266919

4-Chloro-3-methylphenol 77 U ug/kg  P266919

2-Chlorophenol 230 U ug/kg  P266919

2,4-Dichlorophenol 77 U ug/kg  P266919

2,4-Dimethylphenol 460 U ug/kg  P266919

2,4-Dinitrophenol 460 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 77 U ug/kg  P266919

2-Nitrophenol 77 U ug/kg  P266919

4-Nitrophenol 77 U ug/kg  P266919

Pentachlorophenol 77 U ug/kg  P266919

Phenol 77 U ug/kg  P266919

2,4,6-Trichlorophenol 77 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

77 U ug/kg  P266919

1592941 EPA 6020A Arsenic 0.72 mg/Kg  P266663

Barium 48.9 mg/Kg  P266663

Cadmium 0.11 I mg/Kg  P266663

Chromium 10.2 mg/Kg  P266663

Lead 5.1 mg/Kg  P266663

Selenium 0.38 I mg/Kg  P266663

Silver 0.036 I mg/Kg  P266663

1592949 EPA 8141B Alachlor 15 U ug/kg  P266893

Ametryn 2.1 U ug/kg  P266893

Atrazine 2.1 U ug/kg  P266893

Azinphos Methyl 6.4 UJ ug/kg CCVP266893

Bromacil 13 UJ ug/kg CCV, MSP266893

Chlorpyrifos Ethyl 2.1 U ug/kg  P266893

Chlorpyrifos Methyl 2.1 U ug/kg  P266893

Diazinon 2.1 U ug/kg  P266893

Ethion 2.1 U ug/kg  P266893

Ethoprop 1.1 U ug/kg  P266893

Fenamiphos 4.3 U ug/kg  P266893

Fonofos 1.1 U ug/kg  P266893
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Chemical Analysis Report

Field ID: SL-5 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592949 EPA 8141B Hexazinone 6.4 U ug/kg  P266893

Malathion 2.1 U ug/kg  P266893

Methamidophos** 8.5 UJ ug/kg RPDP266893

Metolachlor 13 U ug/kg  P266893

Metribuzin 4.3 U ug/kg  P266893

Mevinphos 2.1 U ug/kg  P266893

Monocrotophos 2.6 UJ ug/kg CCV, MS,

RPD

P266893

Naled 8.5 U ug/kg  P266893

Norflurazon 6.4 U ug/kg  P266893

Parathion Ethyl 2.1 U ug/kg  P266893

Parathion Methyl 2.1 U ug/kg  P266893

Phorate 1.1 U ug/kg  P266893

Prometryn 4.3 U ug/kg  P266893

Simazine 2.1 U ug/kg  P266893

EPA 8270D Aldrin 0.085 U ug/Kg  P266422

Alpha-BHC 0.043 U ug/Kg  P266422

Beta-BHC 0.043 U ug/Kg  P266422

Delta-BHC 0.028 U ug/Kg  P266422

Gamma-BHC 0.043 U ug/Kg  P266422

Carbophenothion 0.13 U ug/Kg  P266422

Alpha-Chlordane 0.071 I ug/Kg  P266422

Gamma-Chlordane 0.061 I ug/Kg  P266422

Chlorothalonil 0.17 U ug/Kg  P266422

Cypermethrin 0.21 U ug/Kg  P266422

DDD-p,p' 0.043 U ug/Kg  P266422

DDE-p,p' 0.063 I ug/Kg  P266422

DDT-p,p' 0.10 U ug/Kg  P266422

Dicofol 0.53 J ug/Kg  P266422

Dieldrin 1.0 ug/Kg  P266422

Endosulfan I 0.17 U ug/Kg  P266422

Endosulfan II 0.17 U ug/Kg  P266422

Endrin 0.17 U ug/Kg  P266422

Endrin Aldehyde 0.34 U ug/Kg  P266422

Endosulfan Sulfate 0.085 U ug/Kg  P266422

Endrin Ketone 0.34 U ug/Kg  P266422

Heptachlor 0.043 U ug/Kg  P266422

Heptachlor Epoxide 0.085 U ug/Kg  P266422

Methoxychlor 0.043 U ug/Kg  P266422

Mirex 0.47 ug/Kg  P266422

Permethrin 0.10 U ug/Kg  P266422

Trifluralin 0.068 U ug/Kg  P266422

EPA 8276 Chlordane 3.3 ug/Kg MSP266422

Toxaphene 4.3 U ug/Kg  P266422

1592955 EPA 8260C Benzene 2.5 U ug/kg  P266801
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Chemical Analysis Report

Field ID: SL-5 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592955 EPA 8260C Bromodichloromethane 2.5 U ug/kg  P266801

Bromoform 2.5 U ug/kg MSP266801

Bromomethane 2.5 U ug/kg  P266801

2-Butanone 12 U ug/kg  P266801

Carbon tetrachloride 2.5 U ug/kg  P266801

Chlorobenzene 2.5 U ug/kg  P266801

Chloroethane 2.5 U ug/kg  P266801

Chloroform 2.5 U ug/kg  P266801

Chloromethane 2.5 U ug/kg  P266801

Dibromochloromethane 2.5 U ug/kg MSP266801

1,2-Dichlorobenzene 2.5 U ug/kg MSP266801

1,3-Dichlorobenzene 2.5 U ug/kg MSP266801

1,4-Dichlorobenzene 2.5 U ug/kg MSP266801

1,1-Dichloroethane 2.5 U ug/kg  P266801

1,2-Dichloroethane 2.5 U ug/kg  P266801

1,1-Dichloroethene 2.5 U ug/kg  P266801

cis-1,2-Dichloroethene 2.5 U ug/kg  P266801

trans-1,2-Dichloroethene 2.5 U ug/kg  P266801

1,2-Dichloropropane 2.5 U ug/kg  P266801

cis-1,3-Dichloropropene 2.5 U ug/kg MSP266801

trans-1,3-Dichloropropene 2.5 U ug/kg MSP266801

Ethylbenzene 2.5 U ug/kg  P266801

Methylene chloride 9.9 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.5 U ug/kg MSP266801

Tetrachloroethene 2.5 U ug/kg  P266801

Toluene 2.5 U ug/kg  P266801

1,1,1-Trichloroethane 2.5 U ug/kg  P266801

1,1,2-Trichloroethane 2.5 U ug/kg  P266801

Trichloroethene 2.5 U ug/kg  P266801

Trichlorofluoromethane 2.5 U ug/kg  P266801

Vinyl chloride 2.5 U ug/kg  P266801

Methyl-t-butyl ether 2.5 U ug/kg  P266801

o-Xylene 2.5 U ug/kg  P266801

m,p-Xylene 2.5 U ug/kg  P266801

1593009 SM 2540 G (20th) % Solid** 78.0 %  P266390

Ref. Method and Comment:

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.

Sample Location: Villages of Bloomingdale Collection Date/Time: 04/10/2014 03:25 PM

Field ID: SL-6 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592920 DEP SOP: LC-001-2 (based

on EPA 8321B)

2,4-D 7.5 U ug/kg  P266957
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Chemical Analysis Report

Field ID: SL-6 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592920 DEP SOP: LC-001-2 (based

on EPA 8321B)

Diuron 1.1 U ug/kg  P266902

2,4,5-T 7.5 U ug/kg  P266957

Linuron 1.1 U ug/kg  P266902

Acifluorfen 7.5 UJ ug/kg MSP266957

Imidacloprid 1.1 U ug/kg  P266902

Silvex 7.5 U ug/kg  P266957

1592928 EPA 8270D Acenaphthene 7.7 U ug/kg  P266919

Acenaphthylene 7.7 U ug/kg  P266919

Anthracene 7.7 U ug/kg  P266919

Azobenzene/1,2-Diphenylhydrazine 69 U ug/kg  P266919

Benzidine 1.5E+03 U ug/kg MSP266919

Benzo(a)anthracene 7.7 U ug/kg  P266919

Benzo(a)pyrene 7.7 U ug/kg  P266919

Benzo(b)fluoranthene 7.7 U ug/kg  P266919

Benzo(k)fluoranthene 7.7 U ug/kg  P266919

Benzo(g,h,i)perylene 7.7 U ug/kg  P266919

Bis(2-chloroethoxy)methane 69 U ug/kg  P266919

Bis(2-chloroethyl)ether 69 U ug/kg  P266919

Bis(2-chloroisopropyl)ether 69 U ug/kg  P266919

Bis(2-ethylhexyl)phthalate 420 UJ ug/kg LCS, MSP266919

Butyl benzyl phthalate 69 U ug/kg  P266919

4-Bromophenyl phenyl ether 69 U ug/kg  P266919

2-Chloronaphthalene 69 U ug/kg  P266919

4-Chlorophenyl phenyl ether 69 U ug/kg  P266919

Chrysene 7.7 U ug/kg  P266919

Di-n-butyl phthalate 420 U ug/kg  P266919

Di-n-octyl phthalate 69 U ug/kg  P266919

Dibenzo(a,h)anthracene 7.7 U ug/kg  P266919

3,3'-Dichlorobenzidine 4.2E+03 U ug/kg  P266919

Diethyl phthalate 69 U ug/kg  P266919

Dimethyl phthalate 69 U ug/kg  P266919

2,4-Dinitrotoluene 69 U ug/kg  P266919

2,6-Dinitrotoluene 69 U ug/kg  P266919

Fluoranthene 7.7 U ug/kg  P266919

Fluorene 7.7 U ug/kg  P266919

Hexachlorobenzene 69 U ug/kg  P266919

Hexachlorobutadiene 210 U ug/kg  P266919

Hexachlorocyclopentadiene 69 U ug/kg MSP266919

Hexachloroethane 210 U ug/kg MSP266919

Indeno(1,2,3-cd)pyrene 7.7 U ug/kg  P266919

Isophorone 69 U ug/kg  P266919

Naphthalene 7.7 U ug/kg  P266919

Nitrobenzene 69 U ug/kg  P266919

N-Nitrosodimethylamine 420 U ug/kg  P266919
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Chemical Analysis Report

Field ID: SL-6 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592928 EPA 8270D N-Nitrosodi-n-propylamine 69 U ug/kg  P266919

Phenanthrene 7.7 U ug/kg  P266919

Pyrene 7.7 U ug/kg  P266919

1,2,4-Trichlorobenzene 210 U ug/kg  P266919

4-Chloro-3-methylphenol 69 U ug/kg  P266919

2-Chlorophenol 210 U ug/kg  P266919

2,4-Dichlorophenol 69 U ug/kg  P266919

2,4-Dimethylphenol 420 U ug/kg  P266919

2,4-Dinitrophenol 420 UJ ug/kg CCV, LCS,

MS

P266919

2-Methyl-4,6-dinitrophenol 69 U ug/kg  P266919

2-Nitrophenol 69 U ug/kg  P266919

4-Nitrophenol 69 U ug/kg  P266919

Pentachlorophenol 69 U ug/kg  P266919

Phenol 69 U ug/kg  P266919

2,4,6-Trichlorophenol 69 U ug/kg  P266919

N-Nitrosodiphenylamine/

Diphenylamine

69 U ug/kg  P266919

1592942 EPA 6020A Arsenic 0.63 mg/Kg  P266663

Barium 42.1 mg/Kg  P266663

Cadmium 0.11 I mg/Kg  P266663

Chromium 9.11 mg/Kg  P266663

Lead 4.9 mg/Kg  P266663

Selenium 0.33 I mg/Kg  P266663

Silver 0.040 I mg/Kg  P266663

1592950 EPA 8141B Alachlor 14 U ug/kg  P266893

Ametryn 2.0 U ug/kg  P266893

Atrazine 2.0 U ug/kg  P266893

Azinphos Methyl 6.0 UJ ug/kg CCVP266893

Bromacil 12 UJ ug/kg CCV, MSP266893

Chlorpyrifos Ethyl 2.0 U ug/kg  P266893

Chlorpyrifos Methyl 2.0 U ug/kg  P266893

Diazinon 2.0 U ug/kg  P266893

Ethion 2.0 U ug/kg  P266893

Ethoprop 1.0 U ug/kg  P266893

Fenamiphos 4.0 U ug/kg  P266893

Fonofos 1.0 U ug/kg  P266893

Hexazinone 6.0 U ug/kg  P266893

Malathion 2.0 U ug/kg  P266893

Methamidophos** 8.0 UJ ug/kg RPDP266893

Metolachlor 12 U ug/kg  P266893

Metribuzin 4.0 U ug/kg  P266893

Mevinphos 2.0 U ug/kg  P266893

Monocrotophos 2.4 UJ ug/kg CCV, MS,

RPD

P266893

Naled 8.0 U ug/kg  P266893

Norflurazon 6.0 U ug/kg  P266893
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Chemical Analysis Report

Field ID: SL-6 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592950 EPA 8141B Parathion Ethyl 2.0 U ug/kg  P266893

Parathion Methyl 2.0 U ug/kg  P266893

Phorate 1.0 U ug/kg  P266893

Prometryn 4.0 U ug/kg  P266893

Simazine 2.0 U ug/kg  P266893

EPA 8270D Aldrin 0.077 U ug/Kg  P266422

Alpha-BHC 0.039 U ug/Kg  P266422

Beta-BHC 0.039 U ug/Kg  P266422

Delta-BHC 0.025 U ug/Kg  P266422

Gamma-BHC 0.039 U ug/Kg  P266422

Carbophenothion 0.12 U ug/Kg  P266422

Alpha-Chlordane 0.072 I ug/Kg  P266422

Gamma-Chlordane 0.060 I ug/Kg  P266422

Chlorothalonil 0.15 U ug/Kg  P266422

Cypermethrin 0.19 U ug/Kg  P266422

DDD-p,p' 0.039 U ug/Kg  P266422

DDE-p,p' 0.075 I ug/Kg  P266422

DDT-p,p' 0.092 U ug/Kg  P266422

Dicofol 0.60 J ug/Kg  P266422

Dieldrin 1.3 ug/Kg  P266422

Endosulfan I 0.15 U ug/Kg  P266422

Endosulfan II 0.15 U ug/Kg  P266422

Endrin 0.15 U ug/Kg  P266422

Endrin Aldehyde 0.31 U ug/Kg  P266422

Endosulfan Sulfate 0.077 U ug/Kg  P266422

Endrin Ketone 0.31 U ug/Kg  P266422

Heptachlor 0.039 U ug/Kg  P266422

Heptachlor Epoxide 0.077 U ug/Kg  P266422

Methoxychlor 0.039 U ug/Kg  P266422

Mirex 0.44 ug/Kg  P266422

Permethrin 0.092 U ug/Kg  P266422

Trifluralin 0.062 U ug/Kg  P266422

EPA 8276 Chlordane 3.8 J ug/Kg MSP266422

Toxaphene 3.9 U ug/Kg  P266422

1592956 EPA 8260C Benzene 2.2 U ug/kg  P266801

Bromodichloromethane 2.2 U ug/kg  P266801

Bromoform 2.2 U ug/kg MSP266801

Bromomethane 2.2 U ug/kg  P266801

2-Butanone 11 U ug/kg  P266801

Carbon tetrachloride 2.2 U ug/kg  P266801

Chlorobenzene 2.2 U ug/kg  P266801

Chloroethane 2.2 U ug/kg  P266801

Chloroform 2.2 U ug/kg  P266801

Chloromethane 2.2 U ug/kg  P266801

Dibromochloromethane 2.2 U ug/kg MSP266801
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Chemical Analysis Report

Field ID: SL-6 Matrix: S-SOIL

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1592956 EPA 8260C 1,2-Dichlorobenzene 2.2 U ug/kg MSP266801

1,3-Dichlorobenzene 2.2 U ug/kg MSP266801

1,4-Dichlorobenzene 2.2 U ug/kg MSP266801

1,1-Dichloroethane 2.2 U ug/kg  P266801

1,2-Dichloroethane 2.2 U ug/kg  P266801

1,1-Dichloroethene 2.2 U ug/kg  P266801

cis-1,2-Dichloroethene 2.2 U ug/kg  P266801

trans-1,2-Dichloroethene 2.2 U ug/kg  P266801

1,2-Dichloropropane 2.2 U ug/kg  P266801

cis-1,3-Dichloropropene 2.2 U ug/kg MSP266801

trans-1,3-Dichloropropene 2.2 U ug/kg MSP266801

Ethylbenzene 2.2 U ug/kg  P266801

Methylene chloride 8.9 U ug/kg  P266801

1,1,2,2-Tetrachloroethane 2.2 U ug/kg MSP266801

Tetrachloroethene 2.2 U ug/kg  P266801

Toluene 2.2 U ug/kg  P266801

1,1,1-Trichloroethane 2.2 U ug/kg  P266801

1,1,2-Trichloroethane 2.2 U ug/kg  P266801

Trichloroethene 2.2 U ug/kg  P266801

Trichlorofluoromethane 2.2 U ug/kg  P266801

Vinyl chloride 2.2 U ug/kg  P266801

Methyl-t-butyl ether 2.2 U ug/kg  P266801

o-Xylene 2.2 U ug/kg  P266801

m,p-Xylene 2.2 U ug/kg  P266801

1593010 SM 2540 G (20th) % Solid** 86.5 %  P266390

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Quality control failure(s) observed.

EPA 8270D:  Precision for benzidine is not available due to no recoveries in duplicate matrix spikes and the result qualified with "J".  Quality control

failure(s) observed.

EPA 8141B:  Quality control failure(s) observed.

EPA 8270D:  Quality control failure(s) observed. Results for Dicofol estimated due to second source QC standard recovery outside of the control limits.

EPA 8276:  Quality control failure(s) observed.

EPA 8260C:  The MDL for dichlorodifluoromethane is slightly elevated due to a temporary instrumental background in the method blank.

Sample Location: TRIP BLANK Collection Date/Time: 04/10/2014 09:30 AM

Field ID: 00057122-TB 07-APR-2014 Matrix: W-TRIP-BLK

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1593051 EPA 8260C Acetone 5.0 U ug/L  P266500

Benzene 0.20 U ug/L  P266500

Bromodichloromethane 0.20 U ug/L  P266500

Bromoform 0.20 U ug/L  P266500

Bromomethane 0.50 U ug/L  P266500

2-Butanone 5.0 U ug/L  P266500

Carbon disulfide 0.50 U ug/L  P266500

Carbon tetrachloride 0.20 U ug/L  P266500

Chlorobenzene 0.20 U ug/L  P266500

Chloroethane 0.50 U ug/L  P266500
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Chemical Analysis Report

Field ID: 00057122-TB 07-APR-2014 Matrix: W-TRIP-BLK

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1593051 EPA 8260C 2-Chloroethylvinyl ether 0.20 U ug/L  P266500

Chloroform 0.20 U ug/L  P266500

Chloromethane 0.50 U ug/L  P266500

Dibromochloromethane 0.20 U ug/L  P266500

1,2-Dichlorobenzene 0.50 U ug/L  P266500

1,3-Dichlorobenzene 0.50 U ug/L  P266500

1,4-Dichlorobenzene 0.50 U ug/L  P266500

1,1-Dichloroethane 0.20 U ug/L  P266500

1,2-Dichloroethane 0.50 U ug/L  P266500

1,1-Dichloroethene 0.20 U ug/L  P266500

cis-1,2-Dichloroethene 0.20 U ug/L  P266500

trans-1,2-Dichloroethene 0.20 U ug/L  P266500

1,2-Dichloropropane 0.20 U ug/L  P266500

cis-1,3-Dichloropropene 0.20 U ug/L  P266500

trans-1,3-Dichloropropene 0.20 U ug/L  P266500

Ethylbenzene 0.20 U ug/L  P266500

4-Methyl-2-Pentanone 5.0 U ug/L  P266500

Methylene chloride 1.0 U ug/L  P266500

1,1,2,2-Tetrachloroethane 0.20 U ug/L  P266500

Tetrachloroethene 0.20 U ug/L  P266500

Toluene 0.50 U ug/L  P266500

1,1,1-Trichloroethane 0.20 U ug/L  P266500

1,1,2-Trichloroethane 0.20 U ug/L  P266500

Trichloroethene 0.20 U ug/L  P266500

Trichlorofluoromethane 0.20 U ug/L  P266500

Vinyl chloride 0.20 U ug/L  P266500

Methyl-t-butyl ether 0.20 U ug/L  P266500

o-Xylene 0.50 U ug/L  P266500

m,p-Xylene 0.50 U ug/L  P266500

Quality Assurance Report

Method Blank Results

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Batch ID: P266246

Component Result Code Units

Aldrin 0.0020 U ug/L

Alpha-BHC 0.0020 U ug/L

Beta-BHC 0.0020 U ug/L

Carbophenothion 0.0060 U ug/L

Chlordane 0.020 U ug/L

Chlorothalonil 0.0080 U ug/L

Cypermethrin 0.012 U ug/L

DDD-p,p' 0.0040 U ug/L

DDE-p,p' 0.0040 U ug/L

DDT-p,p' 0.0040 U ug/L

Delta-BHC 0.0020 U ug/L
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Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Batch ID: P266246

Component Result Code Units

Dicofol 0.024 U ug/L

Dieldrin 0.0020 U ug/L

Endosulfan I 0.0020 U ug/L

Endosulfan II 0.0020 U ug/L

Endosulfan Sulfate 0.0040 U ug/L

Endrin 0.0040 U ug/L

Endrin Aldehyde 0.0040 U ug/L

Gamma-BHC 0.0020 U ug/L

Heptachlor 0.0020 U ug/L

Heptachlor Epoxide 0.0020 U ug/L

Methoxychlor 0.010 U ug/L

Mirex 0.0040 U ug/L

PCB-1016 0.020 U ug/L

PCB-1221 0.020 U ug/L

PCB-1232 0.020 U ug/L

PCB-1242 0.020 U ug/L

PCB-1248 0.020 U ug/L

PCB-1254 0.020 U ug/L

PCB-1260 0.020 U ug/L

Permethrin 0.010 U ug/L

Toxaphene 0.10 U ug/L

Trifluralin 0.0080 U ug/L

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component Result Code Units

Alachlor 0.060 U ug/L

Ametryn 0.010 U ug/L

Atrazine 0.010 U ug/L

Atrazine Desethyl 0.010 U ug/L

Atrazine Desisopropyl 0.010 U ug/L

Azinphos Methyl 0.020 U ug/L

Bromacil 0.040 U ug/L

Butylate 0.020 U ug/L

Chlorpyrifos Ethyl 0.010 U ug/L

Chlorpyrifos Methyl 0.010 U ug/L

Demeton 0.024 U ug/L

Diazinon 0.010 U ug/L

Disulfoton 0.0050 U ug/L

Ethion 0.010 U ug/L

Ethoprop 0.0050 U ug/L

Fenamiphos 0.030 U ug/L

Fonofos 0.010 U ug/L

Hexazinone 0.030 U ug/L

Malathion 0.010 U ug/L

Metalaxyl 0.040 U ug/L

Metolachlor 0.060 U ug/L

Metribuzin 0.020 U ug/L

Mevinphos 0.010 U ug/L

Naled 0.040 U ug/L

Norflurazon 0.030 U ug/L
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Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component Result Code Units

Parathion Ethyl 0.020 U ug/L

Parathion Methyl 0.010 U ug/L

Phorate 0.0050 U ug/L

Prometon 0.020 U ug/L

Prometryn 0.020 U ug/L

Simazine 0.010 U ug/L

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266272

Component Result Code Units

2,4,5-T 0.0020 U ug/L

2,4-D 0.0020 U ug/L

Acifluorfen 0.0020 U ug/L

Bentazon 0.0020 U ug/L

Diuron 0.0020 U ug/L

Imidacloprid 0.0020 U ug/L

Linuron 0.0020 U ug/L

Silvex 0.0020 U ug/L

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266454

Component Result Code Units

Sucralose 0.010 U ug/L

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266902

Component Result Code Units

Diuron 1.0 U ug/kg

Imidacloprid 1.0 U ug/kg

Linuron 1.0 U ug/kg

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266957

Component Result Code Units

2,4,5-T 6.5 U ug/kg

2,4-D 6.5 U ug/kg

Acifluorfen 6.5 U ug/kg

Silvex 6.5 U ug/kg

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266286

Component Result Code Units

Ammonia-N 0.002 U mg N/L
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266433

Component Result Code Units

Ammonia-N 0.002 U mg N/L

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266356

Component Result Code Units

NO2NO3-N 0.004 U mg N/L

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266357

Component Result Code Units

NO2NO3-N 0.004 U mg N/L

Reference Method: EPA 6020A

Batch ID: P266585

Component Result Code Units

Aluminum 5.0 U ug/L

Antimony 0.25 U ug/L

Arsenic 0.25 U ug/L

Barium 1.04 ug/L

Beryllium 0.025 U ug/L

Boron 2.0 U ug/L

Cadmium 0.050 U ug/L

Chromium 0.30 U ug/L

Cobalt 0.030 U ug/L

Copper 0.50 U ug/L

Lead 0.20 U ug/L

Manganese 0.20 U ug/L

Molybdenum 0.15 U ug/L

Nickel 0.25 U ug/L

Selenium 0.20 U ug/L

Silver 0.025 U ug/L

Thallium 0.10 U ug/L

Zinc 5.0 U ug/L

Reference Method: EPA 6020A

Batch ID: P266663

Component Result Code Units

Arsenic 0.099 U mg/Kg

Barium 0.25 U mg/Kg

Cadmium 0.050 U mg/Kg

Chromium 0.25 U mg/Kg

Lead 0.37 U mg/Kg

Selenium 0.15 U mg/Kg

Silver 0.012 U mg/Kg
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 6020A

Batch ID: P266856

Component Result Code Units

Barium 0.20 U ug/L

Reference Method: EPA 8141B

Batch ID: P266893

Component Result Code Units

Alachlor 12 U ug/kg

Ametryn 1.7 U ug/kg

Atrazine 1.7 U ug/kg

Azinphos Methyl 5.0 U ug/kg

Bromacil 10 U ug/kg

Chlorpyrifos Ethyl 1.7 U ug/kg

Chlorpyrifos Methyl 1.7 U ug/kg

Diazinon 1.7 U ug/kg

Ethion 1.7 U ug/kg

Ethoprop 0.83 U ug/kg

Fenamiphos 3.3 U ug/kg

Fonofos 0.83 U ug/kg

Hexazinone 5.0 U ug/kg

Malathion 1.7 U ug/kg

Methamidophos 6.7 U ug/kg

Metolachlor 10 U ug/kg

Metribuzin 3.3 U ug/kg

Mevinphos 1.7 U ug/kg

Monocrotophos 2.0 U ug/kg

Naled 6.7 U ug/kg

Norflurazon 5.0 U ug/kg

Parathion Ethyl 1.7 U ug/kg

Parathion Methyl 1.7 U ug/kg

Phorate 0.83 U ug/kg

Prometryn 3.3 U ug/kg

Simazine 1.7 U ug/kg

Reference Method: EPA 8260C

Batch ID: P266500

Component Result Code Units

1,1,1-Trichloroethane 0.20 U ug/L

1,1,2,2-Tetrachloroethane 0.20 U ug/L

1,1,2-Trichloroethane 0.20 U ug/L

1,1-Dichloroethane 0.20 U ug/L

1,1-Dichloroethene 0.20 U ug/L

1,2-Dichlorobenzene 0.50 U ug/L

1,2-Dichloroethane 0.50 U ug/L

1,2-Dichloropropane 0.20 U ug/L

1,3-Dichlorobenzene 0.50 U ug/L

1,4-Dichlorobenzene 0.50 U ug/L

2-Butanone 5.0 U ug/L

2-Chloroethylvinyl ether 0.20 U ug/L

4-Methyl-2-Pentanone 5.0 U ug/L

Acetone 5.0 U ug/L

Benzene 0.20 U ug/L
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 8260C

Batch ID: P266500

Component Result Code Units

Bromodichloromethane 0.20 U ug/L

Bromoform 0.20 U ug/L

Bromomethane 0.50 U ug/L

Carbon disulfide 0.50 U ug/L

Carbon tetrachloride 0.20 U ug/L

Chlorobenzene 0.20 U ug/L

Chloroethane 0.50 U ug/L

Chloroform 0.20 U ug/L

Chloromethane 0.50 U ug/L

cis-1,2-Dichloroethene 0.20 U ug/L

cis-1,3-Dichloropropene 0.20 U ug/L

Dibromochloromethane 0.20 U ug/L

Ethylbenzene 0.20 U ug/L

m,p-Xylene 0.50 U ug/L

Methylene chloride 1.0 U ug/L

Methyl-t-butyl ether 0.20 U ug/L

o-Xylene 0.50 U ug/L

Tetrachloroethene 0.20 U ug/L

Toluene 0.50 U ug/L

trans-1,2-Dichloroethene 0.20 U ug/L

trans-1,3-Dichloropropene 0.20 U ug/L

Trichloroethene 0.20 U ug/L

Trichlorofluoromethane 0.20 U ug/L

Vinyl chloride 0.20 U ug/L

Reference Method: EPA 8260C

Batch ID: P266801

Component Result Code Units

1,1,1-Trichloroethane 2.0 U ug/kg

1,1,2,2-Tetrachloroethane 2.0 U ug/kg

1,1,2-Trichloroethane 2.0 U ug/kg

1,1-Dichloroethane 2.0 U ug/kg

1,1-Dichloroethene 2.0 U ug/kg

1,2-Dichlorobenzene 2.0 U ug/kg

1,2-Dichloroethane 2.0 U ug/kg

1,2-Dichloropropane 2.0 U ug/kg

1,3-Dichlorobenzene 2.0 U ug/kg

1,4-Dichlorobenzene 2.0 U ug/kg

2-Butanone 10 U ug/kg

Benzene 2.0 U ug/kg

Bromodichloromethane 2.0 U ug/kg

Bromoform 2.0 U ug/kg

Bromomethane 2.0 U ug/kg

Carbon tetrachloride 2.0 U ug/kg

Chlorobenzene 2.0 U ug/kg

Chloroethane 2.0 U ug/kg

Chloroform 2.0 U ug/kg

Chloromethane 2.0 U ug/kg

cis-1,2-Dichloroethene 2.0 U ug/kg

cis-1,3-Dichloropropene 2.0 U ug/kg

Dibromochloromethane 2.0 U ug/kg
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 8260C

Batch ID: P266801

Component Result Code Units

Ethylbenzene 2.0 U ug/kg

m,p-Xylene 2.0 U ug/kg

Methylene chloride 8.0 U ug/kg

Methyl-t-butyl ether 2.0 U ug/kg

o-Xylene 2.0 U ug/kg

Tetrachloroethene 2.0 U ug/kg

Toluene 2.0 U ug/kg

trans-1,2-Dichloroethene 2.0 U ug/kg

trans-1,3-Dichloropropene 2.0 U ug/kg

Trichloroethene 2.0 U ug/kg

Trichlorofluoromethane 2.0 U ug/kg

Vinyl chloride 2.0 U ug/kg

Reference Method: EPA 8270D

Batch ID: P266384

Component Result Code Units

1,2,4,5-Tetrachlorobenzene 1.0 U ug/L

1,2,4-Trichlorobenzene 1.0 U ug/L

1,3,5-Trinitrobenzene 4.0 U ug/L

1,3-Dinitrobenzene 2.0 U ug/L

1-Naphthylamine 10 U ug/L

2,3,4,6-Tetrachlorophenol 2.0 U ug/L

2,4,5-Trichlorophenol 1.0 U ug/L

2,4,6-Trichlorophenol 0.40 U ug/L

2,4-Dichlorophenol 1.0 U ug/L

2,4-Dimethylphenol 10 U ug/L

2,4-Dinitrophenol 15 U ug/L

2,4-Dinitrotoluene 1.0 U ug/L

2,6-Dichlorophenol 1.0 U ug/L

2,6-Dinitrotoluene 1.0 U ug/L

2-Acetylaminofluorene 1.0 U ug/L

2-Chloronaphthalene 1.0 U ug/L

2-Chlorophenol 1.0 U ug/L

2-Methyl-4,6-dinitrophenol 3.0 U ug/L

2-Methylnaphthalene 0.20 U ug/L

2-Naphthylamine 10 U ug/L

2-Nitroaniline 1.0 U ug/L

2-Nitrophenol 1.0 U ug/L

2-Picoline 1.0 U ug/L

3,3'-Dichlorobenzidine 40 U ug/L

4-Aminobiphenyl 4.0 U ug/L

4-Bromophenyl phenyl ether 1.0 U ug/L

4-Chloro-3-methylphenol 1.0 U ug/L

4-Chlorophenyl phenyl ether 2.0 U ug/L

4-Nitrophenol 15 U ug/L

5-Nitro-o-toluidine 1.0 U ug/L

7,12-Dimethylbenz(a)anthracene 1.0 U ug/L

Acenaphthene 0.20 U ug/L

Acenaphthylene 0.20 U ug/L

Acetophenone 1.0 U ug/L

Aniline 1.0 U ug/L
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 8270D

Batch ID: P266384

Component Result Code Units

Anthracene 0.20 U ug/L

Azobenzene/1,2-Diphenylhydrazine 1.0 U ug/L

Benzidine 100 U ug/L

Benzo(a)anthracene 0.20 U ug/L

Benzo(a)pyrene 0.20 U ug/L

Benzo(b)fluoranthene 0.20 U ug/L

Benzo(g,h,i)perylene 0.20 U ug/L

Benzo(k)fluoranthene 0.20 U ug/L

Benzyl alcohol 1.0 U ug/L

Bis(2-chloroethoxy)methane 1.0 U ug/L

Bis(2-chloroethyl)ether 1.0 U ug/L

Bis(2-chloroisopropyl)ether 3.0 U ug/L

Bis(2-ethylhexyl)phthalate 2.0 U ug/L

Butyl benzyl phthalate 1.0 U ug/L

Chrysene 0.20 U ug/L

Dibenzo(a,h)anthracene 0.20 U ug/L

Dibenzofuran 1.0 U ug/L

Diethyl phthalate 1.0 U ug/L

Dimethyl phthalate 1.0 U ug/L

Dimethylaminoazobenzene 1.0 U ug/L

Di-n-butyl phthalate 1.0 U ug/L

Di-n-octyl phthalate 1.0 U ug/L

Dinoseb 4.0 U ug/L

Ethyl methanesulfonate 1.0 U ug/L

Fluoranthene 0.20 U ug/L

Fluorene 0.20 U ug/L

Hexachlorobenzene 1.0 U ug/L

Hexachlorobutadiene 3.0 U ug/L

Hexachlorocyclopentadiene 3.0 U ug/L

Hexachloroethane 3.0 U ug/L

Hexachloropropene 2.0 U ug/L

Indeno(1,2,3-cd)pyrene 0.20 U ug/L

Isophorone 1.0 U ug/L

Isosafrole 1.0 U ug/L

m,p-Cresols 2.0 U ug/L

Naphthalene 0.20 U ug/L

Nitrobenzene 2.0 U ug/L

N-Nitrosodiethylamine 1.0 U ug/L

N-Nitrosodimethylamine 2.0 U ug/L

N-Nitrosodi-n-propylamine 2.0 U ug/L

N-Nitrosodiphenylamine/ Diphenylamine 3.0 U ug/L

N-Nitrosomethylethylamine 2.0 U ug/L

N-Nitrosomorpholine 1.0 U ug/L

N-Nitrosopiperidine 1.0 U ug/L

N-Nitrosopyrrolidine 2.0 U ug/L

o-Cresol 2.0 U ug/L

o-Toluidine 1.0 U ug/L

Pentachlorobenzene 1.0 U ug/L

Pentachloroethane 50 U ug/L

Pentachloronitrobenzene 1.0 U ug/L

Pentachlorophenol 3.0 U ug/L

Phenacetin 4.0 U ug/L
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 8270D

Batch ID: P266384

Component Result Code Units

Phenanthrene 0.20 U ug/L

Phenol 1.0 U ug/L

Pyrene 0.20 U ug/L

Pyridine 4.0 U ug/L

Safrole 1.0 U ug/L

Reference Method: EPA 8270D

Batch ID: P266422

Component Result Code Units

Aldrin 0.067 U ug/Kg

Alpha-BHC 0.033 U ug/Kg

Alpha-Chlordane 0.033 U ug/Kg

Beta-BHC 0.033 U ug/Kg

Carbophenothion 0.10 U ug/Kg

Chlorothalonil 0.13 U ug/Kg

Cypermethrin 0.17 U ug/Kg

DDD-p,p' 0.033 U ug/Kg

DDE-p,p' 0.022 U ug/Kg

DDT-p,p' 0.080 U ug/Kg

Delta-BHC 0.029 I ug/Kg

Dicofol 0.067 U ug/Kg

Dieldrin 0.13 U ug/Kg

Endosulfan I 0.13 U ug/Kg

Endosulfan II 0.13 U ug/Kg

Endosulfan Sulfate 0.067 U ug/Kg

Endrin 0.13 U ug/Kg

Endrin Aldehyde 0.27 U ug/Kg

Endrin Ketone 0.27 U ug/Kg

Gamma-BHC 0.033 U ug/Kg

Gamma-Chlordane 0.033 U ug/Kg

Heptachlor 0.033 U ug/Kg

Heptachlor Epoxide 0.067 U ug/Kg

Methoxychlor 0.033 U ug/Kg

Mirex 0.067 U ug/Kg

Permethrin 0.080 U ug/Kg

Trifluralin 0.053 U ug/Kg

Reference Method: EPA 8270D

Batch ID: P266919

Component Result Code Units

1,2,4-Trichlorobenzene 180 U ug/kg

2,4,6-Trichlorophenol 60 U ug/kg

2,4-Dichlorophenol 60 U ug/kg

2,4-Dimethylphenol 360 U ug/kg

2,4-Dinitrophenol 360 U ug/kg

2,4-Dinitrotoluene 60 U ug/kg

2,6-Dinitrotoluene 60 U ug/kg

2-Chloronaphthalene 60 U ug/kg

2-Chlorophenol 180 U ug/kg

2-Methyl-4,6-dinitrophenol 60 U ug/kg
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Method Blank Results

Reference Method: EPA 8270D

Batch ID: P266919

Component Result Code Units

2-Nitrophenol 60 U ug/kg

3,3'-Dichlorobenzidine 3.6E+03 U ug/kg

4-Bromophenyl phenyl ether 60 U ug/kg

4-Chloro-3-methylphenol 60 U ug/kg

4-Chlorophenyl phenyl ether 60 U ug/kg

4-Nitrophenol 60 U ug/kg

Acenaphthene 6.7 U ug/kg

Acenaphthylene 6.7 U ug/kg

Anthracene 6.7 U ug/kg

Azobenzene/1,2-Diphenylhydrazine 60 U ug/kg

Benzidine 1.3E+03 U ug/kg

Benzo(a)anthracene 6.7 U ug/kg

Benzo(a)pyrene 6.7 U ug/kg

Benzo(b)fluoranthene 6.7 U ug/kg

Benzo(g,h,i)perylene 6.7 U ug/kg

Benzo(k)fluoranthene 6.7 U ug/kg

Bis(2-chloroethoxy)methane 60 U ug/kg

Bis(2-chloroethyl)ether 60 U ug/kg

Bis(2-chloroisopropyl)ether 60 U ug/kg

Bis(2-ethylhexyl)phthalate 360 U ug/kg

Butyl benzyl phthalate 60 U ug/kg

Chrysene 6.7 U ug/kg

Dibenzo(a,h)anthracene 6.7 U ug/kg

Diethyl phthalate 60 U ug/kg

Dimethyl phthalate 60 U ug/kg

Di-n-butyl phthalate 360 U ug/kg

Di-n-octyl phthalate 60 U ug/kg

Fluoranthene 6.7 U ug/kg

Fluorene 6.7 U ug/kg

Hexachlorobenzene 60 U ug/kg

Hexachlorobutadiene 180 U ug/kg

Hexachlorocyclopentadiene 60 U ug/kg

Hexachloroethane 180 U ug/kg

Indeno(1,2,3-cd)pyrene 6.7 U ug/kg

Isophorone 60 U ug/kg

Naphthalene 6.7 U ug/kg

Nitrobenzene 60 U ug/kg

N-Nitrosodimethylamine 360 U ug/kg

N-Nitrosodi-n-propylamine 60 U ug/kg

N-Nitrosodiphenylamine/ Diphenylamine 60 U ug/kg

Pentachlorophenol 60 U ug/kg

Phenanthrene 6.7 U ug/kg

Phenol 60 U ug/kg

Pyrene 6.7 U ug/kg

Reference Method: EPA 8276

Batch ID: P266422

Component Result Code Units

Chlordane 0.33 U ug/Kg

Toxaphene 3.3 U ug/Kg
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Batch ID: P266246

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Aldrin 84.9 75.3 P/P 70 - 125

Alpha-BHC 74.9 75.2 P/P 70 - 125

Beta-BHC 90.3 88.6 P/P 70 - 125

DDD-p,p' 104 94.1 P/P 70 - 125

DDE-p,p' 97.3 87.4 P/P 70 - 125

DDT-p,p' 95.1 86.4 P/P 70 - 125

Delta-BHC 91.3 83.1 P/P 70 - 125

Dieldrin 96.0 86.3 P/P 70 - 125

Endosulfan I 92.8 90.1 P/P 70 - 125

Endosulfan II 106 95.5 P/P 70 - 125

Endosulfan Sulfate 105 94.0 P/P 70 - 125

Endrin 96.7 87.5 P/P 70 - 125

Endrin Aldehyde 101 84.8 P/P 70 - 125

Gamma-BHC 97.1 88.8 P/P 70 - 125

Heptachlor 95.5 87.3 P/P 70 - 125

Heptachlor Epoxide 115 101 P/P 70 - 125

Methoxychlor 119 110 P/P 70 - 125

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Ametryn 129 128 P/P 60 - 130

Atrazine 119 120 P/P 60 - 130

Atrazine Desethyl 91.5 91.3 P/P 50 - 95.0

Chlorpyrifos Ethyl 125 120 P/P 60 - 130

Chlorpyrifos Methyl 114 96.3 P/P 60 - 130

Disulfoton 117 123 P/P 60 - 130

Ethion 87.4 86.2 P/P 60 - 130

Ethoprop 118 128 P/P 60 - 130

Hexazinone 129 130 P/P 60 - 130

Malathion 119 122 P/P 60 - 130

Metribuzin 122 123 P/P 60 - 130

Mevinphos 129 120 P/P 60 - 130

Norflurazon 127 123 P/P 60 - 130

Phorate 122 117 P/P 60 - 130

Prometryn 126 123 P/P 60 - 130

Simazine 118 122 P/P 60 - 130

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266272

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

2,4,5-T 56.8 62.0 P/P 40 - 150

2,4-D 71.2 67.6 P/P 40 - 150

Acifluorfen 63.6 71.6 P/P 40 - 150

Bentazon 81.2 76.4 P/P 40 - 150

Diuron 104 106 P/P 40 - 150

Imidacloprid 87.2 105 P/P 40 - 150

Linuron 82.8 93.2 P/P 40 - 150

Silvex 75.2 80.8 P/P 40 - 150
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266454

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Sucralose 57.2 74.0 P/P 40 - 130

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266902

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Diuron 108 110 P/P 40 - 150

Imidacloprid 120 121 P/P 40 - 150

Linuron 116 100 P/P 40 - 150

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266957

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

2,4,5-T 74.5 74.6 P/P 40 - 150

2,4-D 73.9 75.6 P/P 40 - 150

Acifluorfen 72.4 72.9 P/P 40 - 150

Silvex 69.4 69.5 P/P 40 - 150

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266286

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Ammonia-N 101 P 90 - 110

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266433

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Ammonia-N 98.6 P 90 - 110

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266356

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

NO2NO3-N 98.5 P 90 - 110

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266357

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

NO2NO3-N 101 P 90 - 110

Reference Method: EPA 6020A

Batch ID: P266585

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Aluminum 100 P 85 - 115

Antimony 101 P 85 - 115

Arsenic 103 P 85 - 115

Barium 105 P 85 - 115

Beryllium 101 P 85 - 115
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 6020A

Batch ID: P266585

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Boron 104 P 85 - 115

Cadmium 98.5 P 85 - 115

Chromium 100 P 85 - 115

Cobalt 103 P 85 - 115

Copper 101 P 85 - 115

Lead 95.6 P 85 - 115

Manganese 100 P 85 - 115

Molybdenum 104 P 85 - 115

Nickel 102 P 85 - 115

Selenium 103 P 85 - 115

Silver 102 P 85 - 115

Thallium 103 P 85 - 115

Zinc 101 P 85 - 115

Reference Method: EPA 6020A

Batch ID: P266663

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Arsenic 103 P 80 - 120

Barium 106 P 80 - 120

Cadmium 104 P 80 - 120

Chromium 105 P 80 - 120

Lead 106 P 80 - 120

Selenium 105 P 80 - 120

Silver 106 P 80 - 120

Reference Method: EPA 6020A

Batch ID: P266856

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Barium 104 P 85 - 115

Reference Method: EPA 8141B

Batch ID: P266893

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Alachlor 115 113 P/P 60 - 130

Azinphos Methyl 121 110 P/P 70 - 145

Bromacil 98.6 95.6 P/P 60 - 130

Diazinon 121 115 P/P 60 - 130

Fenamiphos 118 107 P/P 60 - 130

Fonofos 115 105 P/P 60 - 130

Methamidophos 101 44.1 P/P 25 - 140

Metolachlor 106 103 P/P 60 - 130

Monocrotophos 123 39.5 P/P 25 - 130

Naled 100 88.9 P/P 50 - 130

Parathion Ethyl 103 107 P/P 60 - 130

Parathion Methyl 99.0 112 P/P 60 - 130



Page 71 of 128
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8260C

Batch ID: P266500

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

1,1,1-Trichloroethane 75.4 81.4 P/P 70 - 130

1,1,2,2-Tetrachloroethane 77.0 80.2 P/P 46 - 157

1,1,2-Trichloroethane 81.0 88.8 P/P 70 - 130

1,1-Dichloroethane 80.8 86.4 P/P 70 - 130

1,1-Dichloroethene 78.5 85.5 P/P 70 - 130

1,2-Dichlorobenzene 79.0 88.6 P/P 70 - 130

1,2-Dichloroethane 82.2 88.7 P/P 70 - 130

1,2-Dichloropropane 79.8 86.2 P/P 70 - 130

1,3-Dichlorobenzene 77.0 85.4 P/P 60 - 140

1,4-Dichlorobenzene 81.0 90.0 P/P 70 - 130

Benzene 84.2 91.2 P/P 70 - 130

Bromodichloromethane 71.6 77.6 P/P 70 - 130

Bromoform 82.1 90.2 P/P 50 - 150

Bromomethane 119 135 P/P 40 - 160

Carbon tetrachloride 72.4 78.2 P/P 70 - 130

Chlorobenzene 80.0 87.5 P/P 70 - 130

Chloroethane 112 121 P/P 40 - 160

Chloroform 78.8 84.4 P/P 70 - 130

Chloromethane 109 117 P/P 40 - 160

cis-1,3-Dichloropropene 70.9 77.1 P/P 60 - 140

Dibromochloromethane 83.8 91.0 P/P 60 - 140

Ethylbenzene 82.0 89.3 P/P 60 - 140

m,p-Xylene 83.4 91.0 P/P 60 - 140

Methylene chloride 82.9 89.9 P/P 70 - 130

Methyl-t-butyl ether 76.8 82.8 P/P 60 - 140

o-Xylene 80.5 87.9 P/P 60 - 140

Tetrachloroethene 80.6 88.1 P/P 70 - 130

Toluene 81.4 87.7 P/P 60 - 140

trans-1,2-Dichloroethene 80.4 87.0 P/P 70 - 130

trans-1,3-Dichloropropene 74.0 81.1 P/P 60 - 140

Trichloroethene 87.4 98.8 P/P 70 - 130

Trichlorofluoromethane 109 119 P/P 40 - 160

Vinyl chloride 98.8 107 P/P 40 - 160

Reference Method: EPA 8260C

Batch ID: P266801

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

1,1,1-Trichloroethane 94.3 89.8 P/P 70 - 130

1,1,2,2-Tetrachloroethane 78.4 82.2 P/P 70 - 130

1,1,2-Trichloroethane 84.9 86.8 P/P 70 - 130

1,1-Dichloroethane 98.3 94.7 P/P 70 - 130

1,1-Dichloroethene 101 97.3 P/P 70 - 130

1,2-Dichlorobenzene 100 99.2 P/P 70 - 130

1,2-Dichloroethane 88.2 89.6 P/P 70 - 130

1,2-Dichloropropane 92.0 89.4 P/P 70 - 130

1,3-Dichlorobenzene 101 99.5 P/P 70 - 130

1,4-Dichlorobenzene 107 105 P/P 70 - 130

Benzene 98.0 94.4 P/P 70 - 130

Bromodichloromethane 86.8 85.6 P/P 70 - 130

Bromoform 75.2 77.2 P/P 70 - 130

Bromomethane 135 129 P/P 40 - 160
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8260C

Batch ID: P266801

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Carbon tetrachloride 93.4 88.8 P/P 70 - 130

Chlorobenzene 96.4 93.8 P/P 70 - 130

Chloroethane 130 125 P/P 40 - 160

Chloroform 92.7 91.2 P/P 70 - 130

Chloromethane 160 152 P/P 40 - 160

cis-1,3-Dichloropropene 76.4 77.1 P/P 70 - 130

Dibromochloromethane 82.6 84.4 P/P 70 - 130

Ethylbenzene 95.0 92.2 P/P 70 - 130

m,p-Xylene 96.0 92.8 P/P 70 - 130

Methylene chloride 98.8 97.6 P/P 70 - 130

Methyl-t-butyl ether 95.1 95.4 P/P 70 - 130

o-Xylene 94.6 92.2 P/P 70 - 130

Tetrachloroethene 95.4 92.5 P/P 70 - 130

Toluene 96.5 93.6 P/P 70 - 130

trans-1,2-Dichloroethene 115 116 P/P 70 - 130

trans-1,3-Dichloropropene 76.6 77.4 P/P 70 - 130

Trichloroethene 99.3 95.0 P/P 70 - 130

Trichlorofluoromethane 132 126 P/P 40 - 160

Vinyl chloride 138 133 P/P 40 - 160

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

1,2,4,5-Tetrachlorobenzene 98.3 97.7 P/P 50 - 130

1,2,4-Trichlorobenzene 88.3 88.6 P/P 50 - 130

1,3,5-Trinitrobenzene 109 110 P/P 50 - 150

1,3-Dinitrobenzene 107 106 P/P 50 - 130

1-Naphthylamine 90.3 95.8 P/P 30 - 130

2,3,4,6-Tetrachlorophenol 112 113 P/P 50 - 130

2,4,5-Trichlorophenol 86.1 84.5 P/P 50 - 130

2,4,6-Trichlorophenol 80.4 81.8 P/P 50 - 130

2,4-Dichlorophenol 88.7 87.2 P/P 50 - 130

2,4-Dimethylphenol 74.4 75.5 P/P 50 - 119

2,4-Dinitrophenol 109 114 P/P 50 - 160

2,4-Dinitrotoluene 85.2 87.8 P/P 50 - 130

2,6-Dichlorophenol 96.9 97.7 P/P 50 - 130

2,6-Dinitrotoluene 95.4 98.1 P/P 50 - 130

2-Acetylaminofluorene 84.3 84.3 P/P 50 - 130

2-Chloronaphthalene 84.0 87.0 P/P 60 - 118

2-Chlorophenol 78.5 79.4 P/P 50 - 130

2-Methyl-4,6-dinitrophenol 114 113 P/P 50 - 150

2-Methylnaphthalene 76.2 78.6 P/P 50 - 130

2-Naphthylamine 90.2 89.3 P/P 40 - 140

2-Nitroaniline 68.3 68.8 P/P 50 - 130

2-Nitrophenol 83.4 81.7 P/P 50 - 130

2-Picoline 55.0 55.6 P/P 50 - 130

3,3'-Dichlorobenzidine 94.6 87.3 P/P 20 - 240

4-Aminobiphenyl 126 132 P/F 50 - 130

4-Bromophenyl phenyl ether 94.4 96.6 P/P 53 - 127

4-Chloro-3-methylphenol 85.5 85.1 P/P 50 - 130

4-Chlorophenyl phenyl ether 92.3 94.5 P/P 50 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

4-Nitrophenol 66.0 67.6 P/P 15 - 110

5-Nitro-o-toluidine 95.6 92.8 P/P 50 - 130

7,12-Dimethylbenz(a)anthracene 78.7 76.6 P/P 50 - 130

Acenaphthene 83.4 85.4 P/P 50 - 130

Acenaphthylene 81.0 83.9 P/P 50 - 130

Acetophenone 81.9 81.0 P/P 50 - 130

Aniline 104 102 P/P 30 - 120

Anthracene 90.3 91.6 P/P 50 - 130

Azobenzene/1,2-Diphenylhydrazine 77.0 78.1 P/P 50 - 130

Benzidine 100 83.2 P/P 1.0 - 240

Benzo(a)anthracene 94.9 97.4 P/P 50 - 130

Benzo(a)pyrene 95.7 98.3 P/P 50 - 130

Benzo(b)fluoranthene 101 100 P/P 50 - 130

Benzo(g,h,i)perylene 95.8 97.5 P/P 50 - 130

Benzo(k)fluoranthene 97.5 101 P/P 50 - 130

Benzyl alcohol 69.4 69.4 P/P 50 - 130

Bis(2-chloroethoxy)methane 85.8 85.8 P/P 50 - 130

Bis(2-chloroethyl)ether 68.2 75.8 P/P 50 - 158

Bis(2-chloroisopropyl)ether 56.5 56.6 P/P 50 - 140

Bis(2-ethylhexyl)phthalate 81.2 84.4 P/P 50 - 158

Butyl benzyl phthalate 89.7 92.5 P/P 50 - 152

Chrysene 97.8 102 P/P 50 - 130

Dibenzo(a,h)anthracene 87.9 89.0 P/P 50 - 130

Dibenzofuran 86.9 90.0 P/P 50 - 130

Diethyl phthalate 91.6 94.1 P/P 50 - 114

Dimethyl phthalate 91.2 94.1 P/P 50 - 112

Dimethylaminoazobenzene 75.4 72.8 P/P 50 - 130

Di-n-butyl phthalate 90.3 92.2 P/P 50 - 118

Di-n-octyl phthalate 83.7 85.9 P/P 50 - 146

Dinoseb 134 132 P/P 50 - 150

Ethyl methanesulfonate 71.5 72.7 P/P 50 - 130

Fluoranthene 96.9 99.5 P/P 50 - 130

Fluorene 90.8 93.5 P/P 59 - 121

Hexachlorobenzene 95.6 96.6 P/P 50 - 130

Hexachlorobutadiene 78.4 78.9 P/P 24 - 116

Hexachlorocyclopentadiene 96.3 99.1 P/P 20 - 130

Hexachloroethane 78.2 80.8 P/P 40 - 113

Hexachloropropene 100 98.9 P/P 50 - 130

Indeno(1,2,3-cd)pyrene 88.1 89.6 P/P 50 - 130

Isophorone 81.6 81.0 P/P 50 - 130

Isosafrole 103 103 P/P 50 - 130

m,p-Cresols 116 114 P/P 50 - 130

Naphthalene 82.7 84.0 P/P 50 - 130

Nitrobenzene 82.6 82.8 P/P 50 - 130

N-Nitrosodiethylamine 63.4 61.7 P/P 50 - 130

N-Nitrosodimethylamine 42.1 40.4 P/P 40 - 120

N-Nitrosodi-n-propylamine 70.6 72.8 P/P 50 - 130

N-Nitrosodiphenylamine/ Diphenylamine 94.8 97.1 P/P 50 - 150

N-Nitrosomethylethylamine 61.2 60.4 P/P 50 - 130

N-Nitrosomorpholine 60.1 59.9 P/P 50 - 150

N-Nitrosopiperidine 79.4 77.3 P/P 50 - 130

N-Nitrosopyrrolidine 54.0 53.5 P/P 50 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

o-Cresol 66.2 68.5 P/P 50 - 130

o-Toluidine 83.4 87.8 P/P 50 - 130

Pentachlorobenzene 94.9 91.9 P/P 50 - 130

Pentachloroethane 77.6 75.9 P/P 20 - 130

Pentachloronitrobenzene 107 106 P/P 50 - 130

Pentachlorophenol 89.2 89.2 P/P 50 - 130

Phenacetin 82.7 82.9 P/P 50 - 130

Phenanthrene 89.6 91.1 P/P 54 - 120

Phenol 44.4 44.6 P/P 20 - 112

Pyrene 100 103 P/P 52 - 115

Pyridine 34.1 33.7 P/P 20 - 130

Safrole 92.2 91.4 P/P 50 - 130

Reference Method: EPA 8270D

Batch ID: P266422

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Aldrin 82.5 73.3 P/P 60 - 130

Alpha-BHC 80.1 69.6 P/P 60 - 130

Alpha-Chlordane 90.8 86.6 P/P 60 - 130

Beta-BHC 85.6 80.0 P/P 60 - 130

Carbophenothion 90.9 92.2 P/P 60 - 130

Chlorothalonil 90.7 84.1 P/P 60 - 130

Cypermethrin 99.9 101 P/P 60 - 130

DDD-p,p' 89.9 90.0 P/P 60 - 130

DDE-p,p' 92.6 88.5 P/P 60 - 130

DDT-p,p' 92.0 90.1 P/P 60 - 130

Delta-BHC 89.3 81.7 P/P 60 - 130

Dicofol 108 103 P/P 60 - 130

Dieldrin 93.4 89.2 P/P 60 - 130

Endosulfan I 90.6 82.1 P/P 60 - 130

Endosulfan II 94.6 91.4 P/P 60 - 130

Endosulfan Sulfate 93.7 93.0 P/P 60 - 130

Endrin 97.8 92.0 P/P 60 - 130

Endrin Aldehyde 88.2 89.7 P/P 60 - 130

Endrin Ketone 94.3 86.9 P/P 60 - 130

Gamma-BHC 83.2 74.6 P/P 60 - 130

Gamma-Chlordane 89.9 86.0 P/P 60 - 130

Heptachlor 89.2 80.7 P/P 60 - 130

Heptachlor Epoxide 84.1 80.8 P/P 60 - 130

Methoxychlor 96.7 93.3 P/P 60 - 130

Mirex 91.5 90.3 P/P 60 - 130

Permethrin 92.8 88.4 P/P 60 - 130

Trifluralin 94.6 84.3 P/P 60 - 130

Reference Method: EPA 8270D

Batch ID: P266919

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

1,2,4-Trichlorobenzene 79.7 75.4 P/P 40 - 140

2,4,6-Trichlorophenol 102 97.7 P/P 40 - 140

2,4-Dichlorophenol 98.6 94.4 P/P 40 - 140
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8270D

Batch ID: P266919

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

2,4-Dimethylphenol 96.1 91.5 P/P 40 - 140

2,4-Dinitrophenol 41.6 31.4 P/F 40 - 140

2,4-Dinitrotoluene 86.8 88.0 P/P 40 - 140

2,6-Dinitrotoluene 96.6 95.4 P/P 40 - 140

2-Chloronaphthalene 91.1 89.5 P/P 40 - 140

2-Chlorophenol 98.7 94.0 P/P 40 - 140

2-Methyl-4,6-dinitrophenol 66.5 59.1 P/P 40 - 140

2-Nitrophenol 73.1 68.6 P/P 40 - 140

3,3'-Dichlorobenzidine 85.0 81.5 P/P 40 - 140

4-Bromophenyl phenyl ether 109 104 P/P 40 - 140

4-Chloro-3-methylphenol 96.6 94.9 P/P 40 - 140

4-Chlorophenyl phenyl ether 94.3 92.0 P/P 40 - 140

4-Nitrophenol 93.1 93.2 P/P 40 - 140

Acenaphthene 90.7 90.2 P/P 40 - 140

Acenaphthylene 92.2 91.2 P/P 40 - 140

Anthracene 100 103 P/P 40 - 140

Azobenzene/1,2-Diphenylhydrazine 111 116 P/P 40 - 140

Benzidine 87.4 76.9 P/P 20 - 140

Benzo(a)anthracene 109 106 P/P 40 - 140

Benzo(a)pyrene 99.8 104 P/P 40 - 140

Benzo(b)fluoranthene 93.2 99.7 P/P 40 - 140

Benzo(g,h,i)perylene 96.1 90.4 P/P 40 - 140

Benzo(k)fluoranthene 97.5 101 P/P 40 - 140

Bis(2-chloroethoxy)methane 95.6 92.0 P/P 40 - 140

Bis(2-chloroethyl)ether 117 107 P/P 40 - 140

Bis(2-chloroisopropyl)ether 86.2 82.7 P/P 40 - 160

Bis(2-ethylhexyl)phthalate 142 170 F/F 40 - 140

Butyl benzyl phthalate 117 113 P/P 40 - 140

Chrysene 109 105 P/P 40 - 140

Dibenzo(a,h)anthracene 106 102 P/P 40 - 140

Diethyl phthalate 102 99.3 P/P 40 - 140

Dimethyl phthalate 95.1 93.6 P/P 40 - 140

Di-n-butyl phthalate 112 106 P/P 40 - 140

Di-n-octyl phthalate 107 117 P/P 40 - 140

Fluoranthene 100 96.7 P/P 40 - 140

Fluorene 94.3 93.4 P/P 40 - 140

Hexachlorobenzene 105 99.4 P/P 40 - 140

Hexachlorobutadiene 77.7 71.5 P/P 40 - 140

Hexachlorocyclopentadiene 54.8 50.0 P/P 40 - 140

Hexachloroethane 77.3 73.4 P/P 40 - 140

Indeno(1,2,3-cd)pyrene 102 100 P/P 40 - 140

Isophorone 91.2 86.5 P/P 40 - 140

Naphthalene 85.2 80.8 P/P 40 - 140

Nitrobenzene 94.2 88.8 P/P 40 - 140

N-Nitrosodimethylamine 96.3 86.0 P/P 40 - 140

N-Nitrosodi-n-propylamine 99.9 95.3 P/P 40 - 140

N-Nitrosodiphenylamine/ Diphenylamine 72.6 74.4 P/P 40 - 140

Pentachlorophenol 98.1 91.8 P/P 40 - 140

Phenanthrene 97.3 98.6 P/P 40 - 140

Phenol 115 107 P/P 40 - 140

Pyrene 96.1 87.7 P/P 40 - 140
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: EPA 8276

Batch ID: P266422

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Chlordane 96.7 91.4 P/P 70 - 130

Toxaphene 111 114 P/P 70 - 130

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Batch ID: P266246

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Aldrin 91.4 P 70 - 1251591628

Alpha-BHC 72.1 P 70 - 1251591628

Beta-BHC 86.9 P 70 - 1251591628

DDD-p,p' 106 P 70 - 1251591628

DDE-p,p' 93.9 P 70 - 1251591628

DDT-p,p' 93.8 P 70 - 1251591628

Delta-BHC 89.5 P 70 - 1251591628

Dieldrin 91.7 P 70 - 1251591628

Endosulfan I 91.0 P 70 - 1251591628

Endosulfan II 107 P 70 - 1251591628

Endosulfan Sulfate 99.5 P 70 - 1251591628

Endrin 94.8 P 70 - 1251591628

Endrin Aldehyde 99.2 P 70 - 1251591628

Gamma-BHC 92.2 P 70 - 1251591628

Heptachlor 125 P 70 - 1251591628

Heptachlor Epoxide 117 P 70 - 1251591628

Methoxychlor 118 P 70 - 1251591628

Aldrin 76.7 85.2 P/P 70 - 1251592987

Alpha-BHC 78.3 76.0 P/P 70 - 1251592987

Beta-BHC 97.5 90.8 P/P 70 - 1251592987

DDD-p,p' 92.2 99.3 P/P 70 - 1251592987

DDE-p,p' 85.8 88.7 P/P 70 - 1251592987

DDT-p,p' 86.9 90.4 P/P 70 - 1251592987

Delta-BHC 88.2 84.5 P/P 70 - 1251592987

Dieldrin 84.3 87.3 P/P 70 - 1251592987

Endosulfan I 89.2 89.5 P/P 70 - 1251592987

Endosulfan II 93.1 98.8 P/P 70 - 1251592987

Endosulfan Sulfate 94.8 91.5 P/P 70 - 1251592987

Endrin 89.9 90.4 P/P 70 - 1251592987

Endrin Aldehyde 84.1 89.5 P/P 70 - 1251592987

Gamma-BHC 91.5 101 P/P 70 - 1251592987

Heptachlor 92.8 102 P/P 70 - 1251592987

Heptachlor Epoxide 95.2 94.8 P/P 70 - 1251592987

Methoxychlor 109 114 P/P 70 - 1251592987

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Ametryn 129 P 60 - 1301591628

Atrazine 120 P 60 - 1301591628
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Atrazine Desethyl 85.1 P 50 - 95.01591628

Chlorpyrifos Ethyl 126 P 60 - 1301591628

Chlorpyrifos Methyl 95.6 P 60 - 1301591628

Disulfoton 110 P 60 - 1301591628

Ethion 88.5 P 60 - 1301591628

Ethoprop 125 P 60 - 1301591628

Hexazinone 127 P 60 - 1301591628

Malathion 120 P 60 - 1301591628

Metribuzin 121 P 60 - 1301591628

Mevinphos 120 P 60 - 1301591628

Norflurazon 119 P 60 - 1301591628

Phorate 115 P 60 - 1301591628

Prometryn 124 P 60 - 1301591628

Simazine 119 P 60 - 1301591628

Ametryn 127 107 P/P 60 - 1301592987

Atrazine 123 126 P/P 60 - 1301592987

Atrazine Desethyl 67.6 77.5 P/P 50 - 95.01592987

Chlorpyrifos Ethyl 118 125 P/P 60 - 1301592987

Chlorpyrifos Methyl 91.1 99.0 P/P 60 - 1301592987

Disulfoton 121 115 P/P 60 - 1301592987

Ethion 73.7 83.8 P/P 60 - 1301592987

Ethoprop 118 100 P/P 60 - 1301592987

Hexazinone 128 117 P/P 60 - 1301592987

Malathion 117 123 P/P 60 - 1301592987

Metribuzin 122 126 P/P 60 - 1301592987

Mevinphos 126 127 P/P 60 - 1301592987

Norflurazon 118 127 P/P 60 - 1301592987

Phorate 126 117 P/P 60 - 1301592987

Prometryn 123 129 P/P 60 - 1301592987

Simazine 119 125 P/P 60 - 1301592987

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266272

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

2,4,5-T 56.0 49.6 P/P 40 - 1501592957

2,4-D 60.0 55.6 P/P 40 - 1501592957

Acifluorfen 54.8 55.2 P/P 40 - 1501592957

Bentazon 5.88 3.96 F/F 40 - 1501592957

Diuron 42.0 35.1 P/F 40 - 1501592957

Imidacloprid 145 126 P/P 40 - 1501592957

Linuron 69.2 61.2 P/P 40 - 1501592957

Silvex 92.8 74.4 P/P 40 - 1501592957

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266454

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Sucralose 41.0 38.2 P/F 40 - 1301592963
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266902

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Diuron 120 121 P/P 40 - 1501592920

Imidacloprid 142 138 P/P 40 - 1501592920

Linuron 83.2 82.8 P/P 40 - 1501592920

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266957

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

2,4,5-T 67.1 75.4 P/P 40 - 1501592920

2,4-D 81.9 86.6 P/P 40 - 1501592920

Acifluorfen 36.2 32.4 F/F 40 - 1501592920

Silvex 74.1 70.0 P/P 40 - 1501592920

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266286

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Ammonia-N 102 98.8 P/P 90 - 1101592903

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266433

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Ammonia-N 97.3 96.5 P/P 90 - 1101593423

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266356

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

NO2NO3-N 98.0 97.0 P/P 90 - 1101592869

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266357

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

NO2NO3-N 98.5 98.0 P/P 90 - 1101593069

Reference Method: EPA 6020A

Batch ID: P266585

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Aluminum 99.2 101 P/P 80 - 1201592976

Antimony 102 103 P/P 80 - 1201592976

Arsenic 102 103 P/P 80 - 1201592976

Barium 103 104 P/P 80 - 1201592976

Beryllium 101 97.5 P/P 80 - 1201592976

Boron 103 102 P/P 80 - 1201592976

Cadmium 99.3 101 P/P 80 - 1201592976

Chromium 99.4 99.1 P/P 80 - 1201592976

Cobalt 100 101 P/P 80 - 1201592976

Copper 97.4 97.8 P/P 80 - 1201592976

Lead 94.3 95.3 P/P 80 - 1201592976
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 6020A

Batch ID: P266585

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Manganese 98.3 100 P/P 80 - 1201592976

Molybdenum 104 104 P/P 80 - 1201592976

Nickel 98.8 98.2 P/P 80 - 1201592976

Selenium 101 102 P/P 80 - 1201592976

Silver 99.1 103 P/P 80 - 1201592976

Thallium 102 103 P/P 80 - 1201592976

Zinc 103 105 P/P 80 - 1201592976

Reference Method: EPA 6020A

Batch ID: P266663

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Arsenic 104 103 P/P 75 - 1251592940

Barium 108 109 P/P 75 - 1251592940

Cadmium 108 111 P/P 75 - 1251592940

Chromium 107 107 P/P 75 - 1251592940

Lead 108 108 P/P 75 - 1251592940

Selenium 105 104 P/P 75 - 1251592940

Silver 108 106 P/P 75 - 1251592940

Reference Method: EPA 6020A

Batch ID: P266856

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Barium 103 P 80 - 1201592978

Barium 100 101 P/P 80 - 1201595200

Reference Method: EPA 8141B

Batch ID: P266893

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Alachlor 113 107 P/P 60 - 1301592950

Azinphos Methyl 116 103 P/P 70 - 1451592950

Bromacil 229 221 F/F 60 - 1301592950

Diazinon 120 111 P/P 60 - 1301592950

Fenamiphos 130 129 P/P 60 - 1301592950

Fonofos 113 104 P/P 60 - 1301592950

Methamidophos 113 101 P/P 25 - 1401592950

Metolachlor 108 102 P/P 60 - 1301592950

Monocrotophos 173 163 F/F 25 - 1301592950

Naled 106 96.3 P/P 50 - 1301592950

Parathion Ethyl 118 110 P/P 60 - 1301592950

Parathion Methyl 117 120 P/P 60 - 1301592950

Reference Method: EPA 8260C

Batch ID: P266500

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

1,1,1-Trichloroethane 90.0 84.2 P/P 70 - 1301592997

1,1,2,2-Tetrachloroethane 119 111 P/P 46 - 1571592997

1,1,2-Trichloroethane 103 95.5 P/P 70 - 1301592997

1,1-Dichloroethane 98.0 90.7 P/P 70 - 1301592997
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8260C

Batch ID: P266500

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

1,1-Dichloroethene 86.0 80.8 P/P 70 - 1301592997

1,2-Dichlorobenzene 103 96.2 P/P 70 - 1301592997

1,2-Dichloroethane 102 93.7 P/P 70 - 1301592997

1,2-Dichloropropane 100 91.6 P/P 70 - 1301592997

1,3-Dichlorobenzene 99.4 93.8 P/P 60 - 1401592997

1,4-Dichlorobenzene 105 97.6 P/P 70 - 1301592997

Benzene 105 95.4 P/P 70 - 1301592997

Bromodichloromethane 100 90.7 P/P 70 - 1301592997

Bromoform 115 108 P/P 50 - 1501592997

Bromomethane 121 118 P/P 40 - 1601592997

Carbon tetrachloride 87.7 81.2 P/P 70 - 1301592997

Chlorobenzene 102 94.4 P/P 70 - 1301592997

Chloroethane 124 113 P/P 40 - 1601592997

Chloroform 103 93.6 P/P 70 - 1301592997

Chloromethane 100 91.2 P/P 40 - 1601592997

cis-1,3-Dichloropropene 86.7 80.4 P/P 60 - 1401592997

Dibromochloromethane 115 106 P/P 60 - 1401592997

Ethylbenzene 104 96.2 P/P 60 - 1401592997

m,p-Xylene 106 98.0 P/P 60 - 1401592997

Methylene chloride 97.8 89.2 P/P 70 - 1301592997

Methyl-t-butyl ether 87.8 82.0 P/P 60 - 1401592997

o-Xylene 102 94.4 P/P 60 - 1401592997

Tetrachloroethene 98.8 91.9 P/P 70 - 1301592997

Toluene 104 94.6 P/P 60 - 1401592997

trans-1,2-Dichloroethene 95.4 86.9 P/P 70 - 1301592997

trans-1,3-Dichloropropene 88.6 83.0 P/P 60 - 1401592997

Trichloroethene 96.2 88.0 P/P 70 - 1301592997

Trichlorofluoromethane 123 113 P/P 40 - 1601592997

Vinyl chloride 95.9 89.8 P/P 40 - 1601592997

Reference Method: EPA 8260C

Batch ID: P266801

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

1,1,1-Trichloroethane 94.3 90.8 P/P 70 - 1301592951

1,1,2,2-Tetrachloroethane 60.0 61.5 F/F 70 - 1301592951

1,1,2-Trichloroethane 75.8 71.5 P/P 70 - 1301592951

1,1-Dichloroethane 96.9 94.1 P/P 70 - 1301592951

1,1-Dichloroethene 104 99.2 P/P 70 - 1301592951

1,2-Dichlorobenzene 59.5 62.3 F/F 70 - 1301592951

1,2-Dichloroethane 81.7 78.8 P/P 70 - 1301592951

1,2-Dichloropropane 85.6 82.4 P/P 70 - 1301592951

1,3-Dichlorobenzene 63.8 67.2 F/F 70 - 1301592951

1,4-Dichlorobenzene 67.8 72.0 F/P 70 - 1301592951

Benzene 89.1 86.0 P/P 70 - 1301592951

Bromodichloromethane 76.9 73.4 P/P 70 - 1301592951

Bromoform 49.0 47.9 F/F 70 - 1301592951

Bromomethane 61.6 63.2 P/P 40 - 1601592951

Carbon tetrachloride 90.1 83.5 P/P 70 - 1301592951

Chlorobenzene 79.0 76.3 P/P 70 - 1301592951

Chloroethane 137 131 P/P 40 - 1601592951

Chloroform 91.0 86.8 P/P 70 - 1301592951
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8260C

Batch ID: P266801

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Chloromethane 123 124 P/P 40 - 1601592951

cis-1,3-Dichloropropene 38.8 39.7 F/F 70 - 1301592951

Dibromochloromethane 66.0 63.8 F/F 70 - 1301592951

Ethylbenzene 79.2 75.8 P/P 70 - 1301592951

m,p-Xylene 80.6 77.8 P/P 70 - 1301592951

Methylene chloride 109 93.9 P/P 70 - 1301592951

Methyl-t-butyl ether 83.9 85.8 P/P 70 - 1301592951

o-Xylene 78.0 75.9 P/P 70 - 1301592951

Tetrachloroethene 85.8 80.6 P/P 70 - 1301592951

Toluene 82.0 79.1 P/P 70 - 1301592951

trans-1,2-Dichloroethene 100 113 P/P 70 - 1301592951

trans-1,3-Dichloropropene 39.4 40.3 F/F 70 - 1301592951

Trichloroethene 95.3 90.1 P/P 70 - 1301592951

Trichlorofluoromethane 143 136 P/P 40 - 1601592951

Vinyl chloride 145 138 P/P 40 - 1601592951

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

1,2,4,5-Tetrachlorobenzene 90.5 96.2 P/P 50 - 1301592969

1,2,4-Trichlorobenzene 87.9 82.1 P/P 50 - 1301592969

1,3,5-Trinitrobenzene 97.5 99.6 P/P 50 - 1501592969

1,3-Dinitrobenzene 97.3 103 P/P 50 - 1301592969

1-Naphthylamine 44.3 32.2 P/P 30 - 1301592969

2,3,4,6-Tetrachlorophenol 107 115 P/P 50 - 1301592969

2,4,5-Trichlorophenol 89.8 84.0 P/P 50 - 1301592969

2,4,6-Trichlorophenol 81.4 78.2 P/P 50 - 1301592969

2,4-Dichlorophenol 88.2 82.6 P/P 50 - 1301592969

2,4-Dimethylphenol 65.0 62.3 P/P 50 - 1191592969

2,4-Dinitrophenol 95.5 96.9 P/P 50 - 1601592969

2,4-Dinitrotoluene 83.9 80.6 P/P 50 - 1301592969

2,6-Dichlorophenol 90.6 95.4 P/P 50 - 1301592969

2,6-Dinitrotoluene 94.8 92.6 P/P 50 - 1301592969

2-Acetylaminofluorene 77.7 88.4 P/P 50 - 1301592969

2-Chloronaphthalene 85.6 82.4 P/P 60 - 1181592969

2-Chlorophenol 76.2 71.4 P/P 50 - 1301592969

2-Methyl-4,6-dinitrophenol 91.0 95.6 P/P 50 - 1501592969

2-Methylnaphthalene 77.0 74.2 P/P 50 - 1301592969

2-Naphthylamine 53.6 42.8 P/P 40 - 1401592969

2-Nitroaniline 64.5 64.4 P/P 50 - 1301592969

2-Nitrophenol 80.2 74.0 P/P 50 - 1301592969

2-Picoline 51.6 53.5 P/P 50 - 1301592969

3,3'-Dichlorobenzidine 64.4 69.7 P/P 20 - 2401592969

4-Aminobiphenyl 114 112 P/P 50 - 1301592969

4-Bromophenyl phenyl ether 95.4 92.1 P/P 53 - 1271592969

4-Chloro-3-methylphenol 86.7 80.2 P/P 50 - 1301592969

4-Chlorophenyl phenyl ether 90.6 89.1 P/P 50 - 1301592969

4-Nitrophenol 65.4 65.2 P/P 15 - 1101592969

5-Nitro-o-toluidine 85.4 87.6 P/P 50 - 1301592969

7,12-Dimethylbenz(a)anthracene 43.9 67.0 F/P 50 - 1301592969

Acenaphthene 81.9 79.5 P/P 50 - 1301592969
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Acenaphthylene 80.5 79.3 P/P 50 - 1301592969

Acetophenone 75.4 78.2 P/P 50 - 1301592969

Aniline 91.0 92.7 P/P 30 - 1201592969

Anthracene 88.4 87.2 P/P 50 - 1301592969

Azobenzene/1,2-Diphenylhydrazine 78.6 75.8 P/P 50 - 1301592969

Benzidine 12.2 27.1 P/P 1.0 - 2401592969

Benzo(a)anthracene 90.9 84.6 P/P 50 - 1301592969

Benzo(a)pyrene 88.7 59.2 P/P 50 - 1301592969

Benzo(b)fluoranthene 94.4 62.0 P/P 50 - 1301592969

Benzo(g,h,i)perylene 90.6 60.2 P/P 50 - 1301592969

Benzo(k)fluoranthene 89.6 58.4 P/P 50 - 1301592969

Benzyl alcohol 65.6 62.3 P/P 50 - 1301592969

Bis(2-chloroethoxy)methane 84.5 80.5 P/P 50 - 1301592969

Bis(2-chloroethyl)ether 71.3 71.8 P/P 50 - 1581592969

Bis(2-chloroisopropyl)ether 55.8 51.6 P/P 50 - 1401592969

Bis(2-ethylhexyl)phthalate -5.18 116 F/P 50 - 1581592969

Butyl benzyl phthalate 91.1 81.7 P/P 50 - 1521592969

Chrysene 96.4 87.0 P/P 50 - 1301592969

Dibenzo(a,h)anthracene 83.2 55.6 P/P 50 - 1301592969

Dibenzofuran 86.2 84.9 P/P 50 - 1301592969

Diethyl phthalate 91.6 87.8 P/P 50 - 1141592969

Dimethyl phthalate 91.8 87.9 P/P 50 - 1121592969

Dimethylaminoazobenzene 71.7 82.6 P/P 50 - 1301592969

Di-n-butyl phthalate 90.9 86.8 P/P 50 - 1181592969

Di-n-octyl phthalate 82.4 54.8 P/P 50 - 1461592969

Dinoseb 108 103 P/P 50 - 1501592969

Ethyl methanesulfonate 68.5 72.1 P/P 50 - 1301592969

Fluoranthene 94.8 93.5 P/P 50 - 1301592969

Fluorene 89.0 87.7 P/P 59 - 1211592969

Hexachlorobenzene 92.8 90.9 P/P 50 - 1301592969

Hexachlorobutadiene 78.7 73.9 P/P 24 - 1161592969

Hexachlorocyclopentadiene 75.2 76.3 P/P 20 - 1301592969

Hexachloroethane 80.9 72.5 P/P 40 - 1131592969

Hexachloropropene 86.2 93.9 P/P 50 - 1301592969

Indeno(1,2,3-cd)pyrene 83.8 56.3 P/P 50 - 1301592969

Isophorone 79.8 75.6 P/P 50 - 1301592969

Isosafrole 91.9 93.6 P/P 50 - 1301592969

m,p-Cresols 108 105 P/P 50 - 1301592969

Naphthalene 95.1 87.0 P/P 50 - 1301592969

Nitrobenzene 88.4 80.4 P/P 50 - 1301592969

N-Nitrosodiethylamine 60.7 61.6 P/P 50 - 1301592969

N-Nitrosodimethylamine 42.0 41.1 P/P 40 - 1201592969

N-Nitrosodi-n-propylamine 68.3 68.2 P/P 50 - 1301592969

N-Nitrosodiphenylamine/ Diphenylamine 95.8 94.6 P/P 50 - 1501592969

N-Nitrosomethylethylamine 58.2 60.5 P/P 50 - 1301592969

N-Nitrosomorpholine 59.4 58.5 P/P 50 - 1501592969

N-Nitrosopiperidine 73.4 74.7 P/P 50 - 1301592969

N-Nitrosopyrrolidine 56.7 55.0 P/P 50 - 1301592969

o-Cresol 65.7 62.5 P/P 50 - 1301592969

o-Toluidine 77.3 76.0 P/P 50 - 1301592969

Pentachlorobenzene 87.4 90.7 P/P 50 - 1301592969

Pentachloroethane 69.4 76.2 P/P 20 - 1301592969
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8270D

Batch ID: P266384

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Pentachloronitrobenzene 99.7 104 P/P 50 - 1301592969

Pentachlorophenol 90.6 85.6 P/P 50 - 1301592969

Phenacetin 79.0 84.4 P/P 50 - 1301592969

Phenanthrene 90.4 86.4 P/P 54 - 1201592969

Phenol 42.1 40.8 P/P 20 - 1121592969

Pyrene 103 94.3 P/P 52 - 1151592969

Pyridine 32.9 31.4 P/P 20 - 1301592969

Safrole 85.8 89.8 P/P 50 - 1301592969

Reference Method: EPA 8270D

Batch ID: P266422

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Aldrin 86.2 97.4 P/P 60 - 1301592946

Alpha-BHC 78.7 88.9 P/P 60 - 1301592946

Alpha-Chlordane 90.3 100 P/P 60 - 1301592946

Beta-BHC 90.0 96.2 P/P 60 - 1301592946

Carbophenothion 94.3 101 P/P 60 - 1301592946

Chlorothalonil 99.3 106 P/P 60 - 1301592946

Cypermethrin 113 121 P/P 60 - 1301592946

DDD-p,p' 93.4 99.9 P/P 60 - 1301592946

DDE-p,p' 90.3 100 P/P 60 - 1301592946

DDT-p,p' 90.4 98.9 P/P 60 - 1301592946

Delta-BHC 93.9 101 P/P 60 - 1301592946

Dicofol 106 103 P/P 60 - 1301592946

Dieldrin 95.4 102 P/P 60 - 1301592946

Endosulfan I 93.9 97.7 P/P 60 - 1301592946

Endosulfan II 99.6 103 P/P 60 - 1301592946

Endosulfan Sulfate 101 101 P/P 60 - 1301592946

Endrin 105 107 P/P 60 - 1301592946

Endrin Aldehyde 91.4 87.2 P/P 60 - 1301592946

Endrin Ketone 95.0 95.4 P/P 60 - 1301592946

Gamma-BHC 84.7 93.5 P/P 60 - 1301592946

Gamma-Chlordane 93.6 100 P/P 60 - 1301592946

Heptachlor 96.3 105 P/P 60 - 1301592946

Heptachlor Epoxide 91.5 97.4 P/P 60 - 1301592946

Methoxychlor 92.6 100 P/P 60 - 1301592946

Mirex 88.9 97.1 P/P 60 - 1301592946

Permethrin 103 107 P/P 60 - 1301592946

Trifluralin 101 124 P/P 60 - 1301592946

Reference Method: EPA 8270D

Batch ID: P266919

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

1,2,4-Trichlorobenzene 68.4 69.4 P/P 40 - 1401592925

2,4,6-Trichlorophenol 102 105 P/P 40 - 1401592925

2,4-Dichlorophenol 97.4 100 P/P 40 - 1401592925

2,4-Dimethylphenol 94.6 98.0 P/P 40 - 1401592925

2,4-Dinitrophenol 39.2 45.2 F/P 40 - 1401592925

2,4-Dinitrotoluene 85.0 89.9 P/P 40 - 1401592925

2,6-Dinitrotoluene 94.9 99.2 P/P 40 - 1401592925
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8270D

Batch ID: P266919

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

2-Chloronaphthalene 89.2 92.4 P/P 40 - 1401592925

2-Chlorophenol 92.9 94.5 P/P 40 - 1401592925

2-Methyl-4,6-dinitrophenol 57.2 56.6 P/P 40 - 1401592925

2-Nitrophenol 70.5 73.9 P/P 40 - 1401592925

3,3'-Dichlorobenzidine 50.9 49.9 P/P 40 - 1401592925

4-Bromophenyl phenyl ether 104 103 P/P 40 - 1401592925

4-Chloro-3-methylphenol 97.0 99.1 P/P 40 - 1401592925

4-Chlorophenyl phenyl ether 92.0 95.4 P/P 40 - 1401592925

4-Nitrophenol 96.8 97.9 P/P 40 - 1401592925

Acenaphthene 90.1 92.6 P/P 40 - 1401592925

Acenaphthylene 90.8 93.8 P/P 40 - 1401592925

Anthracene 100 102 P/P 40 - 1401592925

Azobenzene/1,2-Diphenylhydrazine 117 110 P/P 40 - 1401592925

Benzidine 0.0 0.0 F/F 20 - 1401592925

Benzo(a)anthracene 107 105 P/P 40 - 1401592925

Benzo(a)pyrene 92.0 102 P/P 40 - 1401592925

Benzo(b)fluoranthene 101 101 P/P 40 - 1401592925

Benzo(g,h,i)perylene 95.0 93.5 P/P 40 - 1401592925

Benzo(k)fluoranthene 104 107 P/P 40 - 1401592925

Bis(2-chloroethoxy)methane 92.1 93.5 P/P 40 - 1401592925

Bis(2-chloroethyl)ether 98.9 103 P/P 40 - 1401592925

Bis(2-chloroisopropyl)ether 78.6 78.8 P/P 40 - 1601592925

Bis(2-ethylhexyl)phthalate 167 149 F/F 40 - 1401592925

Butyl benzyl phthalate 122 114 P/P 40 - 1401592925

Chrysene 104 104 P/P 40 - 1401592925

Dibenzo(a,h)anthracene 97.6 103 P/P 40 - 1401592925

Diethyl phthalate 97.1 102 P/P 40 - 1401592925

Dimethyl phthalate 93.2 97.2 P/P 40 - 1401592925

Di-n-butyl phthalate 89.0 105 P/P 40 - 1401592925

Di-n-octyl phthalate 112 119 P/P 40 - 1401592925

Fluoranthene 84.8 96.2 P/P 40 - 1401592925

Fluorene 93.2 96.2 P/P 40 - 1401592925

Hexachlorobenzene 98.5 95.5 P/P 40 - 1401592925

Hexachlorobutadiene 58.5 58.8 P/P 40 - 1401592925

Hexachlorocyclopentadiene 13.1 11.4 F/F 40 - 1401592925

Hexachloroethane 40.0 37.1 F/F 40 - 1401592925

Indeno(1,2,3-cd)pyrene 94.3 99.9 P/P 40 - 1401592925

Isophorone 87.0 87.6 P/P 40 - 1401592925

Naphthalene 76.9 78.3 P/P 40 - 1401592925

Nitrobenzene 87.7 89.3 P/P 40 - 1401592925

N-Nitrosodimethylamine 78.3 83.5 P/P 40 - 1401592925

N-Nitrosodi-n-propylamine 93.9 94.9 P/P 40 - 1401592925

N-Nitrosodiphenylamine/ Diphenylamine 75.6 73.6 P/P 40 - 1401592925

Pentachlorophenol 111 113 P/P 40 - 1401592925

Phenanthrene 96.8 97.4 P/P 40 - 1401592925

Phenol 111 111 P/P 40 - 1401592925

Pyrene 91.6 88.4 P/P 40 - 1401592925

Reference Method: EPA 8276

Batch ID: P266422

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: EPA 8276

Batch ID: P266422

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Chlordane 70.4 61.3 P/F 70 - 1301592950

Toxaphene 111 107 P/P 70 - 1301592950

Quality Assurance Report

Precision

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Batch ID: P266246

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Aldrin 10.5 Spike P 0 - 301592987

Alpha-BHC 2.94 Spike P 0 - 301592987

Beta-BHC 7.08 Spike P 0 - 301592987

DDD-p,p' 7.44 Spike P 0 - 301592987

DDE-p,p' 3.32 Spike P 0 - 301592987

DDT-p,p' 3.88 Spike P 0 - 301592987

Delta-BHC 4.23 Spike P 0 - 301592987

Dieldrin 3.46 Spike P 0 - 301592987

Endosulfan I 0.256 Spike P 0 - 301592987

Endosulfan II 6.01 Spike P 0 - 301592987

Endosulfan Sulfate 3.49 Spike P 0 - 301592987

Endrin 0.574 Spike P 0 - 301592987

Endrin Aldehyde 6.12 Spike P 0 - 301592987

Gamma-BHC 9.73 Spike P 0 - 301592987

Heptachlor 9.16 Spike P 0 - 301592987

Heptachlor Epoxide 0.452 Spike P 0 - 301592987

Methoxychlor 4.62 Spike P 0 - 301592987

Aldrin 12.0 LCS P 0 - 30LFB

Alpha-BHC 0.512 LCS P 0 - 30LFB

Beta-BHC 1.82 LCS P 0 - 30LFB

DDD-p,p' 10.4 LCS P 0 - 30LFB

DDE-p,p' 10.7 LCS P 0 - 30LFB

DDT-p,p' 9.66 LCS P 0 - 30LFB

Delta-BHC 9.39 LCS P 0 - 30LFB

Dieldrin 10.7 LCS P 0 - 30LFB

Endosulfan I 3.01 LCS P 0 - 30LFB

Endosulfan II 10.5 LCS P 0 - 30LFB

Endosulfan Sulfate 11.2 LCS P 0 - 30LFB

Endrin 10.0 LCS P 0 - 30LFB

Endrin Aldehyde 17.1 LCS P 0 - 30LFB

Gamma-BHC 8.99 LCS P 0 - 30LFB

Heptachlor 9.05 LCS P 0 - 30LFB

Heptachlor Epoxide 12.6 LCS P 0 - 30LFB

Methoxychlor 7.27 LCS P 0 - 30LFB

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Batch ID: P266246

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Ametryn 17.1 Spike P 0 - 301592987

Atrazine 2.13 Spike P 0 - 301592987

Atrazine Desethyl 13.6 Spike P 0 - 301592987

Chlorpyrifos Ethyl 5.78 Spike P 0 - 301592987

Chlorpyrifos Methyl 8.32 Spike P 0 - 301592987

Disulfoton 4.73 Spike P 0 - 301592987

Ethion 12.8 Spike P 0 - 301592987

Ethoprop 16.1 Spike P 0 - 301592987

Hexazinone 9.01 Spike P 0 - 301592987

Malathion 4.86 Spike P 0 - 301592987

Metribuzin 2.62 Spike P 0 - 301592987

Mevinphos 0.190 Spike P 0 - 301592987

Norflurazon 6.82 Spike P 0 - 301592987

Phorate 7.08 Spike P 0 - 301592987

Prometryn 4.81 Spike P 0 - 301592987

Simazine 4.86 Spike P 0 - 301592987

Ametryn 0.970 LCS P 0 - 30LFB

Atrazine 0.343 LCS P 0 - 30LFB

Atrazine Desethyl 0.186 LCS P 0 - 30LFB

Chlorpyrifos Ethyl 3.56 LCS P 0 - 30LFB

Chlorpyrifos Methyl 17.1 LCS P 0 - 30LFB

Disulfoton 5.13 LCS P 0 - 30LFB

Ethion 1.44 LCS P 0 - 30LFB

Ethoprop 7.95 LCS P 0 - 30LFB

Hexazinone 0.536 LCS P 0 - 30LFB

Malathion 2.68 LCS P 0 - 30LFB

Metribuzin 0.494 LCS P 0 - 30LFB

Mevinphos 6.98 LCS P 0 - 30LFB

Norflurazon 3.16 LCS P 0 - 30LFB

Phorate 3.97 LCS P 0 - 30LFB

Prometryn 2.10 LCS P 0 - 30LFB

Simazine 3.00 LCS P 0 - 30LFB

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266272

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

2,4,5-T 12.1 Spike P 0 - 301592957

2,4-D 7.61 Spike P 0 - 301592957

Acifluorfen 0.727 Spike P 0 - 301592957

Bentazon 39.0 Spike F 0 - 301592957

Diuron 18.0 Spike P 0 - 301592957

Imidacloprid 14.2 Spike P 0 - 301592957

Linuron 12.3 Spike P 0 - 301592957

Silvex 22.0 Spike P 0 - 301592957

2,4,5-T 8.75 LCS P 0 - 30LFB

2,4-D 5.19 LCS P 0 - 30LFB

Acifluorfen 11.8 LCS P 0 - 30LFB

Bentazon 6.09 LCS P 0 - 30LFB

Diuron 2.28 LCS P 0 - 30LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266272

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Imidacloprid 18.7 LCS P 0 - 30LFB

Linuron 11.8 LCS P 0 - 30LFB

Silvex 7.18 LCS P 0 - 30LFB

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266454

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Sucralose 4.53 Spike P 0 - 301592963

Sucralose 25.6 LCS P 0 - 30LFB

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266902

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Diuron 0.332 Spike P 0 - 351592920

Imidacloprid 2.58 Spike P 0 - 351592920

Linuron 0.482 Spike P 0 - 351592920

Diuron 1.83 LCS P 0 - 35LFB

Imidacloprid 0.662 LCS P 0 - 35LFB

Linuron 14.8 LCS P 0 - 35LFB

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P266957

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

2,4,5-T 11.6 Spike P 0 - 351592920

2,4-D 5.58 Spike P 0 - 351592920

Acifluorfen 11.1 Spike P 0 - 351592920

Silvex 5.69 Spike P 0 - 351592920

2,4,5-T 0.134 LCS P 0 - 35LFB

2,4-D 2.27 LCS P 0 - 35LFB

Acifluorfen 0.688 LCS P 0 - 35LFB

Silvex 0.144 LCS P 0 - 35LFB

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266286

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Ammonia-N 2.20 Spike P 0 - 201592903

Reference Method: EPA 350.1 Rev. 2.0

Batch ID: P266433

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Ammonia-N 0.742 Spike P 0 - 201593423
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266356

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

NO2NO3-N 0.546 Spike P 0 - 201592869

Reference Method: EPA 353.2 Rev. 2.0

Batch ID: P266357

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

NO2NO3-N 0.509 Spike P 0 - 201593069

Reference Method: EPA 6020A

Batch ID: P266585

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Aluminum 2.07 Spike P 0 - 201592976

Antimony 0.493 Spike P 0 - 201592976

Arsenic 1.29 Spike P 0 - 201592976

Barium 1.01 Spike P 0 - 201592976

Beryllium 3.88 Spike P 0 - 201592976

Boron 0.416 Spike P 0 - 201592976

Cadmium 1.66 Spike P 0 - 201592976

Chromium 0.337 Spike P 0 - 201592976

Cobalt 0.339 Spike P 0 - 201592976

Copper 0.343 Spike P 0 - 201592976

Lead 1.00 Spike P 0 - 201592976

Manganese 2.06 Spike P 0 - 201592976

Molybdenum 0.0493 Spike P 0 - 201592976

Nickel 0.578 Spike P 0 - 201592976

Selenium 0.975 Spike P 0 - 201592976

Silver 4.02 Spike P 0 - 201592976

Thallium 0.887 Spike P 0 - 201592976

Zinc 2.07 Spike P 0 - 201592976

Reference Method: EPA 6020A

Batch ID: P266663

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Arsenic 1.11 Spike P 0 - 201592940

Barium 1.13 Spike P 0 - 201592940

Cadmium 2.28 Spike P 0 - 201592940

Chromium 0.403 Spike P 0 - 201592940

Lead 0.288 Spike P 0 - 201592940

Selenium 1.28 Spike P 0 - 201592940

Silver 2.04 Spike P 0 - 201592940

Reference Method: EPA 6020A

Batch ID: P266856

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 6020A

Batch ID: P266856

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Barium 0.608 Spike P 0 - 201595200

Reference Method: EPA 8141B

Batch ID: P266893

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Alachlor 4.91 Spike P 0 - 301592950

Azinphos Methyl 11.4 Spike P 0 - 301592950

Bromacil 3.79 Spike P 0 - 301592950

Diazinon 7.70 Spike P 0 - 301592950

Fenamiphos 0.305 Spike P 0 - 301592950

Fonofos 8.27 Spike P 0 - 301592950

Methamidophos 11.3 Spike P 0 - 301592950

Metolachlor 6.19 Spike P 0 - 301592950

Monocrotophos 6.06 Spike P 0 - 301592950

Naled 9.13 Spike P 0 - 301592950

Parathion Ethyl 6.91 Spike P 0 - 301592950

Parathion Methyl 3.01 Spike P 0 - 301592950

Alachlor 2.27 LCS P 0 - 30LFB

Azinphos Methyl 10.3 LCS P 0 - 30LFB

Bromacil 3.15 LCS P 0 - 30LFB

Diazinon 5.52 LCS P 0 - 30LFB

Fenamiphos 9.93 LCS P 0 - 30LFB

Fonofos 8.51 LCS P 0 - 30LFB

Methamidophos 78.8 LCS F 0 - 30LFB

Metolachlor 3.54 LCS P 0 - 30LFB

Monocrotophos 103 LCS F 0 - 30LFB

Naled 12.1 LCS P 0 - 30LFB

Parathion Ethyl 3.50 LCS P 0 - 30LFB

Parathion Methyl 12.4 LCS P 0 - 30LFB

Reference Method: EPA 8260C

Batch ID: P266500

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

1,1,1-Trichloroethane 6.77 Spike P 0 - 301592997

1,1,2,2-Tetrachloroethane 6.17 Spike P 0 - 301592997

1,1,2-Trichloroethane 7.51 Spike P 0 - 301592997

1,1-Dichloroethane 7.69 Spike P 0 - 301592997

1,1-Dichloroethene 6.12 Spike P 0 - 301592997

1,2-Dichlorobenzene 6.68 Spike P 0 - 301592997

1,2-Dichloroethane 8.48 Spike P 0 - 301592997

1,2-Dichloropropane 8.91 Spike P 0 - 301592997

1,3-Dichlorobenzene 5.85 Spike P 0 - 301592997

1,4-Dichlorobenzene 6.87 Spike P 0 - 301592997

Benzene 9.30 Spike P 0 - 301592997

Bromodichloromethane 9.00 Spike P 0 - 301592997

Bromoform 6.17 Spike P 0 - 301592997

Bromomethane 2.47 Spike P 0 - 401592997
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8260C

Batch ID: P266500

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Carbon tetrachloride 7.76 Spike P 0 - 301592997

Chlorobenzene 7.84 Spike P 0 - 301592997

Chloroethane 9.39 Spike P 0 - 401592997

Chloroform 8.52 Spike P 0 - 301592997

Chloromethane 9.31 Spike P 0 - 401592997

cis-1,3-Dichloropropene 7.54 Spike P 0 - 301592997

Dibromochloromethane 6.84 Spike P 0 - 301592997

Ethylbenzene 7.88 Spike P 0 - 301592997

m,p-Xylene 7.98 Spike P 0 - 301592997

Methylene chloride 9.25 Spike P 0 - 301592997

Methyl-t-butyl ether 6.84 Spike P 0 - 301592997

o-Xylene 8.03 Spike P 0 - 301592997

Tetrachloroethene 7.24 Spike P 0 - 301592997

Toluene 9.13 Spike P 0 - 301592997

trans-1,2-Dichloroethene 9.27 Spike P 0 - 301592997

trans-1,3-Dichloropropene 6.53 Spike P 0 - 301592997

Trichloroethene 9.01 Spike P 0 - 301592997

Trichlorofluoromethane 8.91 Spike P 0 - 401592997

Vinyl chloride 6.63 Spike P 0 - 401592997

1,1,1-Trichloroethane 7.71 LCS P 0 - 30LFB

1,1,2,2-Tetrachloroethane 4.13 LCS P 0 - 30LFB

1,1,2-Trichloroethane 9.31 LCS P 0 - 30LFB

1,1-Dichloroethane 6.76 LCS P 0 - 30LFB

1,1-Dichloroethene 8.54 LCS P 0 - 30LFB

1,2-Dichlorobenzene 11.4 LCS P 0 - 30LFB

1,2-Dichloroethane 7.67 LCS P 0 - 30LFB

1,2-Dichloropropane 7.77 LCS P 0 - 30LFB

1,3-Dichlorobenzene 10.2 LCS P 0 - 30LFB

1,4-Dichlorobenzene 10.6 LCS P 0 - 30LFB

Benzene 8.04 LCS P 0 - 30LFB

Bromodichloromethane 7.97 LCS P 0 - 30LFB

Bromoform 9.35 LCS P 0 - 30LFB

Bromomethane 12.5 LCS P 0 - 40LFB

Carbon tetrachloride 7.63 LCS P 0 - 30LFB

Chlorobenzene 9.02 LCS P 0 - 30LFB

Chloroethane 8.01 LCS P 0 - 40LFB

Chloroform 6.86 LCS P 0 - 30LFB

Chloromethane 7.11 LCS P 0 - 40LFB

cis-1,3-Dichloropropene 8.38 LCS P 0 - 30LFB

Dibromochloromethane 8.24 LCS P 0 - 30LFB

Ethylbenzene 8.52 LCS P 0 - 30LFB

m,p-Xylene 8.77 LCS P 0 - 30LFB

Methylene chloride 8.10 LCS P 0 - 30LFB

Methyl-t-butyl ether 7.51 LCS P 0 - 30LFB

o-Xylene 8.79 LCS P 0 - 30LFB

Tetrachloroethene 8.95 LCS P 0 - 30LFB

Toluene 7.45 LCS P 0 - 30LFB

trans-1,2-Dichloroethene 7.94 LCS P 0 - 30LFB

trans-1,3-Dichloropropene 9.09 LCS P 0 - 30LFB

Trichloroethene 12.2 LCS P 0 - 30LFB

Trichlorofluoromethane 8.51 LCS P 0 - 40LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8260C

Batch ID: P266500

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Vinyl chloride 7.79 LCS P 0 - 40LFB

Reference Method: EPA 8260C

Batch ID: P266801

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

1,1,1-Trichloroethane 3.78 Spike P 0 - 301592951

1,1,2,2-Tetrachloroethane 2.37 Spike P 0 - 301592951

1,1,2-Trichloroethane 5.81 Spike P 0 - 301592951

1,1-Dichloroethane 2.91 Spike P 0 - 301592951

1,1-Dichloroethene 4.31 Spike P 0 - 301592951

1,2-Dichlorobenzene 4.68 Spike P 0 - 301592951

1,2-Dichloroethane 3.65 Spike P 0 - 301592951

1,2-Dichloropropane 3.78 Spike P 0 - 301592951

1,3-Dichlorobenzene 5.18 Spike P 0 - 301592951

1,4-Dichlorobenzene 6.00 Spike P 0 - 301592951

Benzene 3.53 Spike P 0 - 301592951

Bromodichloromethane 4.72 Spike P 0 - 301592951

Bromoform 2.33 Spike P 0 - 301592951

Bromomethane 2.60 Spike P 0 - 301592951

Carbon tetrachloride 7.52 Spike P 0 - 301592951

Chlorobenzene 3.48 Spike P 0 - 301592951

Chloroethane 4.16 Spike P 0 - 301592951

Chloroform 4.76 Spike P 0 - 301592951

Chloromethane 1.05 Spike P 0 - 301592951

cis-1,3-Dichloropropene 2.37 Spike P 0 - 301592951

Dibromochloromethane 3.33 Spike P 0 - 301592951

Ethylbenzene 4.31 Spike P 0 - 301592951

m,p-Xylene 3.66 Spike P 0 - 301592951

Methylene chloride 14.9 Spike P 0 - 301592951

Methyl-t-butyl ether 2.18 Spike P 0 - 301592951

o-Xylene 2.75 Spike P 0 - 301592951

Tetrachloroethene 6.33 Spike P 0 - 301592951

Toluene 3.64 Spike P 0 - 301592951

trans-1,2-Dichloroethene 12.1 Spike P 0 - 301592951

trans-1,3-Dichloropropene 2.26 Spike P 0 - 301592951

Trichloroethene 5.54 Spike P 0 - 301592951

Trichlorofluoromethane 4.54 Spike P 0 - 301592951

Vinyl chloride 5.56 Spike P 0 - 301592951

1,1,1-Trichloroethane 4.86 LCS P 0 - 30LFB

1,1,2,2-Tetrachloroethane 4.79 LCS P 0 - 30LFB

1,1,2-Trichloroethane 2.27 LCS P 0 - 30LFB

1,1-Dichloroethane 3.70 LCS P 0 - 30LFB

1,1-Dichloroethene 4.15 LCS P 0 - 30LFB

1,2-Dichlorobenzene 1.13 LCS P 0 - 30LFB

1,2-Dichloroethane 1.50 LCS P 0 - 30LFB

1,2-Dichloropropane 2.88 LCS P 0 - 30LFB

1,3-Dichlorobenzene 1.75 LCS P 0 - 30LFB

1,4-Dichlorobenzene 2.32 LCS P 0 - 30LFB

Benzene 3.67 LCS P 0 - 30LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8260C

Batch ID: P266801

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Bromodichloromethane 1.44 LCS P 0 - 30LFB

Bromoform 2.60 LCS P 0 - 30LFB

Bromomethane 3.96 LCS P 0 - 30LFB

Carbon tetrachloride 4.96 LCS P 0 - 30LFB

Chlorobenzene 2.73 LCS P 0 - 30LFB

Chloroethane 3.42 LCS P 0 - 30LFB

Chloroform 1.62 LCS P 0 - 30LFB

Chloromethane 4.85 LCS P 0 - 30LFB

cis-1,3-Dichloropropene 0.938 LCS P 0 - 30LFB

Dibromochloromethane 2.11 LCS P 0 - 30LFB

Ethylbenzene 3.00 LCS P 0 - 30LFB

m,p-Xylene 3.41 LCS P 0 - 30LFB

Methylene chloride 1.14 LCS P 0 - 30LFB

Methyl-t-butyl ether 0.315 LCS P 0 - 30LFB

o-Xylene 2.49 LCS P 0 - 30LFB

Tetrachloroethene 3.10 LCS P 0 - 30LFB

Toluene 3.02 LCS P 0 - 30LFB

trans-1,2-Dichloroethene 0.554 LCS P 0 - 30LFB

trans-1,3-Dichloropropene 1.17 LCS P 0 - 30LFB

Trichloroethene 4.43 LCS P 0 - 30LFB

Trichlorofluoromethane 4.97 LCS P 0 - 30LFB

Vinyl chloride 3.83 LCS P 0 - 30LFB

Reference Method: EPA 8270D

Batch ID: P266384

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

1,2,4,5-Tetrachlorobenzene 4.13 Spike P 0 - 401592969

1,2,4-Trichlorobenzene 4.86 Spike P 0 - 401592969

1,3,5-Trinitrobenzene 0.109 Spike P 0 - 401592969

1,3-Dinitrobenzene 3.48 Spike P 0 - 401592969

1-Naphthylamine 33.6 Spike P 0 - 401592969

2,3,4,6-Tetrachlorophenol 4.87 Spike P 0 - 401592969

2,4,5-Trichlorophenol 4.76 Spike P 0 - 401592969

2,4,6-Trichlorophenol 2.05 Spike P 0 - 401592969

2,4-Dichlorophenol 4.64 Spike P 0 - 401592969

2,4-Dimethylphenol 2.38 Spike P 0 - 401592969

2,4-Dinitrophenol 3.42 Spike P 0 - 401592969

2,4-Dinitrotoluene 1.98 Spike P 0 - 401592969

2,6-Dichlorophenol 3.24 Spike P 0 - 401592969

2,6-Dinitrotoluene 0.344 Spike P 0 - 401592969

2-Acetylaminofluorene 10.9 Spike P 0 - 401592969

2-Chloronaphthalene 1.85 Spike P 0 - 401592969

2-Chlorophenol 4.65 Spike P 0 - 401592969

2-Methyl-4,6-dinitrophenol 6.85 Spike P 0 - 401592969

2-Methylnaphthalene 1.75 Spike P 0 - 401592969

2-Naphthylamine 24.4 Spike P 0 - 401592969

2-Nitroaniline 1.90 Spike P 0 - 401592969

2-Nitrophenol 6.03 Spike P 0 - 401592969

2-Picoline 1.77 Spike P 0 - 401592969
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266384

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

3,3'-Dichlorobenzidine 9.98 Spike P 0 - 401592969

4-Aminobiphenyl 3.94 Spike P 0 - 401592969

4-Bromophenyl phenyl ether 1.50 Spike P 0 - 401592969

4-Chloro-3-methylphenol 5.86 Spike P 0 - 401592969

4-Chlorophenyl phenyl ether 0.269 Spike P 0 - 401592969

4-Nitrophenol 1.65 Spike P 0 - 401592969

5-Nitro-o-toluidine 0.581 Spike P 0 - 401592969

7,12-Dimethylbenz(a)anthracene 39.8 Spike P 0 - 401592969

Acenaphthene 1.06 Spike P 0 - 401592969

Acenaphthylene 0.459 Spike P 0 - 401592969

Acetophenone 1.63 Spike P 0 - 401592969

Aniline 3.81 Spike P 0 - 401592969

Anthracene 0.549 Spike P 0 - 401592969

Azobenzene/1,2-Diphenylhydrazine 1.77 Spike P 0 - 401592969

Benzidine 77.8 Spike F 0 - 401592969

Benzo(a)anthracene 5.25 Spike P 0 - 401592969

Benzo(a)pyrene 37.9 Spike P 0 - 401592969

Benzo(b)fluoranthene 39.7 Spike P 0 - 401592969

Benzo(g,h,i)perylene 38.5 Spike P 0 - 401592969

Benzo(k)fluoranthene 40.2 Spike F 0 - 401592969

Benzyl alcohol 3.20 Spike P 0 - 401592969

Bis(2-chloroethoxy)methane 2.89 Spike P 0 - 401592969

Bis(2-chloroethyl)ether 2.63 Spike P 0 - 401592969

Bis(2-chloroisopropyl)ether 5.79 Spike P 0 - 401592969

Bis(2-ethylhexyl)phthalate 85.7 Spike F 0 - 401592969

Butyl benzyl phthalate 8.88 Spike P 0 - 401592969

Chrysene 8.34 Spike P 0 - 401592969

Dibenzo(a,h)anthracene 38.0 Spike P 0 - 401592969

Dibenzofuran 0.464 Spike P 0 - 401592969

Diethyl phthalate 2.28 Spike P 0 - 401592969

Dimethyl phthalate 2.40 Spike P 0 - 401592969

Dimethylaminoazobenzene 12.3 Spike P 0 - 401592969

Di-n-butyl phthalate 2.72 Spike P 0 - 401592969

Di-n-octyl phthalate 38.4 Spike P 0 - 401592969

Dinoseb 6.25 Spike P 0 - 401592969

Ethyl methanesulfonate 3.10 Spike P 0 - 401592969

Fluoranthene 0.644 Spike P 0 - 401592969

Fluorene 0.512 Spike P 0 - 401592969

Hexachlorobenzene 0.0858 Spike P 0 - 401592969

Hexachlorobutadiene 4.33 Spike P 0 - 401592969

Hexachlorocyclopentadiene 3.33 Spike P 0 - 401592969

Hexachloroethane 9.00 Spike P 0 - 401592969

Hexachloropropene 6.57 Spike P 0 - 401592969

Indeno(1,2,3-cd)pyrene 37.4 Spike P 0 - 401592969

Isophorone 3.45 Spike P 0 - 401592969

Isosafrole 0.107 Spike P 0 - 401592969

m,p-Cresols 0.390 Spike P 0 - 401592969

Naphthalene 6.96 Spike P 0 - 401592969

Nitrobenzene 7.52 Spike P 0 - 401592969

N-Nitrosodiethylamine 0.457 Spike P 0 - 401592969

N-Nitrosodimethylamine 0.159 Spike P 0 - 401592969
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266384

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

N-Nitrosodi-n-propylamine 1.90 Spike P 0 - 401592969

N-Nitrosodiphenylamine/ Diphenylamine 0.701 Spike P 0 - 401592969

N-Nitrosomethylethylamine 1.88 Spike P 0 - 401592969

N-Nitrosomorpholine 3.59 Spike P 0 - 401592969

N-Nitrosopiperidine 0.177 Spike P 0 - 401592969

N-Nitrosopyrrolidine 4.97 Spike P 0 - 401592969

o-Cresol 3.03 Spike P 0 - 401592969

o-Toluidine 3.63 Spike P 0 - 401592969

Pentachlorobenzene 1.72 Spike P 0 - 401592969

Pentachloroethane 7.38 Spike P 0 - 401592969

Pentachloronitrobenzene 2.67 Spike P 0 - 401592969

Pentachlorophenol 3.71 Spike P 0 - 401592969

Phenacetin 4.60 Spike P 0 - 401592969

Phenanthrene 2.56 Spike P 0 - 401592969

Phenol 1.03 Spike P 0 - 401592969

Pyrene 6.61 Spike P 0 - 401592969

Pyridine 2.52 Spike P 0 - 401592969

Safrole 2.69 Spike P 0 - 401592969

1,2,4,5-Tetrachlorobenzene 0.612 LCS P 0 - 40LFB

1,2,4-Trichlorobenzene 0.271 LCS P 0 - 40LFB

1,3,5-Trinitrobenzene 1.13 LCS P 0 - 40LFB

1,3-Dinitrobenzene 0.899 LCS P 0 - 40LFB

1-Naphthylamine 5.85 LCS P 0 - 40LFB

2,3,4,6-Tetrachlorophenol 0.427 LCS P 0 - 40LFB

2,4,5-Trichlorophenol 1.83 LCS P 0 - 40LFB

2,4,6-Trichlorophenol 1.82 LCS P 0 - 40LFB

2,4-Dichlorophenol 1.68 LCS P 0 - 40LFB

2,4-Dimethylphenol 1.55 LCS P 0 - 40LFB

2,4-Dinitrophenol 4.45 LCS P 0 - 40LFB

2,4-Dinitrotoluene 3.00 LCS P 0 - 40LFB

2,6-Dichlorophenol 0.822 LCS P 0 - 40LFB

2,6-Dinitrotoluene 2.81 LCS P 0 - 40LFB

2-Acetylaminofluorene 0.0 LCS P 0 - 40LFB

2-Chloronaphthalene 3.46 LCS P 0 - 40LFB

2-Chlorophenol 1.22 LCS P 0 - 40LFB

2-Methyl-4,6-dinitrophenol 0.773 LCS P 0 - 40LFB

2-Methylnaphthalene 3.05 LCS P 0 - 40LFB

2-Naphthylamine 1.07 LCS P 0 - 40LFB

2-Nitroaniline 0.700 LCS P 0 - 40LFB

2-Nitrophenol 2.03 LCS P 0 - 40LFB

2-Picoline 1.01 LCS P 0 - 40LFB

3,3'-Dichlorobenzidine 8.03 LCS P 0 - 40LFB

4-Aminobiphenyl 4.58 LCS P 0 - 40LFB

4-Bromophenyl phenyl ether 2.30 LCS P 0 - 40LFB

4-Chloro-3-methylphenol 0.469 LCS P 0 - 40LFB

4-Chlorophenyl phenyl ether 2.31 LCS P 0 - 40LFB

4-Nitrophenol 2.45 LCS P 0 - 40LFB

5-Nitro-o-toluidine 3.06 LCS P 0 - 40LFB

7,12-Dimethylbenz(a)anthracene 2.63 LCS P 0 - 40LFB

Acenaphthene 2.42 LCS P 0 - 40LFB

Acenaphthylene 3.49 LCS P 0 - 40LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266384

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Acetophenone 1.13 LCS P 0 - 40LFB

Aniline 1.66 LCS P 0 - 40LFB

Anthracene 1.45 LCS P 0 - 40LFB

Azobenzene/1,2-Diphenylhydrazine 1.39 LCS P 0 - 40LFB

Benzidine 18.7 LCS P 0 - 40LFB

Benzo(a)anthracene 2.62 LCS P 0 - 40LFB

Benzo(a)pyrene 2.64 LCS P 0 - 40LFB

Benzo(b)fluoranthene 0.714 LCS P 0 - 40LFB

Benzo(g,h,i)perylene 1.82 LCS P 0 - 40LFB

Benzo(k)fluoranthene 3.47 LCS P 0 - 40LFB

Benzyl alcohol 0.0288 LCS P 0 - 40LFB

Bis(2-chloroethoxy)methane 0.0 LCS P 0 - 40LFB

Bis(2-chloroethyl)ether 10.5 LCS P 0 - 40LFB

Bis(2-chloroisopropyl)ether 0.0707 LCS P 0 - 40LFB

Bis(2-ethylhexyl)phthalate 3.96 LCS P 0 - 40LFB

Butyl benzyl phthalate 3.12 LCS P 0 - 40LFB

Chrysene 3.81 LCS P 0 - 40LFB

Dibenzo(a,h)anthracene 1.22 LCS P 0 - 40LFB

Dibenzofuran 3.53 LCS P 0 - 40LFB

Diethyl phthalate 2.67 LCS P 0 - 40LFB

Dimethyl phthalate 3.20 LCS P 0 - 40LFB

Dimethylaminoazobenzene 3.46 LCS P 0 - 40LFB

Di-n-butyl phthalate 2.15 LCS P 0 - 40LFB

Di-n-octyl phthalate 2.59 LCS P 0 - 40LFB

Dinoseb 1.54 LCS P 0 - 40LFB

Ethyl methanesulfonate 1.66 LCS P 0 - 40LFB

Fluoranthene 2.69 LCS P 0 - 40LFB

Fluorene 2.95 LCS P 0 - 40LFB

Hexachlorobenzene 1.12 LCS P 0 - 40LFB

Hexachlorobutadiene 0.610 LCS P 0 - 40LFB

Hexachlorocyclopentadiene 2.91 LCS P 0 - 40LFB

Hexachloroethane 3.32 LCS P 0 - 40LFB

Hexachloropropene 1.33 LCS P 0 - 40LFB

Indeno(1,2,3-cd)pyrene 1.67 LCS P 0 - 40LFB

Isophorone 0.640 LCS P 0 - 40LFB

Isosafrole 0.0 LCS P 0 - 40LFB

m,p-Cresols 1.72 LCS P 0 - 40LFB

Naphthalene 1.58 LCS P 0 - 40LFB

Nitrobenzene 0.290 LCS P 0 - 40LFB

N-Nitrosodiethylamine 2.81 LCS P 0 - 40LFB

N-Nitrosodimethylamine 4.17 LCS P 0 - 40LFB

N-Nitrosodi-n-propylamine 3.18 LCS P 0 - 40LFB

N-Nitrosodiphenylamine/ Diphenylamine 2.38 LCS P 0 - 40LFB

N-Nitrosomethylethylamine 1.25 LCS P 0 - 40LFB

N-Nitrosomorpholine 0.400 LCS P 0 - 40LFB

N-Nitrosopiperidine 2.66 LCS P 0 - 40LFB

N-Nitrosopyrrolidine 0.968 LCS P 0 - 40LFB

o-Cresol 3.38 LCS P 0 - 40LFB

o-Toluidine 5.19 LCS P 0 - 40LFB

Pentachlorobenzene 3.25 LCS P 0 - 40LFB

Pentachloroethane 2.24 LCS P 0 - 40LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266384

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Pentachloronitrobenzene 1.17 LCS P 0 - 40LFB

Pentachlorophenol 0.0449 LCS P 0 - 40LFB

Phenacetin 0.242 LCS P 0 - 40LFB

Phenanthrene 1.68 LCS P 0 - 40LFB

Phenol 0.270 LCS P 0 - 40LFB

Pyrene 3.00 LCS P 0 - 40LFB

Pyridine 1.30 LCS P 0 - 40LFB

Safrole 0.784 LCS P 0 - 40LFB

Reference Method: EPA 8270D

Batch ID: P266422

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Aldrin 12.3 Spike P 0 - 301592946

Alpha-BHC 12.1 Spike P 0 - 301592946

Alpha-Chlordane 10.3 Spike P 0 - 301592946

Beta-BHC 6.61 Spike P 0 - 301592946

Carbophenothion 6.56 Spike P 0 - 301592946

Chlorothalonil 6.22 Spike P 0 - 301592946

Cypermethrin 7.35 Spike P 0 - 301592946

DDD-p,p' 6.79 Spike P 0 - 301592946

DDE-p,p' 9.77 Spike P 0 - 301592946

DDT-p,p' 8.99 Spike P 0 - 301592946

Delta-BHC 7.43 Spike P 0 - 301592946

Dicofol 2.90 Spike P 0 - 301592946

Dieldrin 4.43 Spike P 0 - 301592946

Endosulfan I 3.92 Spike P 0 - 301592946

Endosulfan II 3.18 Spike P 0 - 301592946

Endosulfan Sulfate 0.0820 Spike P 0 - 301592946

Endrin 1.67 Spike P 0 - 301592946

Endrin Aldehyde 4.80 Spike P 0 - 301592946

Endrin Ketone 0.463 Spike P 0 - 301592946

Gamma-BHC 9.87 Spike P 0 - 301592946

Gamma-Chlordane 6.57 Spike P 0 - 301592946

Heptachlor 9.10 Spike P 0 - 301592946

Heptachlor Epoxide 6.26 Spike P 0 - 301592946

Methoxychlor 7.69 Spike P 0 - 301592946

Mirex 6.60 Spike P 0 - 301592946

Permethrin 4.33 Spike P 0 - 301592946

Trifluralin 19.8 Spike P 0 - 301592946

Aldrin 11.9 LCS P 0 - 30LFB

Alpha-BHC 14.0 LCS P 0 - 30LFB

Alpha-Chlordane 4.77 LCS P 0 - 30LFB

Beta-BHC 6.75 LCS P 0 - 30LFB

Carbophenothion 1.42 LCS P 0 - 30LFB

Chlorothalonil 7.52 LCS P 0 - 30LFB

Cypermethrin 0.730 LCS P 0 - 30LFB

DDD-p,p' 0.109 LCS P 0 - 30LFB

DDE-p,p' 4.53 LCS P 0 - 30LFB

DDT-p,p' 2.07 LCS P 0 - 30LFB
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266422

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Delta-BHC 8.82 LCS P 0 - 30LFB

Dicofol 4.80 LCS P 0 - 30LFB

Dieldrin 4.65 LCS P 0 - 30LFB

Endosulfan I 9.83 LCS P 0 - 30LFB

Endosulfan II 3.40 LCS P 0 - 30LFB

Endosulfan Sulfate 0.818 LCS P 0 - 30LFB

Endrin 6.09 LCS P 0 - 30LFB

Endrin Aldehyde 1.71 LCS P 0 - 30LFB

Endrin Ketone 8.18 LCS P 0 - 30LFB

Gamma-BHC 10.8 LCS P 0 - 30LFB

Gamma-Chlordane 4.44 LCS P 0 - 30LFB

Heptachlor 9.93 LCS P 0 - 30LFB

Heptachlor Epoxide 4.02 LCS P 0 - 30LFB

Methoxychlor 3.51 LCS P 0 - 30LFB

Mirex 1.35 LCS P 0 - 30LFB

Permethrin 4.89 LCS P 0 - 30LFB

Trifluralin 11.5 LCS P 0 - 30LFB

Reference Method: EPA 8270D

Batch ID: P266919

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

1,2,4-Trichlorobenzene 1.45 Spike P 0 - 401592925

2,4,6-Trichlorophenol 3.44 Spike P 0 - 401592925

2,4-Dichlorophenol 2.88 Spike P 0 - 401592925

2,4-Dimethylphenol 3.45 Spike P 0 - 401592925

2,4-Dinitrophenol 14.0 Spike P 0 - 401592925

2,4-Dinitrotoluene 5.58 Spike P 0 - 401592925

2,6-Dinitrotoluene 4.41 Spike P 0 - 401592925

2-Chloronaphthalene 3.61 Spike P 0 - 401592925

2-Chlorophenol 1.71 Spike P 0 - 401592925

2-Methyl-4,6-dinitrophenol 0.984 Spike P 0 - 401592925

2-Nitrophenol 4.71 Spike P 0 - 401592925

3,3'-Dichlorobenzidine 1.98 Spike P 0 - 401592925

4-Bromophenyl phenyl ether 1.51 Spike P 0 - 401592925

4-Chloro-3-methylphenol 2.08 Spike P 0 - 401592925

4-Chlorophenyl phenyl ether 3.59 Spike P 0 - 401592925

4-Nitrophenol 1.15 Spike P 0 - 401592925

Acenaphthene 2.80 Spike P 0 - 401592925

Acenaphthylene 3.29 Spike P 0 - 401592925

Anthracene 1.50 Spike P 0 - 401592925

Azobenzene/1,2-Diphenylhydrazine 5.42 Spike P 0 - 401592925

Benzo(a)anthracene 1.02 Spike P 0 - 401592925

Benzo(a)pyrene 10.1 Spike P 0 - 401592925

Benzo(b)fluoranthene 0.317 Spike P 0 - 401592925

Benzo(g,h,i)perylene 1.65 Spike P 0 - 401592925

Benzo(k)fluoranthene 3.30 Spike P 0 - 401592925

Bis(2-chloroethoxy)methane 1.55 Spike P 0 - 401592925

Bis(2-chloroethyl)ether 4.00 Spike P 0 - 401592925

Bis(2-chloroisopropyl)ether 0.305 Spike P 0 - 401592925
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266919

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Bis(2-ethylhexyl)phthalate 11.4 Spike P 0 - 401592925

Butyl benzyl phthalate 6.98 Spike P 0 - 401592925

Chrysene 0.0768 Spike P 0 - 401592925

Dibenzo(a,h)anthracene 5.15 Spike P 0 - 401592925

Diethyl phthalate 4.59 Spike P 0 - 401592925

Dimethyl phthalate 4.20 Spike P 0 - 401592925

Di-n-butyl phthalate 16.2 Spike P 0 - 401592925

Di-n-octyl phthalate 5.80 Spike P 0 - 401592925

Fluoranthene 12.6 Spike P 0 - 401592925

Fluorene 3.21 Spike P 0 - 401592925

Hexachlorobenzene 3.05 Spike P 0 - 401592925

Hexachlorobutadiene 0.546 Spike P 0 - 401592925

Hexachlorocyclopentadiene 13.4 Spike P 0 - 401592925

Hexachloroethane 7.37 Spike P 0 - 401592925

Indeno(1,2,3-cd)pyrene 5.81 Spike P 0 - 401592925

Isophorone 0.779 Spike P 0 - 401592925

Naphthalene 1.80 Spike P 0 - 401592925

Nitrobenzene 1.81 Spike P 0 - 401592925

N-Nitrosodimethylamine 6.48 Spike P 0 - 401592925

N-Nitrosodi-n-propylamine 1.10 Spike P 0 - 401592925

N-Nitrosodiphenylamine/ Diphenylamine 2.63 Spike P 0 - 401592925

Pentachlorophenol 1.46 Spike P 0 - 401592925

Phenanthrene 0.618 Spike P 0 - 401592925

Phenol 0.216 Spike P 0 - 401592925

Pyrene 3.56 Spike P 0 - 401592925

1,2,4-Trichlorobenzene 5.62 LCS P 0 - 40LFB

2,4,6-Trichlorophenol 3.89 LCS P 0 - 40LFB

2,4-Dichlorophenol 4.35 LCS P 0 - 40LFB

2,4-Dimethylphenol 4.86 LCS P 0 - 40LFB

2,4-Dinitrophenol 28.0 LCS P 0 - 40LFB

2,4-Dinitrotoluene 1.42 LCS P 0 - 40LFB

2,6-Dinitrotoluene 1.25 LCS P 0 - 40LFB

2-Chloronaphthalene 1.73 LCS P 0 - 40LFB

2-Chlorophenol 4.90 LCS P 0 - 40LFB

2-Methyl-4,6-dinitrophenol 11.7 LCS P 0 - 40LFB

2-Nitrophenol 6.38 LCS P 0 - 40LFB

3,3'-Dichlorobenzidine 4.20 LCS P 0 - 40LFB

4-Bromophenyl phenyl ether 5.30 LCS P 0 - 40LFB

4-Chloro-3-methylphenol 1.71 LCS P 0 - 40LFB

4-Chlorophenyl phenyl ether 2.49 LCS P 0 - 40LFB

4-Nitrophenol 0.0429 LCS P 0 - 40LFB

Acenaphthene 0.575 LCS P 0 - 40LFB

Acenaphthylene 1.13 LCS P 0 - 40LFB

Anthracene 2.33 LCS P 0 - 40LFB

Azobenzene/1,2-Diphenylhydrazine 4.17 LCS P 0 - 40LFB

Benzidine 12.7 LCS P 0 - 40LFB

Benzo(a)anthracene 2.34 LCS P 0 - 40LFB

Benzo(a)pyrene 3.93 LCS P 0 - 40LFB

Benzo(b)fluoranthene 6.76 LCS P 0 - 40LFB

Benzo(g,h,i)perylene 6.14 LCS P 0 - 40LFB

Benzo(k)fluoranthene 3.15 LCS P 0 - 40LFB
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 8270D

Batch ID: P266919

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Bis(2-chloroethoxy)methane 3.75 LCS P 0 - 40LFB

Bis(2-chloroethyl)ether 8.93 LCS P 0 - 40LFB

Bis(2-chloroisopropyl)ether 4.17 LCS P 0 - 40LFB

Bis(2-ethylhexyl)phthalate 17.4 LCS P 0 - 40LFB

Butyl benzyl phthalate 3.24 LCS P 0 - 40LFB

Chrysene 3.07 LCS P 0 - 40LFB

Dibenzo(a,h)anthracene 3.11 LCS P 0 - 40LFB

Diethyl phthalate 2.98 LCS P 0 - 40LFB

Dimethyl phthalate 1.53 LCS P 0 - 40LFB

Di-n-butyl phthalate 6.24 LCS P 0 - 40LFB

Di-n-octyl phthalate 8.98 LCS P 0 - 40LFB

Fluoranthene 3.77 LCS P 0 - 40LFB

Fluorene 1.02 LCS P 0 - 40LFB

Hexachlorobenzene 5.44 LCS P 0 - 40LFB

Hexachlorobutadiene 8.36 LCS P 0 - 40LFB

Hexachlorocyclopentadiene 9.15 LCS P 0 - 40LFB

Hexachloroethane 5.10 LCS P 0 - 40LFB

Indeno(1,2,3-cd)pyrene 1.90 LCS P 0 - 40LFB

Isophorone 5.27 LCS P 0 - 40LFB

Naphthalene 5.30 LCS P 0 - 40LFB

Nitrobenzene 5.90 LCS P 0 - 40LFB

N-Nitrosodimethylamine 11.3 LCS P 0 - 40LFB

N-Nitrosodi-n-propylamine 4.75 LCS P 0 - 40LFB

N-Nitrosodiphenylamine/ Diphenylamine 2.39 LCS P 0 - 40LFB

Pentachlorophenol 6.66 LCS P 0 - 40LFB

Phenanthrene 1.39 LCS P 0 - 40LFB

Phenol 7.22 LCS P 0 - 40LFB

Pyrene 9.10 LCS P 0 - 40LFB

Reference Method: EPA 8276

Batch ID: P266422

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Chlordane 7.82 Spike P 0 - 301592950

Toxaphene 3.39 Spike P 0 - 301592950

Chlordane 5.57 LCS P 0 - 30LFB

Toxaphene 2.54 LCS P 0 - 30LFB

* Sample, spike and/or laboratory control sample precision (LCS) is reported.

Replicate spike precision may be reported when sample results are below quantifiable levels.

Quality Assurance Report

Surrogates

Lab Sample ID: 1592915

Field Sample ID: SL-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 90.2 P 40 - 150



Page 100 of 128

SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592915

Field Sample ID: SL-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 71.8 P 40 - 150

Lab Sample ID: 1592916

Field Sample ID: SL-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 93.3 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 76.2 P 40 - 150

Lab Sample ID: 1592917

Field Sample ID: SL-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 84.9 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 77.0 P 40 - 150

Lab Sample ID: 1592918

Field Sample ID: SL-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 90.3 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 94.4 P 40 - 150

Lab Sample ID: 1592919

Field Sample ID: SL-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 89.8 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 79.4 P 40 - 150

Lab Sample ID: 1592920

Field Sample ID: SL-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 88.2 P 40 - 150

Lab Sample ID: 1592923

Field Sample ID: SL-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 103 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 78.3 P 30 - 150

EPA 8270D 2-Fluorophenol 85.3 P 20 - 150

EPA 8270D Nitrobenzene-d5 70.7 P 30 - 150

EPA 8270D Phenol-d5 104 P 20 - 150

EPA 8270D Terphenyl-d14 136 P 30 - 150

Lab Sample ID: 1592924

Field Sample ID: SL-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 118 P 30 - 150
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592924

Field Sample ID: SL-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2-Fluorobiphenyl 99.6 P 30 - 150

EPA 8270D 2-Fluorophenol 85.8 P 20 - 150

EPA 8270D Nitrobenzene-d5 72.5 P 30 - 150

EPA 8270D Phenol-d5 107 P 20 - 150

EPA 8270D Terphenyl-d14 110 P 30 - 150

Lab Sample ID: 1592925

Field Sample ID: SL-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 142 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 78.0 P 30 - 150

EPA 8270D 2-Fluorophenol 87.4 P 20 - 150

EPA 8270D Nitrobenzene-d5 56.8 P 30 - 150

EPA 8270D Phenol-d5 110 P 20 - 150

EPA 8270D Terphenyl-d14 127 P 30 - 150

Lab Sample ID: 1592926

Field Sample ID: SL-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 105 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 77.1 P 30 - 150

EPA 8270D 2-Fluorophenol 80.4 P 20 - 150

EPA 8270D Nitrobenzene-d5 77.9 P 30 - 150

EPA 8270D Phenol-d5 112 P 20 - 150

EPA 8270D Terphenyl-d14 133 P 30 - 150

Lab Sample ID: 1592927

Field Sample ID: SL-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 106 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 80.3 P 30 - 150

EPA 8270D 2-Fluorophenol 79.8 P 20 - 150

EPA 8270D Nitrobenzene-d5 73.6 P 30 - 150

EPA 8270D Phenol-d5 107 P 20 - 150

EPA 8270D Terphenyl-d14 117 P 30 - 150

Lab Sample ID: 1592928

Field Sample ID: SL-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 109 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 89.6 P 30 - 150

EPA 8270D 2-Fluorophenol 95.8 P 20 - 150

EPA 8270D Nitrobenzene-d5 95.0 P 30 - 150

EPA 8270D Phenol-d5 114 P 20 - 150

EPA 8270D Terphenyl-d14 90.5 P 30 - 150
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Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592945

Field Sample ID: SL-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 89.8 P 25 - 111

EPA 8270D Decachlorobiphenyl 98.2 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 73.7 P 50 - 150

EPA 8276 Decachlorobiphenyl 99.6 P 40 - 140

Lab Sample ID: 1592946

Field Sample ID: SL-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 91.4 P 25 - 111

EPA 8270D Decachlorobiphenyl 102 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 76.6 P 50 - 150

EPA 8276 Decachlorobiphenyl 108 P 40 - 140

Lab Sample ID: 1592947

Field Sample ID: SL-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 93.6 P 25 - 111

EPA 8270D Decachlorobiphenyl 99.4 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 69.5 P 50 - 150

EPA 8276 Decachlorobiphenyl 105 P 40 - 140

Lab Sample ID: 1592948

Field Sample ID: SL-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 89.2 P 25 - 111

EPA 8270D Decachlorobiphenyl 99.7 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 68.7 P 50 - 150

EPA 8276 Decachlorobiphenyl 108 P 40 - 140

Lab Sample ID: 1592949

Field Sample ID: SL-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 87.3 P 25 - 111

EPA 8270D Decachlorobiphenyl 98.1 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 76.2 P 50 - 150

EPA 8276 Decachlorobiphenyl 106 P 40 - 140

Lab Sample ID: 1592950

Field Sample ID: SL-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8141B NMX 101 P 25 - 111

EPA 8270D Decachlorobiphenyl 96.2 P 50 - 150

EPA 8270D Tetrachloro-m-xylene 73.3 P 50 - 150

EPA 8276 Decachlorobiphenyl 107 P 40 - 140
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592951

Field Sample ID: SL-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 102 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 87.2 P 70 - 130

EPA 8260C Dibromofluoromethane 93.8 P 70 - 130

EPA 8260C Toluene-d8 98.6 P 70 - 130

Lab Sample ID: 1592952

Field Sample ID: SL-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 96.2 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 83.2 P 70 - 130

EPA 8260C Dibromofluoromethane 91.6 P 70 - 130

EPA 8260C Toluene-d8 96.0 P 70 - 130

Lab Sample ID: 1592953

Field Sample ID: SL-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 95.8 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 87.2 P 70 - 130

EPA 8260C Dibromofluoromethane 91.8 P 70 - 130

EPA 8260C Toluene-d8 97.0 P 70 - 130

Lab Sample ID: 1592954

Field Sample ID: SL-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 101 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 86.4 P 70 - 130

EPA 8260C Dibromofluoromethane 93.8 P 70 - 130

EPA 8260C Toluene-d8 98.4 P 70 - 130

Lab Sample ID: 1592955

Field Sample ID: SL-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 96.2 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 87.0 P 70 - 130

EPA 8260C Dibromofluoromethane 90.8 P 70 - 130

EPA 8260C Toluene-d8 97.6 P 70 - 130

Lab Sample ID: 1592956

Field Sample ID: SL-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 97.2 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 89.8 P 70 - 130

EPA 8260C Dibromofluoromethane 92.8 P 70 - 130

EPA 8260C Toluene-d8 96.6 P 70 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592957

Field Sample ID: S-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 47.6 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 42.4 P 40 - 150

Lab Sample ID: 1592958

Field Sample ID: S-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 51.6 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 46.2 P 40 - 150

Lab Sample ID: 1592959

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 56.2 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 49.2 P 40 - 150

Lab Sample ID: 1592960

Field Sample ID: S-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 65.4 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 102 P 40 - 150

Lab Sample ID: 1592961

Field Sample ID: S-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 53.8 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 40.8 P 40 - 150

Lab Sample ID: 1592962

Field Sample ID: S-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) 2,4-D-d3 51.4 P 40 - 150

DEP SOP: LC-001-2 (based on EPA 8321B) Diuron-d6 45.4 P 40 - 150

Lab Sample ID: 1592963

Field Sample ID: S-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 31.3 F 40 - 150

Lab Sample ID: 1592964

Field Sample ID: S-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 60.5 P 40 - 150
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592965

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 61.5 P 40 - 150

Lab Sample ID: 1592966

Field Sample ID: S-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 86.0 P 40 - 150

Lab Sample ID: 1592967

Field Sample ID: S-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 82.5 P 40 - 150

Lab Sample ID: 1592968

Field Sample ID: S-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 66.0 P 40 - 150

Lab Sample ID: 1592969

Field Sample ID: S-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 102 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 85.7 P 30 - 150

EPA 8270D 2-Fluorophenol 41.1 P 20 - 150

EPA 8270D Nitrobenzene-d5 76.6 P 30 - 150

EPA 8270D Phenol-d5 28.0 P 20 - 150

EPA 8270D Terphenyl-d14 93.4 P 30 - 150

Lab Sample ID: 1592970

Field Sample ID: S-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 111 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 92.7 P 30 - 150

EPA 8270D 2-Fluorophenol 46.6 P 20 - 150

EPA 8270D Nitrobenzene-d5 83.5 P 30 - 150

EPA 8270D Phenol-d5 30.7 P 20 - 150

EPA 8270D Terphenyl-d14 91.9 P 30 - 150

Lab Sample ID: 1592971

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 102 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 88.3 P 30 - 150

EPA 8270D 2-Fluorophenol 42.6 P 20 - 150

EPA 8270D Nitrobenzene-d5 79.8 P 30 - 150

EPA 8270D Phenol-d5 28.4 P 20 - 150

EPA 8270D Terphenyl-d14 88.4 P 30 - 150
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592972

Field Sample ID: S-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 101 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 88.2 P 30 - 150

EPA 8270D 2-Fluorophenol 44.0 P 20 - 150

EPA 8270D Nitrobenzene-d5 82.2 P 30 - 150

EPA 8270D Phenol-d5 28.4 P 20 - 150

EPA 8270D Terphenyl-d14 118 P 30 - 150

Lab Sample ID: 1592973

Field Sample ID: S-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 101 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 86.9 P 30 - 150

EPA 8270D 2-Fluorophenol 42.4 P 20 - 150

EPA 8270D Nitrobenzene-d5 76.7 P 30 - 150

EPA 8270D Phenol-d5 28.2 P 20 - 150

EPA 8270D Terphenyl-d14 88.9 P 30 - 150

Lab Sample ID: 1592974

Field Sample ID: S-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8270D 2,4,6-Tribromophenol 102 P 30 - 150

EPA 8270D 2-Fluorobiphenyl 94.5 P 30 - 150

EPA 8270D 2-Fluorophenol 43.3 P 20 - 150

EPA 8270D Nitrobenzene-d5 82.4 P 30 - 150

EPA 8270D Phenol-d5 27.0 P 20 - 150

EPA 8270D Terphenyl-d14 80.7 P 30 - 150

Lab Sample ID: 1592987

Field Sample ID: S-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 80.8 P 39 - 126

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 61.8 P 51 - 109

Lab Sample ID: 1592988

Field Sample ID: S-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 89.2 P 39 - 126

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 63.5 P 51 - 109

Lab Sample ID: 1592989

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 93.3 P 39 - 126
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592989

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 58.0 P 51 - 109

Lab Sample ID: 1592990

Field Sample ID: S-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 106 P 39 - 126

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 89.5 P 51 - 109

Lab Sample ID: 1592991

Field Sample ID: S-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 97.0 P 39 - 126

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 63.9 P 51 - 109

Lab Sample ID: 1592992

Field Sample ID: S-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: GC-011-5 (based on EPA 608 and

617)

Decachlorobiphenyl 95.7 P 39 - 126

DEP SOP: GC-012-3 (based on EPA 614, 619,

622, 633 and 507)

NMX 51.2 P 51 - 109

Lab Sample ID: 1592993

Field Sample ID: S-1

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 98.4 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 102 P 70 - 130

EPA 8260C Dibromofluoromethane 97.2 P 70 - 130

EPA 8260C Toluene-d8 98.4 P 70 - 130

Lab Sample ID: 1592994

Field Sample ID: S-2

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 97.6 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 101 P 70 - 130

EPA 8260C Dibromofluoromethane 94.4 P 70 - 130

EPA 8260C Toluene-d8 98.6 P 70 - 130

Lab Sample ID: 1592995

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 96.6 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 102 P 70 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Surrogates

Lab Sample ID: 1592995

Field Sample ID: S-3

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C Dibromofluoromethane 93.8 P 70 - 130

EPA 8260C Toluene-d8 98.0 P 70 - 130

Lab Sample ID: 1592996

Field Sample ID: S-4

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 96.4 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 104 P 70 - 130

EPA 8260C Dibromofluoromethane 90.6 P 70 - 130

EPA 8260C Toluene-d8 98.4 P 70 - 130

Lab Sample ID: 1592997

Field Sample ID: S-5

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 97.4 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 102 P 70 - 130

EPA 8260C Dibromofluoromethane 92.6 P 70 - 130

EPA 8260C Toluene-d8 98.0 P 70 - 130

Lab Sample ID: 1592998

Field Sample ID: S-6

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 98.0 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 101 P 70 - 130

EPA 8260C Dibromofluoromethane 99.6 P 70 - 130

EPA 8260C Toluene-d8 98.8 P 70 - 130

Lab Sample ID: 1593051

Field Sample ID: 00057122-TB 07-APR-2014

Reference Method Surrogate % Rec. Pass/Fail Control Limits

EPA 8260C 1,2-Dichloroethane-d4 98.6 P 70 - 130

EPA 8260C 1,4-Dichlorobenzene-d4 101 P 70 - 130

EPA 8260C Dibromofluoromethane 90.6 P 70 - 130

EPA 8260C Toluene-d8 97.0 P 70 - 130

Quality Assurance Report

Calibration Verification

Reference Method: EPA 350.1 Rev. 2.0

Run ID: A56017

Included Lab Sample IDs: 1592981, 1592982, 1592983

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Ammonia-N 104 105 P/P 90 - 110

Ammonia-N 104 104 P/P 90 - 110
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Calibration Verification

Reference Method: EPA 353.2 Rev. 2.0

Run ID: A56030

Included Lab Sample IDs: 1592981, 1592982, 1592983, 1592984, 1592985, 1592986

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

NO2NO3-N 101 100 P/P 90 - 110

NO2NO3-N 104 99.4 P/P 90 - 110

Reference Method: EPA 8270D

Run ID: A56039

Included Lab Sample IDs: 1592969, 1592970, 1592971, 1592972, 1592973, 1592974

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

1,2,4,5-Tetrachlorobenzene 117 P 70 - 130

1,2,4-Trichlorobenzene 127 P 70 - 130

1,3,5-Trinitrobenzene 72.4 P 70 - 130

1,3-Dinitrobenzene 85.9 P 70 - 130

1-Naphthylamine 73.6 P 70 - 130

2,3,4,6-Tetrachlorophenol 94.6 P 70 - 130

2,4,5-Trichlorophenol 105 P 70 - 130

2,4,6-Trichlorophenol 99.2 P 70 - 130

2,4-Dichlorophenol 99.4 P 70 - 130

2,4-Dimethylphenol 102 P 70 - 130

2,4-Dinitrophenol 22.5* F 70 - 130

2,4-Dinitrotoluene 95.0 P 70 - 130

2,6-Dichlorophenol 104 P 70 - 130

2,6-Dinitrotoluene 109 P 70 - 130

2-Acetylaminofluorene 99.2 P 70 - 150

2-Chloronaphthalene 124 P 70 - 130

2-Chlorophenol 106 P 70 - 130

2-Methyl-4,6-dinitrophenol 101 P 70 - 130

2-Methylnaphthalene 94.7 P 70 - 130

2-Naphthylamine 84.7 P 70 - 130

2-Nitroaniline 78.1 P 70 - 130

2-Nitrophenol 94.6 P 70 - 130

2-Picoline 82.2 P 70 - 130

3,3'-Dichlorobenzidine 72.6 P 40 - 150

4-Aminobiphenyl 59.4* F 70 - 130

4-Bromophenyl phenyl ether 128 P 70 - 130

4-Chloro-3-methylphenol 99.6 P 70 - 130

4-Chlorophenyl phenyl ether 123 P 70 - 130

4-Nitrophenol 87.1 P 70 - 130

5-Nitro-o-toluidine 92.4 P 70 - 130

7,12-Dimethylbenz(a)anthracene 97.0 P 70 - 130

Acenaphthene 98.3 P 70 - 130

Acenaphthylene 97.7 P 70 - 130

Acetophenone 98.9 P 70 - 130

Aniline 90.7 P 70 - 130

Anthracene 101 P 70 - 130

Azobenzene/1,2-Diphenylhydrazine 89.4 P 70 - 130

Benzidine 96.4 P 0.0 - 130

Benzo(a)anthracene 104 P 70 - 130

Benzo(a)pyrene 107 P 70 - 130

Benzo(b)fluoranthene 106 P 70 - 130

Benzo(g,h,i)perylene 109 P 70 - 130

Benzo(k)fluoranthene 111 P 70 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Calibration Verification

Reference Method: EPA 8270D

Run ID: A56039

Included Lab Sample IDs: 1592969, 1592970, 1592971, 1592972, 1592973, 1592974

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Benzyl alcohol 94.4 P 70 - 130

Bis(2-chloroethoxy)methane 116 P 70 - 130

Bis(2-chloroethyl)ether 102 P 70 - 130

Bis(2-chloroisopropyl)ether 72.2 P 70 - 130

Bis(2-ethylhexyl)phthalate 94.8 P 70 - 130

Butyl benzyl phthalate 100 P 70 - 130

Chrysene 108 P 70 - 130

Dibenzo(a,h)anthracene 94.6 P 70 - 130

Dibenzofuran 103 P 70 - 130

Diethyl phthalate 103 P 70 - 130

Dimethyl phthalate 107 P 70 - 130

Dimethylaminoazobenzene 102 P 70 - 130

Di-n-butyl phthalate 97.2 P 70 - 130

Di-n-octyl phthalate 98.0 P 70 - 130

Dinoseb 102 P 70 - 130

Ethyl methanesulfonate 85.3 P 70 - 130

Fluoranthene 104 P 70 - 130

Fluorene 108 P 70 - 130

Hexachlorobenzene 127 P 70 - 130

Hexachlorobutadiene 120 P 70 - 130

Hexachlorocyclopentadiene 116 P 70 - 130

Hexachloroethane 125 P 70 - 130

Hexachloropropene 116 P 70 - 130

Indeno(1,2,3-cd)pyrene 100 P 70 - 130

Isophorone 90.2 P 70 - 130

Isosafrole 121 P 70 - 130

m,p-Cresols 106 P 70 - 130

Naphthalene 102 P 70 - 130

Nitrobenzene 97.0 P 70 - 130

N-Nitrosodiethylamine 82.4 P 70 - 130

N-Nitrosodimethylamine 75.9 P 70 - 130

N-Nitrosodi-n-propylamine 81.6 P 70 - 130

N-Nitrosodiphenylamine/ Diphenylamine 109 P 70 - 130

N-Nitrosomethylethylamine 84.1 P 70 - 130

N-Nitrosomorpholine 77.3 P 70 - 130

N-Nitrosopiperidine 97.4 P 70 - 130

N-Nitrosopyrrolidine 82.4 P 70 - 130

o-Cresol 104 P 70 - 130

o-Toluidine 94.8 P 70 - 130

Pentachlorobenzene 107 P 70 - 130

Pentachloroethane 97.6 P 70 - 130

Pentachloronitrobenzene 108 P 70 - 130

Pentachlorophenol 94.5 P 70 - 130

Phenacetin 83.2 P 70 - 130

Phenanthrene 101 P 70 - 130

Phenol 93.6 P 70 - 130

Pyrene 109 P 70 - 130

Pyridine 81.8 P 70 - 130

Safrole 102 P 70 - 130
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Calibration Verification

Reference Method: EPA 350.1 Rev. 2.0

Run ID: A56053

Included Lab Sample IDs: 1592984, 1592985, 1592986

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Ammonia-N 101 102 P/P 90 - 110

Ammonia-N 103 103 P/P 90 - 110

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56066

Included Lab Sample IDs: 1592957, 1592958, 1592959, 1592960, 1592961, 1592962

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

2,4,5-T 74.4 74.4 P/P 50 - 150

2,4,5-T 87.2 74.4 P/P 50 - 150

2,4-D 80.4 85.6 P/P 50 - 150

2,4-D 85.6 92.8 P/P 50 - 150

Acifluorfen 75.2 76.8 P/P 50 - 150

Acifluorfen 90.8 75.2 P/P 50 - 150

Bentazon 58.0 90.0 P/P 50 - 150

Bentazon 94.8 58.0 P/P 50 - 150

Silvex 78.4 91.6 P/P 50 - 150

Silvex 91.6 92.0 P/P 50 - 150

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56068

Included Lab Sample IDs: 1592957, 1592958, 1592959, 1592960, 1592961, 1592962

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Diuron 103 106 P/P 60 - 150

Diuron 109 103 P/P 60 - 150

Imidacloprid 101 100 P/P 60 - 150

Imidacloprid 106 101 P/P 60 - 150

Linuron 104 86.4 P/P 60 - 150

Linuron 96.0 104 P/P 60 - 150

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56069

Included Lab Sample IDs: 1592963, 1592964, 1592965, 1592966, 1592967, 1592968

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Sucralose 109 96.0 P/P 70 - 150

Reference Method: EPA 8260C

Run ID: A56072

Included Lab Sample IDs: 1592993, 1592994, 1592995, 1592996, 1592997, 1592998, 1593051

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

1,1,1-Trichloroethane 89.0 P 80 - 120

1,1,2,2-Tetrachloroethane 89.8 P 80 - 120

1,1,2-Trichloroethane 95.6 P 80 - 120

1,1-Dichloroethane 94.0 P 80 - 120

1,1-Dichloroethene 93.7 P 80 - 120

1,2-Dichlorobenzene 95.0 P 80 - 120

1,2-Dichloroethane 97.6 P 80 - 120

1,2-Dichloropropane 94.2 P 80 - 120
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Quality Assurance Report

Calibration Verification

Reference Method: EPA 8260C

Run ID: A56072

Included Lab Sample IDs: 1592993, 1592994, 1592995, 1592996, 1592997, 1592998, 1593051

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

1,3-Dichlorobenzene 92.8 P 80 - 120

1,4-Dichlorobenzene 93.6 P 80 - 120

2-Butanone 90.9 P 80 - 120

2-Chloroethylvinyl ether 106 P 80 - 120

4-Methyl-2-Pentanone 90.4 P 80 - 120

Acetone 97.2 P 80 - 120

Benzene 98.9 P 80 - 120

Bromodichloromethane 88.2 P 80 - 120

Bromoform 97.8 P 80 - 120

Bromomethane 101 P 80 - 120

Carbon disulfide 87.8 P 80 - 120

Carbon tetrachloride 85.8 P 80 - 120

Chlorobenzene 95.2 P 80 - 120

Chloroethane 108 P 80 - 120

Chloroform 95.0 P 80 - 120

Chloromethane 91.8 P 80 - 120

cis-1,2-Dichloroethene 91.7 P 80 - 120

cis-1,3-Dichloropropene 86.0 P 80 - 120

Dibromochloromethane 100 P 80 - 120

Ethylbenzene 97.6 P 80 - 120

m,p-Xylene 98.6 P 80 - 120

Methylene chloride 95.8 P 80 - 120

Methyl-t-butyl ether 91.4 P 80 - 120

o-Xylene 96.4 P 80 - 120

Tetrachloroethene 93.2 P 80 - 120

Toluene 97.0 P 80 - 120

trans-1,2-Dichloroethene 94.2 P 80 - 120

trans-1,3-Dichloropropene 95.0 P 80 - 120

Trichloroethene 105 P 80 - 120

Trichlorofluoromethane 103 P 80 - 120

Vinyl chloride 93.6 P 80 - 120

Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Run ID: A56082

Included Lab Sample IDs: 1592987, 1592988, 1592989, 1592990, 1592991, 1592992

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Aldrin 102 92.8 P/P 85 - 115

Alpha-BHC 101 91.7 P/P 85 - 115

Beta-BHC 104 95.1 P/P 85 - 115

Carbophenothion 99.3 86.3* P/F 90 - 110

Chlordane 99.9 95.1 P/P 85 - 115

Chlorothalonil 102 93.6 P/P 90 - 110

Cypermethrin 105 90.8 P/P 85 - 115

DDD-p,p' 101 90.9 P/P 85 - 115

DDE-p,p' 102 92.0 P/P 85 - 115

DDT-p,p' 101 91.7 P/P 85 - 115

Delta-BHC 101 90.4 P/P 85 - 115

Dicofol 100 84.8* P/F 90 - 110

Dieldrin 103 93.8 P/P 85 - 115

Endosulfan I 103 96.3 P/P 85 - 115
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Reference Method: DEP SOP: GC-011-5 (based on EPA 608 and 617)

Run ID: A56082

Included Lab Sample IDs: 1592987, 1592988, 1592989, 1592990, 1592991, 1592992

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Endosulfan II 103 93.7 P/P 85 - 115

Endosulfan Sulfate 104 94.4 P/P 85 - 115

Endrin 89.9 79.6* P/F 85 - 115

Endrin Aldehyde 103 89.9 P/P 85 - 115

Gamma-BHC 102 92.8 P/P 85 - 115

Heptachlor 101 92.5 P/P 85 - 115

Heptachlor Epoxide 103 94.3 P/P 85 - 115

Methoxychlor 106 93.8 P/P 90 - 110

Mirex 108 101 P/P 90 - 110

Permethrin 91.9 99.1 P/P 90 - 110

Toxaphene 110 99.3 P/P 85 - 115

Trifluralin 108 99.5 P/P 90 - 110

Reference Method: EPA 6020A

Run ID: A56090

Included Lab Sample IDs: 1592975, 1592976, 1592977, 1592978, 1592979, 1592980

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Aluminum 101 101 P/P 90 - 110

Antimony 101 100 P/P 90 - 110

Arsenic 101 99.9 P/P 90 - 110

Barium 101 98.9 P/P 90 - 110

Cadmium 102 102 P/P 90 - 110

Chromium 101 101 P/P 90 - 110

Cobalt 101 99.7 P/P 90 - 110

Copper 101 101 P/P 90 - 110

Lead 95.7 95.3 P/P 90 - 110

Molybdenum 102 102 P/P 90 - 110

Nickel 101 99.8 P/P 90 - 110

Selenium 103 101 P/P 90 - 110

Silver 102 101 P/P 90 - 110

Thallium 96.3 95.2 P/P 90 - 110

Zinc 101 100 P/P 90 - 110

Reference Method: EPA 6020A

Run ID: A56110

Included Lab Sample IDs: 1592937, 1592938, 1592939, 1592940, 1592941, 1592942

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Arsenic 98.5 99.7 P/P 90 - 110

Barium 98.8 98.1 P/P 90 - 110

Cadmium 101 101 P/P 90 - 110

Chromium 98.2 99.8 P/P 90 - 110

Lead 100 101 P/P 90 - 110

Selenium 102 102 P/P 90 - 110

Silver 100 101 P/P 90 - 110
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Quality Assurance Report
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Reference Method: EPA 6020A

Run ID: A56126

Included Lab Sample IDs: 1592975, 1592976, 1592977, 1592978, 1592979, 1592980

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Beryllium 101 99.8 P/P 90 - 110

Beryllium 101 101 P/P 90 - 110

Boron 100 98.7 P/P 90 - 110

Boron 101 100 P/P 90 - 110

Reference Method: EPA 8260C

Run ID: A56159

Included Lab Sample IDs: 1592951, 1592952, 1592953, 1592954, 1592955, 1592956

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

1,1,1-Trichloroethane 101 P 70 - 130

1,1,2,2-Tetrachloroethane 101 P 70 - 130

1,1,2-Trichloroethane 103 P 70 - 130

1,1-Dichloroethane 106 P 70 - 130

1,1-Dichloroethene 102 P 70 - 130

1,2-Dichlorobenzene 115 P 70 - 130

1,2-Dichloroethane 105 P 70 - 130

1,2-Dichloropropane 107 P 70 - 130

1,3-Dichlorobenzene 114 P 70 - 130

1,4-Dichlorobenzene 115 P 70 - 130

2-Butanone 80.8 P 70 - 130

Benzene 108 P 70 - 130

Bromodichloromethane 104 P 70 - 130

Bromoform 94.0 P 70 - 130

Bromomethane 106 P 70 - 130

Carbon tetrachloride 99.6 P 70 - 130

Chlorobenzene 111 P 70 - 130

Chloroethane 103 P 70 - 130

Chloroform 107 P 70 - 130

Chloromethane 105 P 70 - 130

cis-1,2-Dichloroethene 107 P 70 - 130

cis-1,3-Dichloropropene 101 P 70 - 130

Dibromochloromethane 102 P 70 - 130

Ethylbenzene 108 P 70 - 130

m,p-Xylene 108 P 70 - 130

Methylene chloride 108 P 70 - 130

Methyl-t-butyl ether 102 P 70 - 130

o-Xylene 110 P 70 - 130

Tetrachloroethene 102 P 70 - 130

Toluene 108 P 70 - 130

trans-1,2-Dichloroethene 104 P 70 - 130

trans-1,3-Dichloropropene 101 P 70 - 130

Trichloroethene 106 P 70 - 130

Trichlorofluoromethane 97.8 P 70 - 130

Vinyl chloride 101 P 70 - 130

Reference Method: EPA 6020A

Run ID: A56180

Included Lab Sample IDs: 1592975, 1592976, 1592977, 1592978, 1592979, 1592980

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits
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Reference Method: EPA 6020A

Run ID: A56180

Included Lab Sample IDs: 1592975, 1592976, 1592977, 1592978, 1592979, 1592980

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Barium 98.1 99.4 P/P 90 - 110

Manganese 100 101 P/P 90 - 110

Manganese 101 102 P/P 90 - 110

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56191

Included Lab Sample IDs: 1592915, 1592916, 1592917, 1592918, 1592919, 1592920

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Diuron 126 137 P/P 60 - 150

Diuron 135 126 P/P 60 - 150

Imidacloprid 125 147 P/P 60 - 150

Imidacloprid 134 125 P/P 60 - 150

Linuron 122 101 P/P 60 - 150

Linuron 98.0 122 P/P 60 - 150

Reference Method: EPA 8270D

Run ID: A56196

Included Lab Sample IDs: 1592923, 1592924, 1592925, 1592926, 1592927, 1592928

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

1,2,4-Trichlorobenzene 104 P 70 - 130

2,4,6-Trichlorophenol 101 P 70 - 130

2,4-Dichlorophenol 99.4 P 70 - 130

2,4-Dimethylphenol 101 P 70 - 130

2,4-Dinitrophenol 40.4* F 70 - 130

2,4-Dinitrotoluene 81.4 P 70 - 130

2,6-Dinitrotoluene 89.4 P 70 - 130

2-Chloronaphthalene 105 P 70 - 130

2-Chlorophenol 103 P 70 - 130

2-Methyl-4,6-dinitrophenol 73.0 P 70 - 130

2-Nitrophenol 72.9 P 70 - 130

3,3'-Dichlorobenzidine 96.7 P 70 - 150

4-Bromophenyl phenyl ether 116 P 70 - 130

4-Chloro-3-methylphenol 99.9 P 70 - 130

4-Chlorophenyl phenyl ether 103 P 70 - 130

4-Nitrophenol 94.7 P 70 - 130

Acenaphthene 98.2 P 70 - 130

Acenaphthylene 88.4 P 70 - 130

Anthracene 99.8 P 70 - 130

Azobenzene/1,2-Diphenylhydrazine 106 P 70 - 130

Benzidine 86.0 P 0.0 - 130

Benzo(a)anthracene 104 P 70 - 130

Benzo(a)pyrene 108 P 70 - 130

Benzo(b)fluoranthene 97.8 P 70 - 130

Benzo(g,h,i)perylene 109 P 70 - 130

Benzo(k)fluoranthene 101 P 70 - 130

Bis(2-chloroethoxy)methane 123 P 70 - 130

Bis(2-chloroethyl)ether 104 P 70 - 130

Bis(2-chloroisopropyl)ether 112 P 70 - 130

Bis(2-ethylhexyl)phthalate 113 P 70 - 130
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Calibration Verification

Reference Method: EPA 8270D

Run ID: A56196

Included Lab Sample IDs: 1592923, 1592924, 1592925, 1592926, 1592927, 1592928

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Butyl benzyl phthalate 111 P 70 - 130

Chrysene 105 P 70 - 130

Dibenzo(a,h)anthracene 96.8 P 70 - 130

Diethyl phthalate 86.6 P 70 - 130

Dimethyl phthalate 88.4 P 70 - 130

Di-n-butyl phthalate 102 P 70 - 130

Di-n-octyl phthalate 119 P 70 - 130

Fluoranthene 95.6 P 70 - 130

Fluorene 89.9 P 70 - 130

Hexachlorobenzene 120 P 70 - 130

Hexachlorobutadiene 101 P 70 - 130

Hexachlorocyclopentadiene 92.9 P 70 - 130

Hexachloroethane 103 P 70 - 130

Indeno(1,2,3-cd)pyrene 96.6 P 70 - 130

Isophorone 92.0 P 70 - 130

Naphthalene 94.9 P 70 - 130

Nitrobenzene 97.0 P 70 - 130

N-Nitrosodimethylamine 105 P 70 - 130

N-Nitrosodi-n-propylamine 110 P 70 - 130

N-Nitrosodiphenylamine/ Diphenylamine 78.3 P 70 - 130

Pentachlorophenol 109 P 70 - 130

Phenanthrene 98.8 P 70 - 130

Phenol 99.9 P 70 - 130

Pyrene 90.4 P 70 - 130

Reference Method: EPA 8276

Run ID: A56198

Included Lab Sample IDs: 1592945, 1592946, 1592947, 1592948, 1592949, 1592950

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Chlordane 100 P 80 - 120

Toxaphene 99.2 P 80 - 120

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56203

Included Lab Sample IDs: 1592915, 1592916, 1592917, 1592918, 1592919, 1592920

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

2,4,5-T 76.8 80.0 P/P 50 - 150

2,4,5-T 80.0 89.2 P/P 50 - 150

2,4-D 80.8 82.8 P/P 50 - 150

2,4-D 86.0 80.8 P/P 50 - 150

Acifluorfen 78.8 85.6 P/P 50 - 150

Acifluorfen 79.2 78.8 P/P 50 - 150

Silvex 75.6 70.4 P/P 50 - 150

Silvex 78.4 75.6 P/P 50 - 150
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Reference Method: EPA 8270D

Run ID: A56241

Included Lab Sample IDs: 1592945, 1592946, 1592947, 1592948, 1592949, 1592950

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Aldrin 101 P 80 - 120

Aldrin 103 P 80 - 120

Alpha-BHC 102 P 80 - 120

Alpha-BHC 105 P 80 - 120

Alpha-Chlordane 100 P 80 - 120

Alpha-Chlordane 101 P 80 - 120

Beta-BHC 101 P 80 - 120

Beta-BHC 102 P 80 - 120

Carbophenothion 93.9 P 80 - 120

Carbophenothion 98.1 P 80 - 120

Chlorothalonil 89.5 P 80 - 120

Chlorothalonil 95.0 P 80 - 120

Cypermethrin 97.4 P 80 - 120

Cypermethrin 99.7 P 80 - 120

DDD-p,p' 103 P 80 - 120

DDD-p,p' 99.3 P 80 - 120

DDE-p,p' 101 P 80 - 120

DDE-p,p' 99.1 P 80 - 120

DDT-p,p' 97.9 P 80 - 120

DDT-p,p' 99.5 P 80 - 120

Delta-BHC 98.6 P 80 - 120

Delta-BHC 99.6 P 80 - 120

Dicofol 102 P 80 - 120

Dicofol 164* F 80 - 120

Dieldrin 102 P 80 - 120

Dieldrin 103 P 80 - 120

Endosulfan I 101 P 80 - 120

Endosulfan I 99.3 P 80 - 120

Endosulfan II 101 P 80 - 120

Endosulfan II 101 P 80 - 120

Endosulfan Sulfate 97.0 P 80 - 120

Endosulfan Sulfate 97.8 P 80 - 120

Endrin 103 P 80 - 120

Endrin 99.8 P 80 - 120

Endrin Aldehyde 103 P 80 - 120

Endrin Aldehyde 96.2 P 80 - 120

Endrin Ketone 95.4 P 80 - 120

Endrin Ketone 97.9 P 80 - 120

Gamma-BHC 102 P 80 - 120

Gamma-BHC 104 P 80 - 120

Gamma-Chlordane 101 P 80 - 120

Gamma-Chlordane 102 P 80 - 120

Heptachlor 102 P 80 - 120

Heptachlor 103 P 80 - 120

Heptachlor Epoxide 97.3 P 80 - 120

Heptachlor Epoxide 98.1 P 80 - 120

Methoxychlor 93.8 P 80 - 120

Methoxychlor 96.2 P 80 - 120

Mirex 95.4 P 80 - 120

Mirex 95.6 P 80 - 120

Permethrin 92.4 P 80 - 120
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Reference Method: EPA 8270D

Run ID: A56241

Included Lab Sample IDs: 1592945, 1592946, 1592947, 1592948, 1592949, 1592950

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Permethrin 92.5 P 80 - 120

Trifluralin 105 P 80 - 120

Trifluralin 97.4 P 80 - 120

Reference Method: EPA 8141B

Run ID: A56257

Included Lab Sample IDs: 1592945, 1592946, 1592947, 1592948, 1592949, 1592950

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Alachlor 98.8 P 80 - 120

Ametryn 105 P 80 - 120

Atrazine 102 P 80 - 120

Azinphos Methyl 134* F 80 - 120

Bromacil 140* F 80 - 120

Chlorpyrifos Ethyl 115 P 80 - 120

Chlorpyrifos Methyl 114 P 80 - 120

Diazinon 118 P 80 - 120

Ethion 97.1 P 80 - 120

Ethoprop 116 P 80 - 120

Fenamiphos 118 P 80 - 120

Fonofos 108 P 80 - 120

Hexazinone 95.4 P 80 - 120

Malathion 116 P 80 - 120

Methamidophos 112 P 80 - 120

Metolachlor 101 P 80 - 120

Metribuzin 102 P 80 - 120

Mevinphos 110 P 80 - 120

Monocrotophos 144* F 80 - 120

Naled 112 P 80 - 120

Norflurazon 92.9 P 80 - 120

Parathion Ethyl 110 P 80 - 120

Parathion Methyl 113 P 80 - 120

Phorate 116 P 80 - 120

Prometryn 104 P 80 - 120

Simazine 102 P 80 - 120

Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Run ID: A56296

Included Lab Sample IDs: 1592987, 1592988, 1592989, 1592990, 1592991, 1592992

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Alachlor 96.9 P 90 - 110

Ametryn 101 P 90 - 110

Atrazine 107 P 90 - 110

Atrazine Desethyl 104 P 90 - 110

Atrazine Desisopropyl 97.8 P 90 - 110

Azinphos Methyl 97.7 P 90 - 110

Bromacil 91.7 P 90 - 110

Butylate 102 P 90 - 110

Chlorpyrifos Ethyl 105 P 90 - 110

Chlorpyrifos Methyl 102 P 90 - 110
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Reference Method: DEP SOP: GC-012-3 (based on EPA 614, 619, 622, 633 and 507)

Run ID: A56296

Included Lab Sample IDs: 1592987, 1592988, 1592989, 1592990, 1592991, 1592992

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Demeton 102 P 90 - 110

Diazinon 107 P 90 - 110

Disulfoton 107 P 90 - 110

Ethion 103 P 90 - 110

Ethoprop 105 P 90 - 110

Fenamiphos 93.6 P 90 - 110

Fonofos 91.6 P 90 - 110

Hexazinone 91.6 P 90 - 110

Malathion 95.3 P 90 - 110

Metalaxyl 94.3 P 90 - 110

Metolachlor 98.0 P 90 - 110

Metribuzin 96.8 P 90 - 110

Mevinphos 106 P 90 - 110

Naled 88.7* F 90 - 110

Norflurazon 92.4 P 90 - 110

Parathion Ethyl 95.6 P 90 - 110

Parathion Methyl 99.0 P 90 - 110

Phorate 109 P 90 - 110

Prometon 93.1 P 90 - 110

Prometryn 102 P 90 - 110

Simazine 103 P 90 - 110

* Pass/Fail determinations are made for each bracketing calibration verification check.

Control limits for initial calibration checks may be different from those for continuing checks, depending on method requirements.

Where they are different, both control limits are provided.

Quality Assurance Report

Ref. Method Analyte LCS % Recovery MS % Recovery Precision

LCS SMP MS

Summary

DEP SOP: GC-011-5 (based on

EPA 608 and 617)

Aldrin 84.9    75.3 91.4    76.7    85.2 12.0 10.5

Alpha-BHC 74.9    75.2 72.1    78.3    76.0 0.512 2.94

Beta-BHC 90.3    88.6 86.9    97.5    90.8 1.82 7.08

DDD-p,p' 104     94.1 106     92.2    99.3 10.4 7.44

DDE-p,p' 97.3    87.4 93.9    85.8    88.7 10.7 3.32

DDT-p,p' 95.1    86.4 93.8    86.9    90.4 9.66 3.88

Delta-BHC 91.3    83.1 89.5    88.2    84.5 9.39 4.23

Dieldrin 96.0    86.3 91.7    84.3    87.3 10.7 3.46

Endosulfan I 92.8    90.1 91.0    89.2    89.5 3.01 0.256

Endosulfan II 106     95.5 107     93.1    98.8 10.5 6.01

Endosulfan Sulfate 105     94.0 99.5    94.8    91.5 11.2 3.49

Endrin 96.7    87.5 94.8    89.9    90.4 10.0 0.574

Endrin Aldehyde 101     84.8 99.2    84.1    89.5 17.1 6.12

Gamma-BHC 97.1    88.8 92.2    91.5    101 8.99 9.73

Heptachlor 95.5    87.3 125     92.8    102 9.05 9.16

Heptachlor Epoxide 115     101 117     95.2    94.8 12.6 0.452

Methoxychlor 119     110 118     109     114 7.27 4.62

DEP SOP: GC-012-3 (based on

EPA 614, 619, 622, 633 and 507)

Ametryn 129     128 129     127     107 0.970 17.1
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Ref. Method Analyte LCS % Recovery MS % Recovery Precision

LCS SMP MS

Summary

DEP SOP: GC-012-3 (based on

EPA 614, 619, 622, 633 and 507)

Atrazine 119     120 120     123     126 0.343 2.13

Atrazine Desethyl 91.5    91.3 85.1    67.6    77.5 0.186 13.6

Chlorpyrifos Ethyl 125     120 126     118     125 3.56 5.78

Chlorpyrifos Methyl 114     96.3 95.6    91.1    99.0 17.1 8.32

Disulfoton 117     123 110     121     115 5.13 4.73

Ethion 87.4    86.2 88.5    73.7    83.8 1.44 12.8

Ethoprop 118     128 125     118     100 7.95 16.1

Hexazinone 129     130 127     128     117 0.536 9.01

Malathion 119     122 120     117     123 2.68 4.86

Metribuzin 122     123 121     122     126 0.494 2.62

Mevinphos 129     120 120     126     127 6.98 0.190

Norflurazon 127     123 119     118     127 3.16 6.82

Phorate 122     117 115     126     117 3.97 7.08

Prometryn 126     123 124     123     129 2.10 4.81

Simazine 118     122 119     119     125 3.00 4.86

DEP SOP: LC-001-2 (based on EPA

8321B)

2,4,5-T 56.8    62.0 56.0    49.6 8.75 12.1

2,4,5-T 74.5    74.6 67.1    75.4 0.134 11.6

2,4-D 71.2    67.6 60.0    55.6 5.19 7.61

2,4-D 73.9    75.6 81.9    86.6 2.27 5.58

Acifluorfen 63.6    71.6 54.8    55.2 11.8 0.727

Acifluorfen 72.4    72.9 36.2    32.4 0.688 11.1

Bentazon 81.2    76.4 5.88    3.96 6.09 39.0

Diuron 104     106 42.0    35.1 2.28 18.0

Diuron 108     110 120     121 1.83 0.332

Imidacloprid 87.2    105 145     126 18.7 14.2

Imidacloprid 120     121 142     138 0.662 2.58

Linuron 82.8    93.2 69.2    61.2 11.8 12.3

Linuron 116     100 83.2    82.8 14.8 0.482

Silvex 75.2    80.8 92.8    74.4 7.18 22.0

Silvex 69.4    69.5 74.1    70.0 0.144 5.69

Sucralose 57.2    74.0 41.0    38.2 25.6 4.53

EPA 350.1 Rev. 2.0 Ammonia-N 101 102     98.8 2.20

Ammonia-N 98.6 97.3    96.5 0.742

EPA 353.2 Rev. 2.0 NO2NO3-N 98.5 98.0    97.0 0.546

NO2NO3-N 101 98.5    98.0 0.509

EPA 6020A Aluminum 100 99.2    101 2.07

Antimony 101 102     103 0.493

Arsenic 103 102     103 1.29

Arsenic 103 104     103 1.11

Barium 105 103     104 1.01

Barium 106 108     109 1.13

Barium 104 103     100     101 0.608

Beryllium 101 101     97.5 3.88

Boron 104 103     102 0.416

Cadmium 98.5 99.3    101 1.66

Cadmium 104 108     111 2.28

Chromium 100 99.4    99.1 0.337

Chromium 105 107     107 0.403

Cobalt 103 100     101 0.339

Copper 101 97.4    97.8 0.343

Lead 95.6 94.3    95.3 1.00

Lead 106 108     108 0.288
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Ref. Method Analyte LCS % Recovery MS % Recovery Precision

LCS SMP MS

Summary

EPA 6020A Manganese 100 98.3    100 2.06

Molybdenum 104 104     104 0.0493

Nickel 102 98.8    98.2 0.578

Selenium 103 101     102 0.975

Selenium 105 105     104 1.28

Silver 102 99.1    103 4.02

Silver 106 108     106 2.04

Thallium 103 102     103 0.887

Zinc 101 103     105 2.07

EPA 8141B Alachlor 115     113 113     107 2.27 4.91

Azinphos Methyl 121     110 116     103 10.3 11.4

Bromacil 98.6    95.6 229     221 3.15 3.79

Diazinon 121     115 120     111 5.52 7.70

Fenamiphos 118     107 130     129 9.93 0.305

Fonofos 115     105 113     104 8.51 8.27

Methamidophos 101     44.1 113     101 78.8 11.3

Metolachlor 106     103 108     102 3.54 6.19

Monocrotophos 123     39.5 173     163 103 6.06

Naled 100     88.9 106     96.3 12.1 9.13

Parathion Ethyl 103     107 118     110 3.50 6.91

Parathion Methyl 99.0    112 117     120 12.4 3.01

EPA 8260C 1,1,1-Trichloroethane 75.4    81.4 90.0    84.2 7.71 6.77

1,1,1-Trichloroethane 94.3    89.8 94.3    90.8 4.86 3.78

1,1,2,2-Tetrachloroethane 77.0    80.2 119     111 4.13 6.17

1,1,2,2-Tetrachloroethane 78.4    82.2 60.0    61.5 4.79 2.37

1,1,2-Trichloroethane 81.0    88.8 103     95.5 9.31 7.51

1,1,2-Trichloroethane 84.9    86.8 75.8    71.5 2.27 5.81

1,1-Dichloroethane 80.8    86.4 98.0    90.7 6.76 7.69

1,1-Dichloroethane 98.3    94.7 96.9    94.1 3.70 2.91

1,1-Dichloroethene 78.5    85.5 86.0    80.8 8.54 6.12

1,1-Dichloroethene 101     97.3 104     99.2 4.15 4.31

1,2-Dichlorobenzene 79.0    88.6 103     96.2 11.4 6.68

1,2-Dichlorobenzene 100     99.2 59.5    62.3 1.13 4.68

1,2-Dichloroethane 82.2    88.7 102     93.7 7.67 8.48

1,2-Dichloroethane 88.2    89.6 81.7    78.8 1.50 3.65

1,2-Dichloropropane 79.8    86.2 100     91.6 7.77 8.91

1,2-Dichloropropane 92.0    89.4 85.6    82.4 2.88 3.78

1,3-Dichlorobenzene 77.0    85.4 99.4    93.8 10.2 5.85

1,3-Dichlorobenzene 101     99.5 63.8    67.2 1.75 5.18

1,4-Dichlorobenzene 81.0    90.0 105     97.6 10.6 6.87

1,4-Dichlorobenzene 107     105 67.8    72.0 2.32 6.00

Benzene 84.2    91.2 105     95.4 8.04 9.30

Benzene 98.0    94.4 89.1    86.0 3.67 3.53

Bromodichloromethane 71.6    77.6 100     90.7 7.97 9.00

Bromodichloromethane 86.8    85.6 76.9    73.4 1.44 4.72

Bromoform 82.1    90.2 115     108 9.35 6.17

Bromoform 75.2    77.2 49.0    47.9 2.60 2.33

Bromomethane 119     135 121     118 12.5 2.47

Bromomethane 135     129 61.6    63.2 3.96 2.60

Carbon tetrachloride 72.4    78.2 87.7    81.2 7.63 7.76

Carbon tetrachloride 93.4    88.8 90.1    83.5 4.96 7.52

Chlorobenzene 80.0    87.5 102     94.4 9.02 7.84

Chlorobenzene 96.4    93.8 79.0    76.3 2.73 3.48

Chloroethane 112     121 124     113 8.01 9.39
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EPA 8260C Chloroethane 130     125 137     131 3.42 4.16

Chloroform 78.8    84.4 103     93.6 6.86 8.52

Chloroform 92.7    91.2 91.0    86.8 1.62 4.76

Chloromethane 109     117 100     91.2 7.11 9.31

Chloromethane 160     152 123     124 4.85 1.05

cis-1,3-Dichloropropene 70.9    77.1 86.7    80.4 8.38 7.54

cis-1,3-Dichloropropene 76.4    77.1 38.8    39.7 0.938 2.37

Dibromochloromethane 83.8    91.0 115     106 8.24 6.84

Dibromochloromethane 82.6    84.4 66.0    63.8 2.11 3.33

Ethylbenzene 82.0    89.3 104     96.2 8.52 7.88

Ethylbenzene 95.0    92.2 79.2    75.8 3.00 4.31

m,p-Xylene 83.4    91.0 106     98.0 8.77 7.98

m,p-Xylene 96.0    92.8 80.6    77.8 3.41 3.66

Methylene chloride 82.9    89.9 97.8    89.2 8.10 9.25

Methylene chloride 98.8    97.6 109     93.9 1.14 14.9

Methyl-t-butyl ether 76.8    82.8 87.8    82.0 7.51 6.84

Methyl-t-butyl ether 95.1    95.4 83.9    85.8 0.315 2.18

o-Xylene 80.5    87.9 102     94.4 8.79 8.03

o-Xylene 94.6    92.2 78.0    75.9 2.49 2.75

Tetrachloroethene 80.6    88.1 98.8    91.9 8.95 7.24

Tetrachloroethene 95.4    92.5 85.8    80.6 3.10 6.33

Toluene 81.4    87.7 104     94.6 7.45 9.13

Toluene 96.5    93.6 82.0    79.1 3.02 3.64

trans-1,2-Dichloroethene 80.4    87.0 95.4    86.9 7.94 9.27

trans-1,2-Dichloroethene 115     116 100     113 0.554 12.1

trans-1,3-Dichloropropene 74.0    81.1 88.6    83.0 9.09 6.53

trans-1,3-Dichloropropene 76.6    77.4 39.4    40.3 1.17 2.26

Trichloroethene 87.4    98.8 96.2    88.0 12.2 9.01

Trichloroethene 99.3    95.0 95.3    90.1 4.43 5.54

Trichlorofluoromethane 109     119 123     113 8.51 8.91

Trichlorofluoromethane 132     126 143     136 4.97 4.54

Vinyl chloride 98.8    107 95.9    89.8 7.79 6.63

Vinyl chloride 138     133 145     138 3.83 5.56

EPA 8270D 1,2,4,5-Tetrachlorobenzene 98.3    97.7 90.5    96.2 0.612 4.13

1,2,4-Trichlorobenzene 88.6    88.3 82.1    87.9 0.271 4.86

1,2,4-Trichlorobenzene 79.7    75.4 68.4    69.4 5.62 1.45

1,3,5-Trinitrobenzene 109     110 97.5    99.6 1.13 0.109

1,3-Dinitrobenzene 107     106 97.3    103 0.899 3.48

1-Naphthylamine 90.3    95.8 44.3    32.2 5.85 33.6

2,3,4,6-Tetrachlorophenol 112     113 107     115 0.427 4.87

2,4,5-Trichlorophenol 84.5    86.1 84.0    89.8 1.83 4.76

2,4,6-Trichlorophenol 81.8    80.4 78.2    81.4 1.82 2.05

2,4,6-Trichlorophenol 102     97.7 102     105 3.89 3.44

2,4-Dichlorophenol 87.2    88.7 82.6    88.2 1.68 4.64

2,4-Dichlorophenol 98.6    94.4 97.4    100 4.35 2.88

2,4-Dimethylphenol 75.5    74.4 62.3    65.0 1.55 2.38

2,4-Dimethylphenol 96.1    91.5 94.6    98.0 4.86 3.45

2,4-Dinitrophenol 114     109 96.9    95.5 4.45 3.42

2,4-Dinitrophenol 41.6    31.4 39.2    45.2 28.0 14.0

2,4-Dinitrotoluene 87.8    85.2 80.6    83.9 3.00 1.98

2,4-Dinitrotoluene 86.8    88.0 85.0    89.9 1.42 5.58

2,6-Dichlorophenol 96.9    97.7 90.6    95.4 0.822 3.24

2,6-Dinitrotoluene 98.1    95.4 92.6    94.8 2.81 0.344

2,6-Dinitrotoluene 96.6    95.4 94.9    99.2 1.25 4.41
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EPA 8270D 2-Acetylaminofluorene 84.3    84.3 77.7    88.4 0.0 10.9

2-Chloronaphthalene 87.0    84.0 82.4    85.6 3.46 1.85

2-Chloronaphthalene 91.1    89.5 89.2    92.4 1.73 3.61

2-Chlorophenol 79.4    78.5 71.4    76.2 1.22 4.65

2-Chlorophenol 98.7    94.0 92.9    94.5 4.90 1.71

2-Methyl-4,6-dinitrophenol 113     114 95.6    91.0 0.773 6.85

2-Methyl-4,6-dinitrophenol 66.5    59.1 57.2    56.6 11.7 0.984

2-Methylnaphthalene 78.6    76.2 74.2    77.0 3.05 1.75

2-Naphthylamine 90.2    89.3 53.6    42.8 1.07 24.4

2-Nitroaniline 68.8    68.3 64.4    64.5 0.700 1.90

2-Nitrophenol 81.7    83.4 74.0    80.2 2.03 6.03

2-Nitrophenol 73.1    68.6 70.5    73.9 6.38 4.71

2-Picoline 55.0    55.6 51.6    53.5 1.01 1.77

3,3'-Dichlorobenzidine 87.3    94.6 69.7    64.4 8.03 9.98

3,3'-Dichlorobenzidine 85.0    81.5 50.9    49.9 4.20 1.98

4-Aminobiphenyl 126     132 114     112 4.58 3.94

4-Bromophenyl phenyl ether 96.6    94.4 92.1    95.4 2.30 1.50

4-Bromophenyl phenyl ether 109     104 104     103 5.30 1.51

4-Chloro-3-methylphenol 85.1    85.5 80.2    86.7 0.469 5.86

4-Chloro-3-methylphenol 96.6    94.9 97.0    99.1 1.71 2.08

4-Chlorophenyl phenyl ether 94.5    92.3 89.1    90.6 2.31 0.269

4-Chlorophenyl phenyl ether 94.3    92.0 92.0    95.4 2.49 3.59

4-Nitrophenol 67.6    66.0 65.2    65.4 2.45 1.65

4-Nitrophenol 93.1    93.2 96.8    97.9 0.0429 1.15

5-Nitro-o-toluidine 95.6    92.8 85.4    87.6 3.06 0.581

7,12-Dimethylbenz(a)anthracene 78.7    76.6 43.9    67.0 2.63 39.8

Acenaphthene 85.4    83.4 79.5    81.9 2.42 1.06

Acenaphthene 90.7    90.2 90.1    92.6 0.575 2.80

Acenaphthylene 83.9    81.0 79.3    80.5 3.49 0.459

Acenaphthylene 92.2    91.2 90.8    93.8 1.13 3.29

Acetophenone 81.9    81.0 75.4    78.2 1.13 1.63

Aldrin 82.5    73.3 86.2    97.4 11.9 12.3

Alpha-BHC 80.1    69.6 78.7    88.9 14.0 12.1

Alpha-Chlordane 90.8    86.6 90.3    100 4.77 10.3

Aniline 102     104 92.7    91.0 1.66 3.81

Anthracene 91.6    90.3 87.2    88.4 1.45 0.549

Anthracene 100     103 100     102 2.33 1.50

Azobenzene/1,2-Diphenylhydrazine 78.1    77.0 75.8    78.6 1.39 1.77

Azobenzene/1,2-Diphenylhydrazine 111     116 117     110 4.17 5.42

Benzidine 83.2    100 27.1    12.2 18.7 77.8

Benzidine 87.4    76.9 0.0     0.0 12.7

Benzo(a)anthracene 97.4    94.9 84.6    90.9 2.62 5.25

Benzo(a)anthracene 109     106 107     105 2.34 1.02

Benzo(a)pyrene 98.3    95.7 59.2    88.7 2.64 37.9

Benzo(a)pyrene 99.8    104 92.0    102 3.93 10.1

Benzo(b)fluoranthene 100     101 62.0    94.4 0.714 39.7

Benzo(b)fluoranthene 93.2    99.7 101     101 6.76 0.317

Benzo(g,h,i)perylene 97.5    95.8 60.2    90.6 1.82 38.5

Benzo(g,h,i)perylene 96.1    90.4 95.0    93.5 6.14 1.65

Benzo(k)fluoranthene 101     97.5 58.4    89.6 3.47 40.2

Benzo(k)fluoranthene 97.5    101 104     107 3.15 3.30

Benzyl alcohol 69.4    69.4 62.3    65.6 0.0288 3.20

Beta-BHC 85.6    80.0 90.0    96.2 6.75 6.61

Bis(2-chloroethoxy)methane 85.8    85.8 80.5    84.5 0.0 2.89
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EPA 8270D Bis(2-chloroethoxy)methane 95.6    92.0 92.1    93.5 3.75 1.55

Bis(2-chloroethyl)ether 75.8    68.2 71.8    71.3 10.5 2.63

Bis(2-chloroethyl)ether 117     107 98.9    103 8.93 4.00

Bis(2-chloroisopropyl)ether 56.6    56.5 51.6    55.8 0.0707 5.79

Bis(2-chloroisopropyl)ether 86.2    82.7 78.6    78.8 4.17 0.305

Bis(2-ethylhexyl)phthalate 84.4    81.2 116     -5.18 3.96 85.7

Bis(2-ethylhexyl)phthalate 142     170 167     149 17.4 11.4

Butyl benzyl phthalate 92.5    89.7 81.7    91.1 3.12 8.88

Butyl benzyl phthalate 117     113 122     114 3.24 6.98

Carbophenothion 90.9    92.2 94.3    101 1.42 6.56

Chlorothalonil 90.7    84.1 99.3    106 7.52 6.22

Chrysene 102     97.8 87.0    96.4 3.81 8.34

Chrysene 109     105 104     104 3.07 0.0768

Cypermethrin 99.9    101 113     121 0.730 7.35

DDD-p,p' 89.9    90.0 93.4    99.9 0.109 6.79

DDE-p,p' 92.6    88.5 90.3    100 4.53 9.77

DDT-p,p' 92.0    90.1 90.4    98.9 2.07 8.99

Delta-BHC 89.3    81.7 93.9    101 8.82 7.43

Dibenzo(a,h)anthracene 89.0    87.9 55.6    83.2 1.22 38.0

Dibenzo(a,h)anthracene 106     102 97.6    103 3.11 5.15

Dibenzofuran 90.0    86.9 84.9    86.2 3.53 0.464

Dicofol 108     103 106     103 4.80 2.90

Dieldrin 93.4    89.2 95.4    102 4.65 4.43

Diethyl phthalate 94.1    91.6 87.8    91.6 2.67 2.28

Diethyl phthalate 102     99.3 97.1    102 2.98 4.59

Dimethyl phthalate 94.1    91.2 87.9    91.8 3.20 2.40

Dimethyl phthalate 95.1    93.6 93.2    97.2 1.53 4.20

Dimethylaminoazobenzene 75.4    72.8 71.7    82.6 3.46 12.3

Di-n-butyl phthalate 92.2    90.3 86.8    90.9 2.15 2.72

Di-n-butyl phthalate 112     106 89.0    105 6.24 16.2

Di-n-octyl phthalate 85.9    83.7 54.8    82.4 2.59 38.4

Di-n-octyl phthalate 107     117 112     119 8.98 5.80

Dinoseb 134     132 108     103 1.54 6.25

Endosulfan I 90.6    82.1 93.9    97.7 9.83 3.92

Endosulfan II 94.6    91.4 99.6    103 3.40 3.18

Endosulfan Sulfate 93.7    93.0 101     101 0.818 0.0820

Endrin 97.8    92.0 105     107 6.09 1.67

Endrin Aldehyde 88.2    89.7 91.4    87.2 1.71 4.80

Endrin Ketone 94.3    86.9 95.0    95.4 8.18 0.463

Ethyl methanesulfonate 71.5    72.7 68.5    72.1 1.66 3.10

Fluoranthene 99.5    96.9 93.5    94.8 2.69 0.644

Fluoranthene 100     96.7 84.8    96.2 3.77 12.6

Fluorene 93.5    90.8 87.7    89.0 2.95 0.512

Fluorene 94.3    93.4 93.2    96.2 1.02 3.21

Gamma-BHC 83.2    74.6 84.7    93.5 10.8 9.87

Gamma-Chlordane 89.9    86.0 93.6    100 4.44 6.57

Heptachlor 89.2    80.7 96.3    105 9.93 9.10

Heptachlor Epoxide 84.1    80.8 91.5    97.4 4.02 6.26

Hexachlorobenzene 96.6    95.6 90.9    92.8 1.12 0.0858

Hexachlorobenzene 105     99.4 98.5    95.5 5.44 3.05

Hexachlorobutadiene 78.9    78.4 73.9    78.7 0.610 4.33

Hexachlorobutadiene 77.7    71.5 58.5    58.8 8.36 0.546

Hexachlorocyclopentadiene 99.1    96.3 76.3    75.2 2.91 3.33

Hexachlorocyclopentadiene 54.8    50.0 13.1    11.4 9.15 13.4
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EPA 8270D Hexachloroethane 80.8    78.2 72.5    80.9 3.32 9.00

Hexachloroethane 77.3    73.4 40.0    37.1 5.10 7.37

Hexachloropropene 100     98.9 86.2    93.9 1.33 6.57

Indeno(1,2,3-cd)pyrene 89.6    88.1 56.3    83.8 1.67 37.4

Indeno(1,2,3-cd)pyrene 102     100 94.3    99.9 1.90 5.81

Isophorone 81.0    81.6 75.6    79.8 0.640 3.45

Isophorone 91.2    86.5 87.0    87.6 5.27 0.779

Isosafrole 103     103 91.9    93.6 0.0 0.107

m,p-Cresols 114     116 105     108 1.72 0.390

Methoxychlor 96.7    93.3 92.6    100 3.51 7.69

Mirex 91.5    90.3 88.9    97.1 1.35 6.60

Naphthalene 84.0    82.7 87.0    95.1 1.58 6.96

Naphthalene 85.2    80.8 76.9    78.3 5.30 1.80

Nitrobenzene 82.8    82.6 80.4    88.4 0.290 7.52

Nitrobenzene 94.2    88.8 87.7    89.3 5.90 1.81

N-Nitrosodiethylamine 63.4    61.7 60.7    61.6 2.81 0.457

N-Nitrosodimethylamine 40.4    42.1 41.1    42.0 4.17 0.159

N-Nitrosodimethylamine 96.3    86.0 78.3    83.5 11.3 6.48

N-Nitrosodi-n-propylamine 72.8    70.6 68.2    68.3 3.18 1.90

N-Nitrosodi-n-propylamine 99.9    95.3 93.9    94.9 4.75 1.10

N-Nitrosodiphenylamine/

Diphenylamine

97.1    94.8 94.6    95.8 2.38 0.701

N-Nitrosodiphenylamine/

Diphenylamine

72.6    74.4 75.6    73.6 2.39 2.63

N-Nitrosomethylethylamine 61.2    60.4 58.2    60.5 1.25 1.88

N-Nitrosomorpholine 60.1    59.9 59.4    58.5 0.400 3.59

N-Nitrosopiperidine 79.4    77.3 73.4    74.7 2.66 0.177

N-Nitrosopyrrolidine 54.0    53.5 56.7    55.0 0.968 4.97

o-Cresol 68.5    66.2 62.5    65.7 3.38 3.03

o-Toluidine 83.4    87.8 77.3    76.0 5.19 3.63

Pentachlorobenzene 94.9    91.9 87.4    90.7 3.25 1.72

Pentachloroethane 77.6    75.9 69.4    76.2 2.24 7.38

Pentachloronitrobenzene 107     106 99.7    104 1.17 2.67

Pentachlorophenol 89.2    89.2 85.6    90.6 0.0449 3.71

Pentachlorophenol 98.1    91.8 111     113 6.66 1.46

Permethrin 92.8    88.4 103     107 4.89 4.33

Phenacetin 82.7    82.9 79.0    84.4 0.242 4.60

Phenanthrene 91.1    89.6 86.4    90.4 1.68 2.56

Phenanthrene 97.3    98.6 96.8    97.4 1.39 0.618

Phenol 44.6    44.4 40.8    42.1 0.270 1.03

Phenol 115     107 111     111 7.22 0.216

Pyrene 103     100 94.3    103 3.00 6.61

Pyrene 96.1    87.7 91.6    88.4 9.10 3.56

Pyridine 33.7    34.1 31.4    32.9 1.30 2.52

Safrole 92.2    91.4 85.8    89.8 0.784 2.69

Trifluralin 94.6    84.3 101     124 11.5 19.8

EPA 8276 Chlordane 96.7    91.4 70.4    61.3 5.57 7.82

Toxaphene 111     114 111     107 2.54 3.39

Reference Method Descriptions

Method / NELAC Cert. # Description Associated Samples
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DEP SOP: GC-011-5

(based on EPA 608 and

617) / E31780

Organochlorine pesticides (low levels) in water matrices by GC/ECD. 1592987, 1592988, 1592989, 1592990,

1592991, 1592992

DEP SOP: GC-012-3

(based on EPA 614, 619,

622, 633 and 507) /

E31780

Organonitrogen and phosphorus pesticides (low level) in water matrices by GC/NPD. 1592987, 1592988, 1592989, 1592990,

1592991, 1592992

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Analysis of sucralose in water matrices by HPLC/MS/MS 1592963, 1592964, 1592965, 1592966,

1592967, 1592968

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Chlorinated (phenoxy acid) herbicides in sediment matrices by HPLC/MS/MS 1592915, 1592916, 1592917, 1592918,

1592919, 1592920

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Chlorinated (phenoxy acid) herbicides in water matrices by HPLC/MS/MS 1592957, 1592958, 1592959, 1592960,

1592961, 1592962

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Urea herbicides and Imidacloprid in water matrices by HPLC/MS/MS 1592957, 1592958, 1592959, 1592960,

1592961, 1592962

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Urea herbicides in sediment/solid matrices by HPLC/MS/MS 1592915, 1592916, 1592917, 1592918,

1592919, 1592920

EPA 350.1 Rev. 2.0 /

E31780

Ammonia in aqueous matrices as mg N/L 1592981, 1592982, 1592983, 1592984,

1592985, 1592986

EPA 353.2 Rev. 2.0 /

E31780

Nitrite/Nitrate in aqueous matrices as mg N/L 1592981, 1592982, 1592983, 1592984,

1592985, 1592986

EPA 6020A / E31780 Metals, total recoverable, in solid samples using ICP mass spectrometry 1592937, 1592938, 1592939, 1592940,

1592941, 1592942

EPA 6020A / E31780 Total Recoverable Metals analysis using ICP-MS for aqueous samples supporting

RCRA Projects

1592975, 1592976, 1592977, 1592978,

1592979, 1592980

EPA 8141B / E31780 Organonitrogen and phosphorus pesticides in sediment matrices by GC/NPD. 1592945, 1592946, 1592947, 1592948,

1592949, 1592950

EPA 8260C / E31780 Volatile organic pollutants in acid preserved water matrices using GC/MS 1592993, 1592994, 1592995, 1592996,

1592997, 1592998, 1593051

EPA 8260C / E31780 Volatile organic pollutants in sediment matrices using GC/MS 1592951, 1592952, 1592953, 1592954,

1592955, 1592956

EPA 8270D / E31780 EPA Method 8270, Semi-volatile organic pollutants including PAHs, excluding PCBs

and Toxaphene, in water matrices by GC/MS.

1592969, 1592970, 1592971, 1592972,

1592973, 1592974

EPA 8270D / E31780 Organochlorine pesticides (ultra trace) in soil matrices by GC/MS/MS 1592945, 1592946, 1592947, 1592948,

1592949, 1592950

EPA 8270D / E31780 Semi-volatile organic pollutants, excluding PCBs and Toxaphene, in soil/sediments by

GC/MS.

1592923, 1592924, 1592925, 1592926,

1592927, 1592928

EPA 8276 / E31780 Chlordane and Toxaphene in soil by GC/MS with Negative Chemical Ionization 1592945, 1592946, 1592947, 1592948,

1592949, 1592950

EPA 900.0 / E83033 Gross Alpha in water by Florida Radiochemistry Services, Inc. 1592883, 1592884, 1592885, 1592886,

1592887, 1592888

EPA 903.1 and Ra-05 /

E83033

Radium 226 (903.1) and 228 (Ra-05) by Florida Radiochemistry Services 1592889, 1592890, 1592891, 1592892,

1592893, 1592894

SM 2540 G (20th) Percent solid determination before the other sample preparations. 1593005, 1593006, 1593007, 1593008,

1593009, 1593010
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Preparation and Analysis Log

Ref. Method

Received

   Date

   Prep

Date/Time Prepared By

Analysis

Date/Time Analyzed By Associated Samples

DEP SOP: GC-011-5 (based on

EPA 608 and 617)

04/11/2014 04/11/2014 Rasheda Ghaffari 04/16/2014 Vandana T. Nagar 1592987, 1592988, 1592989

04/11/2014 04/11/2014 Rasheda Ghaffari 04/17/2014 Vandana T. Nagar 1592990, 1592991, 1592992

DEP SOP: GC-012-3 (based on

EPA 614, 619, 622, 633 and 507)

04/11/2014 04/11/2014 Rasheda Ghaffari 04/29/2014 John P. Burgos 1592987, 1592988, 1592989, 1592990,

1592991, 1592992

DEP SOP: LC-001-2 (based on

EPA 8321B)

04/11/2014 04/15/2014 Hoor Shaik 04/15/2014 Juyoung Kim 1592957, 1592958, 1592959, 1592960,

1592961, 1592962

04/11/2014 04/15/2014 Hoor Shaik 04/16/2014 Juyoung Kim 1592957, 1592958, 1592959, 1592960,

1592961, 1592962

04/11/2014 04/16/2014 Juyoung Kim 04/16/2014 Juyoung Kim 1592963, 1592964, 1592965, 1592966,

1592967, 1592968

04/11/2014 04/23/2014 Hoor Shaik 04/25/2014 Juyoung Kim 1592915, 1592916, 1592917, 1592918,

1592919, 1592920

04/11/2014 04/23/2014 Juyoung Kim 04/24/2014 Juyoung Kim 1592915, 1592916, 1592917, 1592918,

1592919, 1592920

EPA 350.1 Rev. 2.0 04/11/2014 04/14/2014 Diana M. Turner 1592981, 1592982, 1592983

04/11/2014 04/16/2014 Diana M. Turner 1592984, 1592985, 1592986

EPA 353.2 Rev. 2.0 04/11/2014 04/15/2014 Peter D. Kaus 1592981, 1592982, 1592983, 1592984,

1592985, 1592986

EPA 6020A 04/11/2014 04/16/2014 Elliott D. Healy 04/17/2014 Charles J. Peterson 1592975, 1592976, 1592977, 1592978,

1592979, 1592980

04/11/2014 04/16/2014 Elliott D. Healy 04/21/2014 Robert K Palmer 1592975, 1592976, 1592977, 1592978,

1592979, 1592980

04/11/2014 04/16/2014 Elliott D. Healy 04/23/2014 Charles J. Peterson 1592975, 1592976, 1592977, 1592978,

1592979, 1592980

04/11/2014 04/17/2014 Elliott D. Healy 04/18/2014 Charles J. Peterson 1592937, 1592938, 1592939, 1592940,

1592941, 1592942

04/11/2014 04/22/2014 Elliott D. Healy 04/23/2014 Charles J. Peterson 1592975, 1592978

EPA 8141B 04/11/2014 04/16/2014 Rasheda Ghaffari 04/22/2014 John P. Burgos 1592945, 1592946, 1592947, 1592948,

1592949, 1592950

EPA 8260C 04/11/2014 04/16/2014 Farzad Booeshaghi 1592993, 1592994, 1592995, 1592996,

1592997, 1592998, 1593051

04/11/2014 04/22/2014 Gopal  Bera 04/22/2014 Gopal  Bera 1592951, 1592952, 1592953, 1592954,

1592955, 1592956

EPA 8270D 04/11/2014 04/15/2014 Hoor Shaik 04/15/2014 Mohammad Ghaffari 1592969, 1592970, 1592971, 1592972,

1592973, 1592974

04/11/2014 04/16/2014 Rasheda Ghaffari 04/26/2014 Irina Carbone 1592946, 1592947, 1592948

04/11/2014 04/16/2014 Rasheda Ghaffari 04/28/2014 Irina Carbone 1592945, 1592949, 1592950

04/11/2014 04/24/2014 Hoor Shaik 04/24/2014 Mohammad Ghaffari 1592923, 1592924, 1592925, 1592926,

1592927, 1592928

EPA 8276 04/11/2014 04/16/2014 Rasheda Ghaffari 04/23/2014 Vandana T. Nagar 1592945, 1592946, 1592947, 1592948,

1592949, 1592950

EPA 900.0 04/11/2014 04/23/2014 Florida RadioChemistry

Services

1592883, 1592884, 1592886, 1592887

04/11/2014 04/24/2014 Florida RadioChemistry

Services

1592885, 1592888
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SIS-2014-04-11-01

Serial Number: 0073282

Chemical Analysis Report

Preparation and Analysis Log

Ref. Method

Received

   Date

   Prep

Date/Time Prepared By

Analysis

Date/Time Analyzed By Associated Samples

EPA 903.1 and Ra-05 04/11/2014 04/30/2014 Florida RadioChemistry

Services

1592889, 1592890, 1592891, 1592892,

1592893, 1592894
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Chemical Analysis Report
SIS-2014-05-08-01

Florida Department of Environmental Protection
Central Laboratory
2600 Blair Stone Road
Tallahassee, FL  32399-2400
DOH Accreditation E31780

Villages of BloomingdaleEvent Description:

RQ-2014-05-05-68Request ID:

SISCustomer:

SIS-INVESTProject ID:

For additional information please contact
Timothy W. Fitzpatrick
Liang-Tsair Lin, Ph.D.
Colin Wright, Ph.D.
Thekkekalathil Chandrasekhar, PhD, QA Officer
Phone (850) 245-8085

Send Reports to:
FL Dept. of Environmental Protection
2600 Blair Stone Road
Twin Towers Bldg. MS# 4515
Tallahassee, FL 32399
Attn: Bill Martin

Certified by:  Colin Wright, Environmental Administrator Date Certified: 28-MAY-2014 17:45
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Job: TLH-2014-05-08-08          Group: Nutrients

Job: TLH-2014-05-08-09          Group: Metals

Job: TLH-2014-05-08-10          Group: Pesticides
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Sample Location: VILLAGES OF BLOOMINGDALE Collection Date/Time: 05/07/2014 09:00

Field ID: S1-POST Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1600475 SM 4500 F-C-97 Fluoride 0.40 mg F/L  P267982

1600478 EPA 6020A Boron** 131 ug/L  P267797

1600481 DEP SOP: LC-001-2 (based

on EPA 8321B)

Sucralose** 0.071 ug/L  P267613

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Sucralose result confirmed in re-extraction. Insufficient sample to perform duplicate matrix spikes.

Sample Location: VILLAGES OF BLOOMINGDALE Collection Date/Time: 05/07/2014 09:15

Field ID: S1-PRE Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1600476 SM 4500 F-C-97 Fluoride 0.40 mg F/L  P267982

1600479 EPA 6020A Boron** 146 ug/L  P267797

1600482 DEP SOP: LC-001-2 (based

on EPA 8321B)

Sucralose** 0.13 ug/L  P267613

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Insufficient sample to perform duplicate matrix spikes.

Sample Location: VILLAGES OF BLOOMINGDALE Collection Date/Time: 05/07/2014 10:30

Field ID: LITHIA POE Matrix: WATER

Sample ID Ref. Method Component Result Code Units QC FailuresBatch ID

1600477 SM 4500 F-C-97 Fluoride 0.37 mg F/L  P267982

1600480 EPA 6020A Boron** 73.2 ug/L  P267797

1600483 DEP SOP: LC-001-2 (based

on EPA 8321B)

Sucralose** 0.083 ug/L  P267613

Ref. Method and Comment:

DEP SOP: LC-001-2 (based on EPA 8321B):  Insufficient sample to perform duplicate matrix spikes.

Quality Assurance Report

Method Blank Results

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P267613

Component Result Code Units

Sucralose 0.010 U ug/L

Reference Method: EPA 6020A

Batch ID: P267797

Component Result Code Units

Boron 2.0 U ug/L

Reference Method: SM 4500 F-C-97

Batch ID: P267982

Component Result Code Units

Fluoride 0.035 U mg F/L

Quality Assurance Report

Laboratory Control Sample Accuracy



Page 4 of 7

SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Quality Assurance Report

Laboratory Control Sample Accuracy

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P267613

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Sucralose 67.6 58.4 P/P 40 - 130

Reference Method: EPA 6020A

Batch ID: P267797

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Boron 101 P 85 - 115

Reference Method: SM 4500 F-C-97

Batch ID: P267982

Component % Rec.1 % Rec.2 Pass/Fail Control Limits

Fluoride 103 P 85 - 115

Quality Assurance Report

Matrix Spike Accuracy

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P267613

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Sucralose 60.2 P 40 - 1301600483

Reference Method: EPA 6020A

Batch ID: P267797

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Boron 99.2 P 80 - 1201599083

Boron 109 108 P/P 80 - 1201600969

Reference Method: SM 4500 F-C-97

Batch ID: P267982

Component % Rec.1 % Rec.2 Pass/Fail Control LimitsSpiked Sample

Fluoride 100 96.0 P/P 85 - 1151601529

Quality Assurance Report

Precision

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Batch ID: P267613

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Sucralose 14.6 LCS P 0 - 30LFB

Reference Method: EPA 6020A

Batch ID: P267797

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Quality Assurance Report

Precision

Reference Method: EPA 6020A

Batch ID: P267797

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Boron 0.802 Spike P 0 - 201600969

Reference Method: SM 4500 F-C-97

Batch ID: P267982

Component % RSD/RPD Sample/Spike/LCS* Pass/Fail Control Limits

Replicated

Lab Sample

Fluoride 3.45 Spike P 0 - 201601529

* Sample, spike and/or laboratory control sample precision (LCS) is reported.

Replicate spike precision may be reported when sample results are below quantifiable levels.

Quality Assurance Report

Surrogates

Lab Sample ID: 1600481

Field Sample ID: S1-POST

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 55.0 P 40 - 150

Lab Sample ID: 1600482

Field Sample ID: S1-PRE

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 56.0 P 40 - 150

Lab Sample ID: 1600483

Field Sample ID: LITHIA POE

Reference Method Surrogate % Rec. Pass/Fail Control Limits

DEP SOP: LC-001-2 (based on EPA 8321B) Sucralose-d6 54.0 P 40 - 150

Quality Assurance Report

Calibration Verification

Reference Method: EPA 6020A

Run ID: A56506

Included Lab Sample IDs: 1600478, 1600479, 1600480

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Boron 103 104 P/P 90 - 110

Boron 104 106 P/P 90 - 110

Reference Method: DEP SOP: LC-001-2 (based on EPA 8321B)

Run ID: A56546

Included Lab Sample IDs: 1600481, 1600482, 1600483

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Sucralose 98.4 103 P/P 70 - 150
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Quality Assurance Report

Calibration Verification

Reference Method: SM 4500 F-C-97

Run ID: A56573

Included Lab Sample IDs: 1600475, 1600476, 1600477

Component % Rec.1 % Rec.2 Pass/Fail* Control Limits

Fluoride 104 105 P/P 90 - 110

* Pass/Fail determinations are made for each bracketing calibration verification check.

Control limits for initial calibration checks may be different from those for continuing checks, depending on method requirements.

Where they are different, both control limits are provided.

Quality Assurance Report

Ref. Method Analyte LCS % Recovery MS % Recovery Precision

LCS SMP MS

Summary

DEP SOP: LC-001-2 (based on EPA

8321B)

Sucralose 67.6    58.4 60.2 14.6

EPA 6020A Boron 101 99.2    109     108 0.802

SM 4500 F-C-97 Fluoride 103 100     96.0 3.45

Reference Method Descriptions

Method / NELAC Cert. # Description Associated Samples

DEP SOP: LC-001-2

(based on EPA 8321B) /

E31780

Analysis of sucralose in water matrices by HPLC/MS/MS 1600481, 1600482, 1600483

EPA 6020A / E31780 Total Recoverable Metals analysis using ICP-MS for aqueous samples supporting

RCRA Projects

1600478, 1600479, 1600480

SM 4500 F-C-97 / E31780 Fluoride in aqueous matrices, without distillation (not valid for NPDES monitoring) 1600475, 1600476, 1600477
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SIS-2014-05-08-01

Serial Number: 0073738

Chemical Analysis Report

Preparation and Analysis Log

Ref. Method

Received

   Date

   Prep

Date/Time Prepared By

Analysis

Date/Time Analyzed By Associated Samples

DEP SOP: LC-001-2 (based on

EPA 8321B)

05/08/2014 05/13/2014 Hoor Shaik 05/13/2014 Juyoung Kim 1600481, 1600482, 1600483

EPA 6020A 05/08/2014 05/09/2014 Elliott D. Healy 05/12/2014 Charles J. Peterson 1600478, 1600479, 1600480

SM 4500 F-C-97 05/08/2014 05/15/2014 Dale L. Simmons 1600475, 1600476, 1600477



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 1 of 8

Jeff Newton
FDEP-Site Investigation
Rm 371 D
2600 Blair Stone Rd.
Tallahassee, FL  32399

April 15, 2014

RE: Workorder: T1404616 Villages of Bloomingdale (VOB)

Dear Jeff Newton:

Enclosed are the analytical results for sample(s) received by the laboratory  on Thursday, April 10, 2014.  Results reported herein conform
to the most current NELAC standards, where applicable, unless otherwise narrated in the body of the report. The analytical results for the
samples contained in this report were submitted for analysis as outlined by the Chain of Custody and results pertain only to these samples.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Enclosures

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 2 of 8

SAMPLE SUMMARY

Workorder: T1404616 Villages of Bloomingdale (VOB)

Lab ID Sample ID Matrix Date Collected Date Received

T1404616001 S-1 Drinking Water 4/10/2014 09:30 4/10/2014 15:10

T1404616002 S-2 Drinking Water 4/10/2014 10:30 4/10/2014 15:10

T1404616003 S-3 Drinking Water 4/10/2014 11:00 4/10/2014 15:10

T1404616004 S-4 Drinking Water 4/10/2014 11:30 4/10/2014 15:10

T1404616005 S-5 Drinking Water 4/10/2014 13:00 4/10/2014 15:10

T1404616006 S-6 Drinking Water 4/10/2014 14:00 4/10/2014 15:10

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 3 of 8

ANALYTICAL RESULTS

Workorder: T1404616 Villages of Bloomingdale (VOB)

04/10/14 15:10

S-1

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616001

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 09:30

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 4 #/100 mL 11 4/10/2014 18:301 1 T

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 7900 Col/mL 1010 4/10/2014 17:3010 T

04/10/14 15:10

S-2

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616002

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 10:30

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 1 #/100 mL 11 4/10/2014 18:30U 1 T

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 4/10/2014 17:30U 1.0 T

04/10/14 15:10

S-3

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616003

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 11:00

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 1 #/100 mL 11 4/10/2014 18:30U 1 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 4 of 8

ANALYTICAL RESULTS

Workorder: T1404616 Villages of Bloomingdale (VOB)

04/10/14 15:10

S-3

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616003

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 11:00

Sample Description: Location:

Adjusted
PQL Lab

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 4/10/2014 17:30U 1.0 T

04/10/14 15:10

S-4

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616004

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 11:30

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 1 #/100 mL 11 4/10/2014 18:30U 1 T

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 7 Col/mL 1.01 4/10/2014 17:301.0 T

04/10/14 15:10

S-5

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616005

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 13:00

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 1 #/100 mL 11 4/10/2014 18:30U 1 T

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 4/10/2014 17:30U 1.0 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 5 of 8

ANALYTICAL RESULTS

Workorder: T1404616 Villages of Bloomingdale (VOB)

04/10/14 15:10

S-6

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1404616006

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

04/10/14 14:00

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Total
Coliform,SM9222B,Water

Analytical Method: SM 9222 B (MF)

Coliform Total 1 #/100 mL 11 4/10/2014 18:30U 1 T

Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 4/10/2014 17:30U 1.0 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 6 of 8

ANALYTICAL RESULTS QUALIFIERS

Workorder: T1404616 Villages of Bloomingdale (VOB)

PARAMETER QUALIFIERS

U The compound was analyzed for but not detected.

I The reported value is between the laboratory method detection limit and the laboratory practical quantitation limit.

Absent for E-coli[1]

LAB QUALIFIERS

DOH Certification #E84589(AEL-T)(FL NELAC Certification)T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 7 of 8

QUALITY CONTROL DATA

Workorder: T1404616 Villages of Bloomingdale (VOB)

QC Batch:

QC Batch Method:

MICt/1281

SM18 9215 B (Pour Plate)

Analysis Method: SM18 9215 B (Pour Plate)

Prepared:

Associated Lab Samples: T1404616001, T1404616002, T1404616003, T1404616004, T1404616005, T1404616006

METHOD BLANK: 1442411

Parameter Units Result
Blank

Limit
Reporting

Qualifiers

Microbiology
Heterotrophic Plate Count 1.0Col/mL 1.0 U

QC Batch:

QC Batch Method:

MICt/1283

SM 9222 B (MF)

Analysis Method: SM 9222 B (MF)

Prepared:

Associated Lab Samples: T1404616001, T1404616002, T1404616003, T1404616004, T1404616005, T1404616006

METHOD BLANK: 1442518

Parameter Units Result
Blank

Limit
Reporting

Qualifiers

Microbiology
Coliform Total 1#/100 mL 1 U

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 309108 Page 8 of 8

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Workorder: T1404616 Villages of Bloomingdale (VOB)

Lab ID Sample ID Prep Method Analysis MethodPrep Batch Batch
Analysis

T1404616001 S-1 MICt/1281SM18 9215 B (Pour
Plate)

T1404616002 S-2 MICt/1281SM18 9215 B (Pour
Plate)

T1404616003 S-3 MICt/1281SM18 9215 B (Pour
Plate)

T1404616004 S-4 MICt/1281SM18 9215 B (Pour
Plate)

T1404616005 S-5 MICt/1281SM18 9215 B (Pour
Plate)

T1404616006 S-6 MICt/1281SM18 9215 B (Pour
Plate)

T1404616001 S-1 MICt/1283SM 9222 B (MF)

T1404616002 S-2 MICt/1283SM 9222 B (MF)

T1404616003 S-3 MICt/1283SM 9222 B (MF)

T1404616004 S-4 MICt/1283SM 9222 B (MF)

T1404616005 S-5 MICt/1283SM 9222 B (MF)

T1404616006 S-6 MICt/1283SM 9222 B (MF)

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0
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CERTIFICATE OF ANALYSIS
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Report ID: 312426 Page 1 of 7

Jeff Newton
FDEP-Bureau of Labs-Bio Section -Twin Towers Lab Complex A
Rm 371 D
2600 Blair Stone Rd.
Tallahassee, FL  32399

May 13, 2014

RE: Workorder: T1405694 HPC

Dear Jeff Newon:

Enclosed are the analytical results for sample(s) received by the laboratory  on Wednesday, May 07, 2014.  Results reported herein
conform to the most current NELAC standards, where applicable, unless otherwise narrated in the body of the report. The analytical results
for the samples contained in this report were submitted for analysis as outlined by the Chain of Custody and results pertain only to these
samples.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Enclosures

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 312426 Page 2 of 7

SAMPLE SUMMARY

Workorder: T1405694 HPC

Lab ID Sample ID Matrix Date Collected Date Received

T1405694001 S1-Post Drinking Water 5/7/2014 09:00 5/7/2014 11:10

T1405694002 S1-Pre Drinking Water 5/7/2014 09:15 5/7/2014 11:10

T1405694003 Lithia POE Drinking Water 5/7/2014 10:30 5/7/2014 11:10

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 312426 Page 3 of 7

ANALYTICAL RESULTS

Workorder: T1405694 HPC

05/07/14 11:10

S1-Post

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1405694001

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

05/07/14 09:00

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1375 Col/mL 1.01 5/7/2014 15:001.0 T

05/07/14 11:10

S1-Pre

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1405694002

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

05/07/14 09:15

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 5/7/2014 15:00U 1.0 T

05/07/14 11:10

Lithia POE

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1405694003

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

05/07/14 10:30

Sample Description: Location:

Adjusted
PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 208 Col/mL 1.01 5/7/2014 15:001.0 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 312426 Page 4 of 7

ANALYTICAL RESULTS QUALIFIERS

Workorder: T1405694 HPC

PARAMETER QUALIFIERS

U The compound was analyzed for but not detected.

I The reported value is between the laboratory method detection limit and the laboratory practical quantitation limit.

LAB QUALIFIERS

DOH Certification #E84589(AEL-T)(FL NELAC Certification)T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 312426 Page 5 of 7

QUALITY CONTROL DATA

Workorder: T1405694 HPC

QC Batch:

QC Batch Method:

MICt/1352

SM18 9215 B (Pour Plate)

Analysis Method: SM18 9215 B (Pour Plate)

Prepared:

Associated Lab Samples: T1405694001, T1405694002, T1405694003

METHOD BLANK: 1461446

Parameter Units Result
Blank

Limit
Reporting

Qualifiers

Microbiology
Heterotrophic Plate Count 1.0Col/mL 1.0 U

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 312426 Page 6 of 7

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Workorder: T1405694 HPC

Lab ID Sample ID Prep Method Analysis MethodPrep Batch Batch
Analysis

T1405694001 S1-Post MICt/1352SM18 9215 B (Pour
Plate)

T1405694002 S1-Pre MICt/1352SM18 9215 B (Pour
Plate)

T1405694003 Lithia POE MICt/1352SM18 9215 B (Pour
Plate)

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0





















Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 1 of 8

Jeff Newton
FDEP Site Investigation
RM 371 D
2600 Blair Stone
Tallahassee, FL  32399

June 12, 2014

RE: Workorder: T1406945 VOB

Dear Jeff Newton:

Enclosed are the analytical results for sample(s) received by the laboratory  on Tuesday, June 03, 2014.  Results reported herein conform
to the most current NELAC standards, where applicable, unless otherwise narrated in the body of the report. The analytical results for the
samples contained in this report were submitted for analysis as outlined by the Chain of Custody and results pertain only to these samples.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Enclosures

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 2 of 8

SAMPLE SUMMARY

Workorder: T1406945 VOB

Lab ID Sample ID Matrix Date Collected Date Received

T1406945001 S-5 Drinking Water 6/3/2014 10:45 6/3/2014 13:00

T1406945002 S-1 Pre Drinking Water 6/3/2014 11:15 6/3/2014 13:00

T1406945003 S-1 Post Drinking Water 6/3/2014 11:30 6/3/2014 13:00

T1406945004 S-3 Drinking Water 6/3/2014 12:00 6/3/2014 13:00

T1406945005 S-7 Drinking Water 6/3/2014 12:20 6/3/2014 13:00

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 3 of 8

ANALYTICAL RESULTS

Workorder: T1406945 VOB

06/03/14 13:00

S-5

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1406945001

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

06/03/14 10:45

Sample Description: Location:
Adjusted

PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 6/3/2014 15:00U 1.0 T

06/03/14 13:00

S-1 Pre

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1406945002

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

06/03/14 11:15

Sample Description: Location:
Adjusted

PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 6/3/2014 15:00U 1.0 T

06/03/14 13:00

S-1 Post

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1406945003

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

06/03/14 11:30

Sample Description: Location:
Adjusted

PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 6/3/2014 15:00U 1.0 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 4 of 8

ANALYTICAL RESULTS

Workorder: T1406945 VOB

06/03/14 13:00

S-3

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1406945004

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

06/03/14 12:00

Sample Description: Location:
Adjusted

PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 6/3/2014 15:00U 1.0 T

06/03/14 13:00

S-7

Matrix: Drinking Water

RegLmt

Parameters

Lab ID:

Sample ID:

RegLmt

T1406945005

Results Units
Adjusted

DF AnalyzedMDLQual

Date Collected:

Date Received:

06/03/14 12:20

Sample Description: Location:
Adjusted

PQL Lab

Microbiology
Analysis Desc: Heterotrophic Plate
Count,9215B,DW

Analytical Method: SM18 9215 B (Pour Plate)

Heterotrophic Plate Count 1.0 Col/mL 1.01 6/3/2014 15:00U 1.0 T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 5 of 8

ANALYTICAL RESULTS QUALIFIERS

Workorder: T1406945 VOB

PARAMETER QUALIFIERS

U The compound was analyzed for but not detected.

I The reported value is between the laboratory method detection limit and the laboratory practical quantitation limit.

LAB QUALIFIERS

DOH Certification #E84589(AEL-T)(FL NELAC Certification)T

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 6 of 8

QUALITY CONTROL DATA

Workorder: T1406945 VOB

QC Batch:

QC Batch Method:

MICt/1456

SM18 9215 B (Pour Plate)

Analysis Method: SM18 9215 B (Pour Plate)

Prepared:

Associated Lab Samples: T1406945001, T1406945002, T1406945003, T1406945004, T1406945005

METHOD BLANK: 1483251

Parameter Units Result
Blank

Limit
Reporting

Qualifiers

Microbiology
Heterotrophic Plate Count 1.0Col/mL 1.0 U

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0



Advanced Environmental Laboratories, Inc

CERTIFICATE OF ANALYSIS
This report shall not be reproduced, except in full,

Report ID: 316155 Page 7 of 8

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Workorder: T1406945 VOB

Lab ID Sample ID Prep Method Analysis MethodPrep Batch Batch
Analysis

T1406945001 S-5 MICt/1456SM18 9215 B (Pour
Plate)

T1406945002 S-1 Pre MICt/1456SM18 9215 B (Pour
Plate)

T1406945003 S-1 Post MICt/1456SM18 9215 B (Pour
Plate)

T1406945004 S-3 MICt/1456SM18 9215 B (Pour
Plate)

T1406945005 S-7 MICt/1456SM18 9215 B (Pour
Plate)

9610 Princess Palm Avenue
Tampa, FL 33619

Phone: (813)630-9616
Fax: (813)630-4327

without the written consent of Advanced Environmental Laboratories, Inc.

3004.1.0.0
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Thursday, June 12, 2014 5:30:14 PM




















	Professional Certification
	Acknowledgements
	The assistance and support of the following individuals was vital in the preparation of this document.
	Site Investigation Section
	1.0 Introduction
	2.0  Site Background
	3.0 Site Investigation Section (SIS) Field Activities
	4.0 Results of Investigation
	4.1 Florida Ground Water Cleanup Target Levels (GCTLs) and Soil Cleanup Target Levels (SCTLs)
	4.2 Drinking Water Sampling Results
	4.3 Soil Sample Results

	5.0 Conclusions
	Table 2 Summary of Detects.pdf
	Table 2 Summary of Detects

	Table 1 Total Chlorine and Drinking Water Parameters.pdf
	Table 2 Summary of Detects

	SIS-2014-04-11-01.pdf
	1
	2
	3
	Villages of Bloomingdale
	S-1


	4
	5
	6
	7
	8
	Villages of Bloomingdale
	S-2

	9
	10
	11
	12
	13
	Villages of Bloomingdale
	S-3

	14
	15
	16
	17
	18
	Villages of Bloomingdale
	S-4

	19
	20
	21
	22
	23
	24
	Villages of Bloomingdale
	S-5

	25
	26
	27
	28
	29
	Villages of Bloomingdale
	S-6

	30
	31
	32
	33
	34
	Villages of Bloomingdale
	SL-1

	35
	36
	37
	38
	Villages of Bloomingdale
	SL-2

	39
	40
	41
	42
	Villages of Bloomingdale
	SL-3

	43
	44
	45
	46
	Villages of Bloomingdale
	SL-4

	47
	48
	49
	50
	Villages of Bloomingdale
	SL-5

	51
	52
	53
	Villages of Bloomingdale
	SL-6

	54
	55
	56
	57
	TRIP BLANK
	00057122-TB 07-APR-2014

	58
	58
	59
	60
	61
	62
	63
	64
	65
	66
	67
	67
	68
	69
	70
	71
	72
	73
	74
	75
	76
	76
	77
	78
	79
	80
	81
	82
	83
	84
	85
	85
	86
	87
	88
	89
	90
	91
	92
	93
	94
	95
	96
	97
	98
	99
	99
	100
	101
	102
	103
	104
	105
	106
	107
	108
	108
	109
	110
	111
	112
	113
	114
	115
	116
	117
	118
	119
	119
	120
	121
	122
	123
	124
	125
	126
	127
	128

	SIS-2014-05-08-01.pdf
	1
	2
	3
	VILLAGES OF BLOOMINGDALE
	S1-POST

	VILLAGES OF BLOOMINGDALE
	S1-PRE

	VILLAGES OF BLOOMINGDALE
	LITHIA POE


	3
	3
	4
	4
	4
	5
	5
	5
	6
	6
	7

	Trip Report.pdf
	Professional Certification
	Acknowledgements
	The assistance and support of the following individuals was vital in the preparation of this document.
	Site Investigation Section
	1.0 Introduction
	2.0  Site Background
	3.0 Site Investigation Section (SIS) Field Activities
	4.0 Results of Investigation
	4.1 Florida Ground Water Cleanup Target Levels (GCTLs) and Soil Cleanup Target Levels (SCTLs)
	4.2 Drinking Water Sampling Results
	4.3 Soil Sample Results

	5.0 Conclusions




